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1.0 F I N A L  DESIGN DESCRIPTION 
1.1 SCOPE OF DESIGN DESCRIPTION REPORT 
S u b j e c t  p h o t o v o l t a i c  (PV) power s y s t e m  has been i n s t a l l e d  as an a d j u n c t  t o  an 
a g r i c u l t u r a l  school near t h e  remote v i l l a g e  o f  Wawatobi, some f i f t y  k i l o m e t e r s  
f rom t h e  Ci ty  o f  Kendari,  Sulawesi  Tanggara, t h e  south eas te rn  p rov ince  o f  t h e  
l a r g e  no r the rn  i s l a n d  o f  t h e  Republ ic o f  Indonesia. 
The purpose o f  t h e  system i s  t o  p r o v i d e  power f o r  a s a t e l l i t e  e a r t h  s t a t i o n  and 
a c l a s s r o o m ,  b o t h  i n t e g r a l  e l e m e n t s  o f  t h e  same complex.  F u n c t i o n a l l y ,  t h e  
r e n e w a b l e  e n e r g y  d e v e l o p e d  by  t h e  s y s t e m  s u p p o r t s  t h e  v i d e o  and a u d i o  
t e l e c o n f e r e n c i n g  systems as w e l l  as t h e  f a c i l i t y  a t  large. The e a r t h  s t a t i o n  
may l a t e r  be used t o  p r o v i d e  telephone s e r v i c e  t o  t h e  nearby v i l l a g e .  
The i n s t a l l a t i o n  was made i n  s u p p o r t  o f  t h e  Agency f o r  I n t e r n a t i o n a l  
Development's Rural Sate1 1 i t e  Program, whose purpose has been t o  demonstrate t h e  
use o f  s a t e l l i t e  communications f o r  r u r a l  development ass i s tance  appl  i c a t i o n s .  
W i t h i n  t h i s  broader miss ion,  t h e  o b j e c t i v e  o f  t h i s  p a r t i c u l a r  PV power system i s  
t o  demonstrate t h e  s u i t a b i l i t y  o f  a h y b r i d  PV engine-generator c o n f i g u r a t i o n  for 
remote s a t e l l i t e  e a r t h  s t a t i o n s .  
S u b j e c t  d e s i g n  d e s c r i p t i o n  r e p o r t  i n c l u d e s  b o t h  g e n e r a l  and d e t a i l e d  d a t a  
c o n c e r n i n g  t h e  d e s i g n  and s p e c i f i c a t i o n  o f  t h e  PVs, t h e  s t r u c t u r e s ,  t h e  
e l e c t r o n i c  a p p a r a t u s ,  and t h e  e n g i n e - g e n e r a t o r .  The r e p o r t  c h a r a c t e r i z e s  t h e  
o v e r a l l  s y s t e m  f u n c t i o n ,  as w e l l  as t h o s e  a s s o c i a t e d  w i t h  t h e  i n d i v i d u a l  
subsystems. The r e s u l t s  o f  design v e r i f i c a t i o n  t e s t i n g  a re  descr ibed, and t h e  
s t e p s  t a k e n  i n  p l a n n i n g  and i m p l e m e n t i n g  an a c c e p t a b l e  i n s t a l l a t i o n  a r e  
de ta i l ed .  On-s i te  acceptance t e s t i n g ,  and t r a n s f e r  o f  t h e  f u l l y  operable system 
t o  t h e  end-user ,  P e r u m t e l ,  a r e  a l s o  summarized. D e s i g n  d o c u m e n t a t i o n ,  
r e f l e c t i n g  t h e  f i n a l  update a f t e r  demonstrated opera t i ons  i s  a l s o  included. 
1.2 SYSTEM D E F I N I T I O N  AND ABBREVIATIONS 
The f o l l o w i n g  a re  terms used i n  d e s c r i b i n g  t h e  major  p a r t s  o f  t h e  power system 
and t h e i r  f u n c t i o n s ,  as shown i n  F i g u r e s  1.2-1 " M e c h a n i z a t i o n  o f  PV Power 






PV Module:  A number o f  PV c e l l s  e n c a p s u l a t e d  under  g l a s s  i n  a 2 ft. (0.60 
m )  by  4 ft. (1.21 m) f rame.  Each PV modu le  d e v e l o p s  a b o u t  66  w a t t s  a t  15  V 
dc. 
Array Panels: 
Source  C i r c u i t s :  Fou r  PV modules w i r e d  i n  s e r i e s  d e v e l o p i n g  a s y s t e m  
v o l t a g e  o f  about 60 V dc, a l s o  c a l l e d  a s t r i n g .  
A frame c o n t a i n i n g  f o u r  PV modules. 
A r ray  Source C i r c u i t s :  Two source c i r c u i t s  w i r e d  i n  p a r a l l e l  (8 PV modules 
t o t a l )  p r o d u c i n g  a b o u t  528 w a t t s  peak power  a t  s y s t e m  v o l t a g e ,  60 V dc a t  
8.8 A dc. 
P h o t o v o l t a i c  ( P V )  A r r a y  F i e l d :  The p r e f e r r e d  s y s t e m  power sou rce ,  t h e  
s o l a r - e l e c t r i c  genera t i ng  system; c o n s i s t s  o f  a t o t a l  of s i x  source c i r c u i t s  
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Power C o n t r o l l e r :  The  mas te r  system c o n t r o l  and p r o t e c t i o n  subsystem. 
B a t t e r y :  Energy s t o r a g e ,  p e r m i t t i n g  a r o u n d - t h e - c l o c k  power de l  i v e r y .  A 
bat te r  module i s  a f a c t o r y  package c o n s i s t i n g  of  three two v o l t  c e l l s  i n  
d s i x  v o l t  module i s  the b a s i c  system b u i l d i n g  block. 
GENSET: A d i e s e l - e l e c t r i c  g e n e r a t o r ,  s e r v i n g  a s  a u t o m a t i c ,  on -ca l l  backup 
f o r  t he  PV power g e n e r a t o r ,  o r  a l t e r n a t i v e l y  suppor t  the  e a r t h  s t a t i o n  and 
classroom loads  on a " s t and-a lone"  b a s i s .  
I n t e r f a c e  C i r c u i t s :  220 Vac a t  50 Hz and 48 Vdc power t o  t h e  s a t e l l i t e  
Earth S t a t i o n  and load. 
F l o a t  Charge:  
overcharging b a t t e r i e s .  
A l i m i t i n g  v o l t a g e  t h a t  a l l o w s  maximum c h a r g i n g  w i t h o u t  
Taper Charge: The l i m i t i n g  o f  the  charging c u r r e n t  a s  the b a t t e r i e s  reach 





















































ABBREVIATIONS AND ACRONYMS 
~~~ 
VDC (pk) Voltaie Direct Current - peak array current 
Alternating Current 
Amperes Direct Current 
Ampere Hours 
Amperes (RMS AC) 
Balance of System (A1 1 functional subsystems except PV modules. ) 





Earth Station Load 
Generator Set 
Hughes Aircraft Company 
Kilowatt 
Ki 1 owatt Peak 
Milliampere 
Metal Oxide Varistors 
National Aeronautics and Space Administration 
Overvoltage 
Part Number 
Power ControllerIPrinted Circuit 
Power Control Panel 
Power Output Panel 
Power Switching Module 
Power Unit 
Photovoltaic 
Silicon Controlled Rectifier 
Solar Energy Project 
Undervoltage 
Voltage 
Voltage Alternating Current 
Voltaae Direct Current 
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2.0 SYSTEM FUNCTION AND POWER FLOW 
2.1 SUPIMARY SYSTEM FUNCTION 
The power  s y s t e m ' s  f u n c t i o n a l  f l o w ,  sensor  s i g n a l s  and c o n t r o l s  a r e  shown i n  
F i g u r e  2.1-1 S c h e m a t i c  D i a g r a m  o f  PV Power System ( w i t h  c l a s s r o o m  and E a r t h  
Stat ion) .  Systems t i e s  w i t h  t h e  S a t e l l i t e  Ea r th  S t a t i o n  and classroom loads a re  
a l s o  shown, as a re  t h e  i n t e r f a c e s  among t h e  power subsystems. 
The p r i m a r y  power source i s  t h e  PV Array F ie ld .  When 
t h e r e  i s  i n s u f f i c i e n t  s o l a r  s u n l i g h t  f o r  t h e  PV a r ray  t o  support  t h e  loads and 
recharge t h e  b a t t e r y ,  t h e  GENSET i s  commanded t o  t u r n  on and d e l i v e r  power. 
I t  p rov ides  48 VDC power. 
The GENSET p r o v i d e s  50  Hz, 230 V A C  power d i r e c t l y  t o  t h e  c l a s s r o o m  load.  I t  
supports t h e  S a t e l l i t e  Ea r th  S t a t i o n  DC loads and recharges t h e  b a t t e r y  through 
an AC t o  DC r e g u l a t e d  B a t t e r y  Charger. I n  t h e  p r i m a r y  PV mode, t h e  B a t t e r y  and 
t h e  PV Array supports t h e  DC l o a d  d i r e c t l y .  Ea r th  S t a t i o n  and classroom AC power 
i s  o b t a i n e d  f r o m  a DC t o  A C  s o l i d  s t a t e  i n v e r t e r .  The GENSET and t h e  PV power 
subsystem may be genera t i ng  power s imultaneously.  I n  another mode, t h e  c o n t r o l  
c i r c u i t s  p e r m i t  t h e  GENSET t o  power b o t h  l o a d s  d i r e c t l y ,  w i t h o u t  e i t h e r  t h e  
B a t t e r y  o r  t h e  PV A r r a y s  i n  t h e  power c i r c u i t .  These modes o f  o p e r a t i o n  a r e  
descr ibed i n  d e t a i l  i n  Sec t i on  2.2 f o l l o w i n g .  
2.2 OPERATING MODES 
The s y s t e m  power  and b a t t e r y  c h a r g e  c o n t r o l  a l g o r i t h m s  e s t a b l i s h i n g  t h e  
o p e r a t i n g  modes a re  based upon two  se ts  o f  c r i t i c a l  b a t t e r y  t e r m i n a l  vo l tages a t  
which p a r t i c u l a r  events must, and/or have occured. Automat ic  system responses, 
both normal and p r o t e c t i v e  shut-down, a r e  based upon these thresholds.  F i g u r e  
2.2-1 "Ba t te ry  Vol tage T r i p  P o i n t s  f o r  Major Con t ro l  Events" summarizes these 
responses f o r  t h e  two  sets. The l e f t  hand s e t  i s  descending, l i s t i n g  c r i t i c a l  
occu rances  d u r i n g  t h e  d i s c h a r g i n g  s t a t e .  The r i g h t  hand s e t  shows t h e  
th resho lds  d u r i n g  b a t t e r y  charg ing f rom e i t h e r  source, and t h e  r e s u l t i n g  c o n t r o l  
act ion.  P a r t i c u l a r  l e v e l s  l i s t e d  a re  f o r  a b a t t e r y  e l e c t r o l y t e  temperature o f  
25 degrees Ce ls ius  and normal e a r t h  s t a t i o n  and classroom loads. 
W i th  an adequate i n s o l a t i o n  l e v e l  present, t h e  s o l a r  panels generate s u f f i c i e n t  
power t o  supply t h e  Ear th  S t a t i o n  and Classroom loads, and recharge t h e  battery. 
T h i s  c a p a b i l i t y  i s  i m p l i c i t  i n  t h e  d e s i g n  s p e c i f i c a t i o n  o f  t h e  PV p a n e l  
comp lemen t  r e l a t i v e  t o  t h e  a n t i c i p a t e d  l oad ,  t h e  i n s t a l l a t i o n  s i t e ,  and t h e  
se lec ted  b a t t e r y  capaci ty.  
The dominant o r  p r e f e r r e e d  charg ing mode descr ibed i n  t h e  paragraph preceeding 
i s  depc i ted  i n  F i g u r e  2.2-2 "MODE I/ AUTOMATIC: Operat ion f rom t h e  "Preferred" 
PV Power Source w i t h  Automat ic GENSET Backup". R e f e r r i n g  t o  t h e  i n i t i a l  f i g u r e  
o f  S e c t i o n  2.0, F i g u r e  2.2-1, t h e  b a t t e r y  bus p o t e n t i a l  (under  c h a r g e  a t  an 
e l e c t r o l y t e  temperature o f  77 degrees F) f a l l s  no rma l l y  i n  a range o f  54.2 and 
57.5 VDC. When t h e  v o l t a g e  c l i m b s  t o  56.2 VDC, a t r a n s i t i o n  occu rs .  Channel  
"B" p h o t o v o l t a i c s ,  c o m p r i s i n g  a p r o x i m a t e l y  50% o f  t h e  f i e l d  o u t p u t  i s  
a u t o m a t i c a l l y  disconnected i n  t h e  c o n t r o l l e r .  Charging cont inues, b u t  a t  one- 
h a l f  o f  t h e  prev ious rate.  
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VOLTAGE F A L L S  BATTERY VOLTAGE 
- - 6 0  - ' PV ARR4Y CHANNEL "A"  (PSM) . - 5 8  - - - 
RECONNECTS (1 ) - -  - 5 6  - 
- -  - 5 4  - 
PV ARRAY CHANNEL "B" (PSM) . - - 
RECONNECTS (1 ) - - - - 
- 5 2  - - - 
GENSET STARTS (1) . - 4 8  - - - 
- 4 6  - - - 
- 4 4  - 
- 4 2  - 
UNDERVOLTAGE T R I P  AND - - 
- - t 
SYSTEM SHUTDOWN (2 )  '-43 - - - 








OVERVOLTAGE TR I P 
AND POWER SOURCE 
D I SCONNECT ( 2  ) 
4 












PV ARRAY CHANNEL B 
(PSM) DISCONNECTS (1) 
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F I G U R E  2 . 2 - 1  B U S  V O L T A G E  T R I P  P O I N T S  FOR M A J O R  C O N T R O L  E V E N T S  
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Reduced  r a t e  c h a r g i n g  c o n t i n u e s  u n t i l  t h e  b a t t e r y  p o t e n t i a l  r e a c h e s  
a p p r o x i m a t e l y  57.5 VDC. A t  t h i s  p o i n t  t h e  b a l a n c e  o f  t h e  a r r a y  power,  t h e  
r e s i d u a l  o n e - t h i r d  d e d i c a t e d  t o  Channel " A "  i s  d i s c o n n e c t e d .  The d i s c h a r g e  
c y c l e  now s t a r t s .  
Under these c o n d i t i o n s  t h e  GENSET i s  i n  standby, and i t s  power p r o d u c t i o n  i s  n o t  
required. F i g u r e  2.2-2 a l s o  d e p i c t s  t h i s  s t a t e  o f  ope ra t i on  i n  t h e  "Automat ic"  
mode. As l o n g  as t h e  i n s o l a t i o n  i s  s u f f i c i e n t l y  h i g h  t o  overcome n i g h t - t i m e  
l o s s e s  and s u p p o r t  t h e  t w o  l o a d s ,  t h e  s y s t e m  w i l l  c o n t i n u e  on " a u t o m a t i c " .  
B a t t e r y  c h a r g i n g  and p o w e r i n g  t h e  l o a d s  w i l l  c o n t i n u e  u n t i l  t h e  b a t t e r y  i s  
recharged .  A t  t h i s  p o i n t  c h a r g i n g  i s  t e r m i n a t e d  by t h e  c o n t r o l l e r  and t h e  
b a t t e r y  en te rs  a c y c l e  f l o a t  s ta te.  
The f i r s t  d ischarge c y c l e  takes p lace  when t h e  load c u r r e n t  d r a i n  depletes t h e  
b a t t e r y  t o  a p o i n t  where a p o r t i o n  o f  t h e  panel complement i s  reconnected. Table 
2.2-1 "Ba t te ry  Vol tage T r i p  P o i n t s  f o r  Major  Con t ro l  Events", i l l u s t r a t e s  t h i s  
t r a n s i t i o n  i n  t h e  l e f t  hand descending arrow column. 
W i t h  h i g h  l e v e l s  o f  i n s o l a t i o n  t h e  c o u l o m b i c  c h a r g e  d e l i v e r e d  w i l l  be t o  t h e  
b a t t e r y ,  and i t s  t e r m i n a l  vo l tage  w i l l  con t i nue  t o  r i s e  u n t i l  t h e  o f f / o n  c y c l i n g  
t a k e s  p l a c e .  T h i s  f l o a t  c y c l i n g  c o n t i n u e s  as l o n g  as t h e  n e t  PV power  
genera t i on  i s  p o s i t i v e ,  and susta ined s u f f i c i e n t l y  l o n g  t o  recharge t h e  ba t te ry .  
T h i s  a u t o m a t i c  f l o a t  c y c l i n g  o r  "OFF/ON"  may o c c u r  once  o r  many t i m e s  a day, 
d e p e n d i n g  upon t h e  l oad ,  t h e  i n s o l a t i o n  and t h e  b a t t e r y  s t a t e - o f - c h a r g e .  The 
p o t e n t i a l  r e d u c t i o n  i n  s o l a r  energy f l u x  r e s u l t i n g  f r o m  i n c r e a s i n g  c loud  cover 
w o u l d  be  m a n i f e s t e d  by a l e n g t h i n g  o f  t h e  c h a r g e  "on" c y c l e  r e l a t i v e  t o  
d i s c h a r g e  (PV " o f f " ) .  
D u r i n g  s t o r m s ,  o r  under  c o n d i t i o n  o f  heavy c l o u d  c o v e r ,  t h e  i n s o l a t i o n  l e v e l s  
w i l l  be s e r i o u s l y  degraded, i f  n o t  i n t e r d i c t e d .  The c o n t r o l  c i r c u i t s  w i l l  snse 
t h e  s a g g i n g  bus v o l t a g e ;  b o t h  C h a n n e l e l  " A "  and "B" w i l l  be  s w i t c h e d  "ON", 
d e l i v e r i n g  t h e  t o t a l  o u t p u t  o f  t h e  a r r a y  t h e n  a v a i l a b l e .  U n l e s s  t h e  s u n l i g h t  
f r e q u e n t l y  b r e a k s  t h r o u g h  t h e  c l o u d  c o v e r ,  t h e  c o n t r o l s  w i l l  n o t  c y c l e ;  t h e  
system w i l l  remain i n  t h e  PV charg ing mode. (See F i g u r e  2.2-3) 
As t h e  power balance s h i f t s  nega t i ve l y ,  a s h o r t f a l l  develops; l o a d  power must be 
t a k e n  f r o m  t h e  b a t t e r y ,  and t h e  l a t t e r  may become t h e  m a j o r ,  o r  pe rhaps  t h e  
o n l y  s u p p l i e r  o f  power.  These c o n d i t i o n s  a r e  d e p c i t e d  i n  F i g u r e  2.2-3 
"MODE/AUTOMATIC: O p e r a t i o n  f r o m  t h e  " P r e f e r r e d "  PV Power Source, w i t h  
A u t o m a t i c  GENSET Backup, and D e g r a d i n g  S o l a r  I n s o l a t i o n . "  As l o n g  as t h e  
B a t t e r y  i s  a b l e  t o  supply power t o  t h e  E a r t h  S t a t i o n  and t h e  Classroom w i t h o u t  
I 
I be ing depleted below t h e  c r i t i c a l  v o l t a g e  p o i n t ,  t h e  GENSET w i l l  r ema in  "OFF". 
With no PV power t h e  b a t t e r y  t e r m i n a l  v o l t a g e  w i l l  d r i f t  downwapd toward t h e  
"GENSET START (1)" t h r e s h o l d  as shown i n  F i g u r e  2.2-1 "MODE I/AUTOMATIC: 
Operat ion under Condi t ions o f  D i m i n i s h i n g  I n s o l a t i o n  R e q u i r i n g  GENSET Power. 
The c o n t r o l l e r  swi tches t h e  GENSET t o  "ON" as i l l u s t r a t e d  i n  F i g u r e  2.2-4 
I The GENSET w i l l  s imu l taneous ly  suppor t  bo th  t h e  E a r t h  S t a t i o n  and t h e  Classroom 
load and recharge t h e  Bat tery .  I f  t h e  weather i s  inc lement  and t h e  i n s o l a t i o n  
l e v e l  l o w ,  t h e  GENSET w i l l  c y c l e  and s u p p l y  t h e  b u l k  o f  t h e  energy.  When t h e  
i n s o l a t i o n  r i s e s  t o  t h a t  of a c l e a r  s u n l i t  day, t h e  PV a r r a y  w i l l  f i r s t  share i n  






















F i g u r e  2.2-2. MODE I/AUTOMATIC: Operat ion 
f rom t h e  "P re fe r red "  P V  Power 
Source, w i t h  Automatic GENSET 
Backup 
F i g u r e  2.2-4. MODE I/AUTOMACIC: Operat ion 
Under Condi t ions o f  Dimin ish-  
i n g  I n s o l a t i o n  Requ i r i ng  
GENSET Power 
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F i g u r e  2.2-3. MODE I/AUTOMATIC: Operat ion 
f rom t h e  "P re fe r red "  P V  
Power Source, w i t h  Auto- 
ma t i c  GENSET Backup, and 
Degrading S o l a r  I n s o l a t i o r t  
F i g u r e  2.2-5. MODE I/AUTOMATIC: Randon 
GENSET Outage 
t h e  b a t t e r y  charge. The GENSET w i l l  n o t  t u r n - o f f  
c o n t r o l  v o l t a g e  shown i n  t h e  b o t t o m  r i g h t  hand 
reached. 
however  u n t i l  t h e  c r i t i c a l  
co lumn o f  F i g u r e  2.2-1 i s  
The sun may on ly  sh ine s p o r a t i c a l l y  f o r  severa l  days, o r  i t  may be so overcast  
t h a t  t h e  s o l a r  c o n t r i b u t i o n  i s  v i r t u a l l y  useless. I n  these circumstances t h e  
GENSET w i l l  c y c l e  charge t h e  Bat tery ,  p e r i o d i c a l l y  r e p l e n i s h i n g  it. Since t h e  
GENSET/Battery power d e l i v e r y  c a p a b i l i t y  i s  s u b s t a n t i a l l y  g r e a t e r  t h a n  t h e  
cont inuous load demand, t h e  b a t t e r y  w i l l  always c y c l e  charge. Th is  has proven t o  
be an e f f i c i e n t  charg ing regime, b e n e f i c i a l  t o  GENSET longev i t y .  
The s y s t e m  o p e r a t e s  i n  t h e  p u r e  P V  mode when t h e  GENSET i s  "OFF-LINE" and i t s  
power i s  n o t  a v a i l a b l e .  T h i s  mode i s  d e p i c t e d  i n  F i g u r e  2.2-5 "MODE II:/ 
A u t o m a t i c  Random GENESET Outage. The PV power  s u p p o r t s  b o t h  l o a d s  upon a 
cont inuous basis,  w i t h  t h e  b a t t e r y  f l o a t - c y c l i n g .  W i th  t h e  normal expected s i t e  
i n s o l a t i o n ,  t h e  f l o a t  c y c l i n g  w i l l  con t i nue  i n d e f i n i t e l y  as l ong  as t h e  loads 
r e m a i n  w i t h i n  d e s i g n  l i m i t s .  F i g u r e  2.2-6 MODE I 1  PV ONLY GENSET "OFF-LINE" 
i l l u s t r a t e s  t h i s  case. F i g u r e  2.2-7 i l l u s t r a t e s  t h e  c i rcumstance w i t h  ongoing 
GENSET u n a v a i l a b i  1 i ty. 
When t h e  GENSET i s  n o t  a v a i l a b l e ,  and t h e  i n s o l a t i o n  inadequate, t h e  c o n t r o l l e r  
w i l l  keep PV a r r a y  c o n n e c t e d  c o n t i n u o u s l y ,  d e l i v e r i n g  wha t  power i t  i s  ab le.  
Under t h e s e  c o n d i t i o n s  t h e  b a t t e r y  w i l l  g r a d u a l l y  d e c r e a s e  i n  t e r m i n a l  
p o t e n t i a l ,  i n d i c a t i n g  a cont inuous d e p l e t i o n  o f  charge. F i g u r e  2.2-8 shows t h e  
s i t u a t i o n  when t h e  b a t t e r y ,  t h e  o n l y  s o u r c e  o f  energy ,  has r e a c h e d  i t s  end 
point .  The c o n t r o l l e r  senses t h e  u n d e r v o l t a g e  t r i p  p o i n t  and d i s c o n n e c t s  t h e  
n e a r l y  exhausted b a t t e r y ,  thus s h u t t i n g  t h e  system down. F i g u r e  2.2-9 shows t h e  
charge c y c l i n g  mode when t h e  GENSET i s  t h e  o n l y  power source. I f  t h e  GENSET has 
t o  be  used, t h i s  c h a r g e  c y c l i n g  method i s  much more b e n e f i c i a l  t o  GENSET 
l o n g e v i t y  than cont inuous suppor t  a t  l ow  power. 
2.3 POUER REGULATION AND CONTROL 
The Power C o n t r o l l e r  Cabinet i s  t h e  c o l l e c t i o n ,  c o n d i t i o n i n g ,  and d i s t r i b u t i o n  
c e n t e r  f o r  t h e  s y s t e m  power. The power o u t p u t  o f  a l l  t h e  s i x  P V  A r r a y  s o u r c e  
c i r c u i t s  a r e  r o u t e d  t o  t h e  Power C o n t r o l l e r  Cabinet. 
P r i o r  t o  c u r r e n t  summing a t  t h e  b a t t e r y  bus, t h e  s o u r c e  c i r c u i t  power i s  
p a r t i t i o n e d ,  summed and s e n t  t h r o u g h  t h e  t w o  c h a n n e l s  o f  t h e  Power S w i t c h i n g  
Module (PSM) panel. These separated channels respond t o  t h e  command s i g n a l s  of 
t h e  b a t t e r y  charg ing and r e g u l a t i o n  c o n t r o l s ;  command s i g n a l s  f l o a t  charge t h e  
b a t t e r y  i n  an o f f - o n  c y c l i c  manner. The PSM a l s o  responds  t o  p r o t e c t i v e  
shutdown commands o r i g i n a t i n g  i n  t h e  Power Con t ro l  Panel (PCP). The b l o c k i n g  
diodes, crowbar, decoupl ing diodes, and d i a g n o s t i c  t e s t  p o i n t s  a r e  a l s o  i nc luded  
i n  t h e  PSM. The Power C o n t r o l l e r  C a b i n e t  a l s o  houses t h e  PCP and t h e  Power 
Output Panel (POP). The PCP i nc ludes  t h e  master c o n t r o l  c i r c u i t s  and d i s p l a y s  
o f  b o t h  AC and D C  power  c i r c u i t s ,  and b a t t e r y  c h a r g e  c o n t r o l .  I t  i n c l u d e s  
a u t o m a t i c  c o n t r o l  l o g i c  t h a t  s t a r t s  t h e  GENSET when p h o t o v o l t a i c  power i s  
i n s u f f i c i e n t .  These panels c o n t a i n  e s s e n t i a l l y  a l l  o f  t h e  system c o n t r o l s  and 
d i s p l a y s .  The Power C o n t r o l l e r  C a b i n e t  c o n t a i n s  t h e  t e r m i n a l  s t r i p s  f o r  
t e r m i n a t i o n  of t h e  a r ray  power c o l l e c t i o n  source c i r c u i t s .  The l o a d  connectors 
c a r r y i n g  power t o  and f rom t h e  b a t t e r y  a re  a l s o  i nc luded  i n  t h e  c o n t r o l l e r .  The 
Power C o n t r o l l e r  Cabinet a l s o  houses t h e  I n s t r u m e n t a t i o n  Panel, B a t t e r y  Charger, 
t h e  50 HZ, 230 Vac I n v e r t e r  and t h e  AC ground f a u l t  i n t e r r u p t e r s .  
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F i g u r e  2.2-6. MODE I I / P V  ONLY: GENSET 
"OF F - L I NE 'I 
I 
F i g u r e  2.2-8. MODE II/PHOTOVOLTAIC 
POWER ONLY: GENSET 
OFF-LINE 
F i g u r e  2.2-7. MODE I I / P V  ONLY: 
Cont inued MODE I 1  
Opera t  i o n  
F i g u r e  2.2-9. GENSET ONLY 
2.3.1 Power Switching Module 
The Power S w i t c h i n g  Module (PSM) conso l i da tes  t h e  i n p u t  PV power f rom s i x  60 VDC 
s o u r c e  c i r c u i t s ,  each p r o d u c i n g  a p p r o x i m a t e l y  260 w a t t s  peak. A f t e r  p a s s i n g  
t h r o u g h  t h e  b l o c k i n g  d i o d e  and t e s t  p o i n t  n e t w o r k ,  t h e  s o u r c e  c i r c u i t s  a r e  
p a r t i t i o n e d  i n t o  t w o  c o n t r o l  channels t h a t  form t h e  b i - 1  eve1 cha rge r / regu la to r .  
The source c i r c u i t s  t e r m i n a t e  on an i n p u t  t e r m i n a l  s t r i p ,  and metered power i s  
d e l i v e r e d  t o  t h e  summing bus f o r  charg ing t h e  b a t t e r y  and suppor t i ng  t h e  Ear th  
S t a t i o n  and classroom loads. The major  elements o f  t h e  PSM are:  
a. 
b. 
c. Ser ies power r e l a y s ,  p e r f o r m i n g  t h e  dual  f u n c t i o n  o f  t h e  s e r i e s  s w i t c h i n g  
d. 
Two each o f  two PV power c o n t r o l  channels f o r  b a t t e r y  charge r e g u l a t i o n .  
Crowbar r e l a y s  f o r  each channel (designated Channels A and B) f o r  system and 
personnel p r o t e c t i o n .  
i n  t h e  feedback c o n t r o l  loop, and ove rvo l tage  d isconnect .  
S i x  c r o w b a r  s t e e r i n g  d i o d e s ,  one p e r  s o u r c e  c i r c u i t ,  t o  m a i n t a i n  i n p u t  PV 
c u r r e n t  i s o l a t i o n  f o r  each source c i r c u i t .  
e. S i x  b l o c k i n g  d i o d e s ,  one p e r  s o u r c e  c i r c u i t ,  t o  p r e v e n t  c u r r e n t  f l o w  f r o m  
t h e  m a i n  power  bus  t o  t h e  a r r a y  i n  t h e  e v e n t  o f  a f a u l t e d  P V  a r r a y  s o u r c e  
c i r c u i t  . 
f. Meta l  Oxide V a r i s t o r s  (MOV) across t h e  PSM PV power i n p u t s  t o  h o l d  v o l t a g e  
surges t o  s a f e  d i e l e c t r i c  l e v e l s .  
S i x  s e t s  o f  d i a g n o s t i c  t e s t  p o i n t s ,  p r o v i d e d  i n  t h e  f o r m  o f  v o l t a g e  and 
c u r r e n t  banana j a c k s ;  one s e t  f o r  each o f  t h e  s i x  c i r c u i t s ,  p r o v i d e  f o r  
d i r e c t  access measurements f o r  t r o u b l e s h o o t i n g  system f a u l t s .  
g. 
2.3.2 Power Control Panel 
The Power C o n t r o l  Panel  (PCP) c o n s i s t s  o f  c o n t r o l  e l e c t r o n i c s  and t h e  manual  
c o n t r o l s  and d i s p l a y s  f o r  t h e  power system. I t inc ludes  t h e  f o l l o w i n g :  
a. The p r i n t e d  c i r c u i t  boa rd ,  w h i c h  c o n t a i n s  t h e  v o l t a g e  s e n s i t i v e  h y b r i d  
sw i t ches  pe r fo rm ing  t h e  f o l l o w i n g  c o n t r o l  p r o t e c t i v e  f u n c t i o n s :  a) f l o a t  
charge;  b) c h a r g e  t a p e r ;  c )  u n d e r v o l  t a g e ;  d) o v e r v o l t a g e ;  e) GENSET 1 oad 
demand, and f )  end-of-charge. I t a l s o  con ta ins  t h e  c o n t r o l  power s u p p l i e s  
f o r  t h e  DC ground f a u l t  d e t e c t i o n  c i r c u i t s .  
b. Summary s y s t e m  d i s p l a y s ,  i n d i c a t o r s ,  and t h e  b a t t e r y  c u r r e n t  m e t e r  f o r  
c. The DC ground  f a u l t  r e l a y  and c r o w b a r  c i r c u i t s  t o  p r o t e c t  p e r s o n n e l  and 
instantaneous v iewing system o p e r a t i o n a l  s ta tus ,  modes and performance. 
equipment aga ins t  c a t a s t r o p h i c  damage f rom f a u l t s .  
d. Manual c o n t r o l s ,  mode s e l e c t  t e s t  switches, and t r a n s f e r  c o n t r o l s  t o  a l l o w  
personnel d i r e c t  i n t e r v e n t i o n  o f  system o p e r a t i o n a l  modes and performance. 
2-8 
e. 
f. I n t e r f a c e  c i r c u i t s  f o r  b a t t e r y  charge c o n t r o l .  
P i l o t  r e l a y s  r e q u i r e d  t o  energ ize t h e  main r e l a y s .  
2.3.2 Power Output Panel 
The Power Output Panel (POP) i nco rpo ra tes  c i r c u i t  breakers and t h e  r e l a y s  t h a t  
c o n t r o l  PV/GENSET power t o  t h e  Ear th  S t a t i o n  and classroom loads. I t  inc ludes  
t h e  c i r c u i t  b r e a k e r s  i n  t h e  c l a s s r o o m  AC and m a i n t e n a n c e  l i n e s ,  t h e  i n t e r n a l  
o f f - o n  c o n t r o l s  f o r  I n v e r t e r  DC power i n p u t  and o u t p u t ,  and c o n t r o l  o f  t h e  
B a t t e r y  Charger power. 
The POP a l s o  con ta ins  t h e  c u r r e n t  v i e w i n g  r e s i s t o r s  t h a t  p r o v i d e  p r e c i s i o n  DC 
sense v o l t a g e s  t o  t h e  I n s t r u m e n t a t i o n  Panel .  The c o n t i n u o u s  c a r r y  and f a u l t  
t r i p  r a t i n g s  o f  t h e  c i r c u i t  b r e a k e r s  a r e  c o o r d i n a t e d  w i t h  b a t t e r y  f u s i n g  
r a t i n g s .  The h e r m a t i c  m e r c u r y  d i s p l a c e m e n t  r e l a y s ,  each i n  s e r i e s  w i t h  a 
c i r c u i t  b r e a k e r ,  p r o v i d e  manual  c o n t r o l  t o  each o f  t h e  e a r t h  s t a t i o n  
d i s t r i b u t i o n  l i n e s ,  48 VDC and 230 VAC r e s p e c t i v e l y .  
Other sealed power r e l a y s  a r e  used i n  t h e  t r a n s f e r  o f  t h e  AC power source f rom 
I n v e r t e r  t o  GENSET, and c o n t r o l  o f  t h e  AC power t o  t h e  B a t t e r y  Charger. The POP 
and PSM ou tpu ts  a re  t e r m i n a t e d  on t h e  b a t t e r y  summing buses i n  t h e  POP. Cables 
f rom t h e  POP t e r m i n a t e s  on a t e r m i n a l  b l o c k  i n  t h e  I n t e r f a c e  Box. The t h r e e  
b a t t e r y  s t r i n g s  a r e  c o n n e c t e d  w i t h  Supercon c o n n e c t o r s  m a t i n g  w i t h  POP 
receptables.  The POP a l s o  i nc ludes  a l a r g e  power d iode  f o r  s a f e l y  d i r e c t i n g  t h e  
B a t t e r y  Charger c u r r e n t  onto t h e  main bus. 
2.3.4 Instrumentation Panel 
The I n s t r u m e n t a t i o n  P a n e l  i s  d i v i d e d  i n t o  t w o  e q u i p m e n t  g roups .  One i s  t h e  
i n t e g r a t i n g  ammeters and a s i n g l e  p r e c i s i o n  p a n e l  v o l t m e t e r .  The o t h e r  i s  a 
c l u s t e r  o f  ampere-hour meters. The f i r s t  group d i s p l a y s  an i n s t a n t  summary o f  
power system l o a d  demand, b a t t e r y  charg ing s tatus,  and power generat ion.  The 
second group d i s p l a y s  and records ampere hours d e l i v e r e d ,  consumed, s tored,  and 
r e t u r n e d  f r o m  s t o r a g e .  Ampere-hour s i g n a l s  a r e  d e r i v e d  f r o m  p r e c i s i o n  50 
m i l l i v o l t  shunts. 
2 -3 -5 Battery Charger 
The B a t t e r y  Charge r  c o n v e r t s  t h e  GENSET A C  power t o  DC power  f o r  c h a r g i n g  t h e  
B a t t e r y .  A v i s u a l  d i s p l a y  o f  t h e  v o l t a g e  and c u r r e n t  b e i n g  s u p p l i e d  t o  t h e  
b a t t e r y  i s  provided. The B a t t e r y  Charger does n o t  d i r e c t l y  power t h e  I n v e r t e r .  
The B a t t e r y  C h a r g e r  i s  a 2600 w a t t ,  SCRITCR-10 power s u p p l y ,  s u p p l i e d  by  
E l e c t r o n i c  Measurements, Inc.  The vendor manual i s  i n c l u d e d  i n  t h e  Serv i ce  and 
Operat ing I n s t r u c t  i o n s .  
2.4 ENERGY STORAGE 
Energy  s t o r a g e  i s  p r o v i d e d  by  t h e  b a t t e r y  subsystems.  When m o r e  energy  i s  
p r o d u c e d  by  t h e  PV A r r a y  F i e l d  t h a n  i s  b e i n g  used b y  t h e  l o a d s ,  t h e  s u r p l u s  i s  
d i v e r t e d  i n t o  t h e  Ba t te ry .  The B a t t e r y  powers t h e  system when t h e  PC power i s  
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i n s u f f i c i e n t ,  s e r v i n g  as t h e  p r i m a r y  source u n t i l  t h e  PV a r r a y  rece ives  enough 
i n s o l a t i o n  t o  power t h e  loads. I f  t h e  sun i s  n o t  sh in ing,  t h e  B a t t e r y  cont inues 
t o  d i scha rge  u n t i l  t h e  GENSET takes over. 
The b a s i c  b a t t e r y  module i s  a C&D t ype  3KCPSA-5, t h r e e  s e r i e s  c e l l  packs, r a t e d  
220AH (8 h r .  r a t e ) .  The b a t t e r y  o r  24  2 v o l t  c e l l s  c o n s i s t s  o f  t h r e e  p a r a l l e l  
s t r i n g s ,  each s t r i n g  c o n t a i n i n g  e i g h t  modules i n  ser ies.  For more i n f o r m a t i o n  
a b o u t  t h e  b a t t e r i e s  r e f e r  t o  t h e  C&D S t a t i o n a r y  B a t t e r y  I n s t a l l a t i o n  and 
Operat ing I n s t r u c t i o n s  manual prov ided i n  Volume I V  o f  t h e  Operat ing and Serv i ce  
I n s t r u c t i o n s .  
2.5 BACK-UP CENSET POWER 
The GENSET i s  an a i r  cooled d i e s e l  engine generator  t h a t  i s  used t o  p r o v i d e  PV 
A r r a y  F i e l d  back -up  power.  When t h e  P V  A r r a y  f a i l s  t o  d e l i v e r  t h e  n e c e s s a r y  
power, and t h e  B a t t e r y  has reached a predetermined dep le ted  s tate-of -charge,  t h e  
GENSET w i l l  a u t o m a t i c a l l y  s t a r t  and p r o v i d e  t h e  r e q u i r e d  power t o  bo th  o f  t h e  
l o a d s  and t o  r e c h a r g e  t h e  B a t t e r y .  I t  w i l l  a u t o m a t i c a l l y  s h u t  down when t h e  
B a t t e r y  has reached a s tate-of -charge o f  about 90%. The GENSET i s  a product  of 
t h e  Onan Corporat ion.  I t s  t e c h n i c a l  manual i s  i nc luded  i n  t h e  O&M Manuals. 
2.6 EARTH STATION INTERFACE 
The i n t e r f a c e  e l e c t r i c a l  connect ions t o  t h e  S a t e l l i t e  E a r t h  S t a t i o n  a r e  prov ided 
f o r  l o c a t e d  i n  t h e  I n t e r f a c e  Box which i s  app rox ima te l y  30 ft. from t h e  PV Power 
equipment enclosure. The i n p u t s  t o  t h e  I n t e r f a c e  Box a re  - + 48 VDC and 230 VAC. 
2.7 CONTROL LOCIC AND SENSORS 
Func t iona l  ope ra t i ons  o f  t h e  power system a r e  d i v i d e d  between c o n t r o l  and sensor 
f u n c t i o n s .  The c o n t r o l  f u n c t i o n s  c o n t a i n  t h e  c i r c u i t r y  t h a t  c a r r y  o u t  t h e  
i n s t r u c t i o n s ,  i n t e r p r e t  each i n s t r u c t i o n ,  and apply  t h e  proper s i g n a l s  t o  t h e  
power system elements. These s i g n a l s  a r e  s o m e t i m e s  m a n u a l l y  i n i t i a t e d .  The 
s e n s o r  f u n c t i o n s  c o n t a i n  t h e  c i r c u i t r y  w h i c h  d e t e r m i n e  c i r c u i t  p e r f o r m a n c e  
s t a t u s  a n d / o r  d e v i a t i o n s  f r o m  a r e f e r e n c e  and c o n v e r t  t hem i n t o  e l e c t r i c a l  
i n s t r u c t i o n s .  
2.7.1 Sensing o f  Critical Voltaqes 
The B a t t e r y  Charger's r e g u l a t o r  i s  a comparator r e l a y  c i r c u i t  termed a v o l t a g e  
s e n s i s t i v e  h y b r i d  s w i t c h  (VSHS). I t  p e r f o r m s  t h e  m a j o r  c o n t r o l  f u n c t i o n s .  A 
simp1 i f i e d  b lock  diagram o f  t h e  m u l t i l e v e l  charge c o n t r o l  f l o a t  c y c l e  r e g u l a t o r  
u s i n g  t w o  VSHSs i s  g i v e n  i n  F i g u r e  2.7-1. VSHSs a r e  a l s o  used f o r  p r o t e c t i o n  
f r o m  abnormal  v o l t a g e s  on t h e  DC bus. The r e l a y  o f  each o f  t h e  t w o  PV a r r a y  
c h a n n e l s  e n e r g i z e s  when a c r i t i c a l  d e s c e n d i n g  o r  a s c e n d i n g  v o l t a g e  p o i n t  i s  
reached. A VSHS i s  a l s o  used t o  t u r n  on t h e  GENSET when, u n d e r  d i s c h a r g e ,  t h e  
b a t t e r y  v o l t a g e  becomes t o o  low.  A n o t h e r  VSHS t u r n s  o f f  t h e  GENSET when t h e  
B a t t e r y  has r e c h a r g e d ,  and t h e  v o l t a g e  has r i s e n  t o  a s a f e  l e v e l .  These VSHSs 
are adjusted, c a l i b r a t e d ,  and i n t e r l o c k e d  t o  a u t o m a t i c a l l y  p e r f o r m  t h e  m a j o r  
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2.7.2 Vo l tage -Sens i t i ve  H y b r i d  Switches 
Two VSHSs,  coupled w i t h  (PSM) channel A and B s e r i e s  power c o n t r o l  assembl ies 
f o r m  t h e  B a t t e r y  C h a r g e r I R e g u l a t o r .  F i g u r e s  2.7-2 and 2.7-3 a r e  s i m p 1  i f i e d  
s c h e m a t i c s  o f  t h e  f l o a t  c h a r g e  and c h a r g e  t a p e r  V S H S s ,  r e s p e c t i v e l y .  I n  t h i s  
r e g u l a t o r ,  d i f f e r e n t  upper-boundary v o l t a g e  l i m i t s  a re  independent ly  assigned t o  
t h e  V S H S  c o n t r o l l i n g  each o f  t w o  c h a n n e l s  o f  t h e  P S M .  The p r i n t e d  c i r c u i t  
c o n t r o l  board i nc ludes  e i g h t  VSHS channels, s i x  o f  them dedicated t o  t h e  c o n t r o l  
f unc t i ons ,  Channels A I B  REG, U V I O V  t r i p ,  GENSET load  demand, and end-of-charge 
(see  F i g u r e  2.7-4). F o r  c h a r g i n g  t h e  b a t t e r y ,  t h e  o u t p u t  power  o f  t h e  s i x  PV 
s o u r c e  c i r c u i t s  i s  d i v i d e d  and merged i n t o  t w o  s e p a r a t e  r e g u l a t o r  c h a n n e l s .  
One-half o f  t h e  PV source c i r c u i t s  i s  assigned t o  f l o a t  channel A, t h e  rema in ing  
h a l f  i s  assigned t h e  charge- taper  channel B. I f  a b a t t e r y  s t r i n g  o r  a P V  source 
c i r c u i t  i s  l o s t ,  t h e  system w i l l  con t i nue  t o  f u n c t i o n ,  b u t  a t  a reduced output  
w i t h  one PV source c i r c u i t  deenergized. 
When t h e  PV source c i r c u i t s  a r e  producing power, t h e  b a t t e r y  v o l t a g e  w i l l  r i s e  
as t h e  c h a r g e  i s  b e i n g  r e p l e n i s h e d .  The P V  s o u r c e  c i r c u i t s  c o n t i n u e  c h a r g i n g  
t h e  b a t t e r y  w h i l e  a l s o  suppor t i ng  t h e  E a r t h  S t a t i o n  load. Dur ing  pe r iods  o f  low 
i n s o l a t i o n ,  a power  d e f f i c i e n c y  may p e r i o d i c a l l y  o c c u r .  The b a t t e r y ,  a f t e r  
s u p p o r t i n g  t h e  l o a d  f o r  a s e t  p e r i o d ,  w i l l  b e g i n  t o  r u n  o u t  o f  ene rgy .  A t  a 
p r e - d e t e r m i n e d  p o i n t ,  t h e  GENSET w i l l  t u r n  on and r e c h a r g e  t h e  b a t t e r y  and 
suppor t  t h e  e a r t h  s t a t i o n  load. 
D u r i n g  c h a r g i n g ,  when a bus  v o l t a g e  o f  56.4 V D C  (2.35 v o l t s  per c e l l )  a t  7 7 O F  
(25OC) i s  reached, t h e  channel B r e l a y  i s  de-energized. Charging cont inues a t  
h a l f  t h e  p rev ious  r a t e  s i n c e  o n l y  channel A remains ac t i va ted .  When t h e  b a t t e r y  
p o t e n t i a l  reaches 60 VDC (2.50 v o l t s  per  c e l l )  77OF (25OC) t h e  f l o a t  comparator 
changes s ta te ,  c u t t i n g  o f f  t h e  PV source c i r c u i t  cha rg ing  c u r r e n t  by r e l e a s i n g  
t h e  power r e l a y  o f  P S M  c h a n n e l  A. These p r e s e t  v o l t a g e  c u t  o f f  p o i n t s  a r e  
c o r r e c t e d  a u t o m a t i c a l l y  f o r  changes i n  b a t t e r y  e l e c t r o l y t e  temperature.  They 
can a l s o  b e  i n d e p e n d e n t l y  a d j u s t e d  i n  t h e  e v e n t  t h e  c o n t r o l  and p r o t e c t i v e  
s e t p o i n t s  need t o  be c o r r e c t e d  o r  r e f i n e d .  
H y s t e r e s i s  i s  b u i l t  i n t o  t h e  VSHS c o m p a r a t o r  c i r c u i t s  b y  t h e  feedback  p a t h  
b e t w e e n  t h e  p l u s  (+)  c o m p a r a t o r  i n p u t  and t h e  o u t p u t .  T h i s  may b e  v a r i e d  by 
c h a n g i n g  t h e  s e t t i n g  of  a p o t e n t i o m e t e r  i n  t h e  p o s i t i v e  feedback  l o o p .  The 
h y s t e r e s i s  c r e a t e s  an o f f s e t  b e t w e e n  t h e  on and o f f  v o l t a g e  t h r e s h o l d s .  T h i s  
ensures t h a t  t w o  s t a b l e  o p e r a t i n g  s t a t e s  w i l l  e x i s t .  As an example; assume t h a t  
c h a n n e l  A has  c u t  o f f  a t  a bus v o l t a g e  o f  60 VDC o r  2.5 VDC p e r  c e l l .  The l o a d s  
a r e  t h e n  s u p p o r t e d  b y  b a t t e r y  power.  W i t h  4 v o l t s  h y s t e r e s i s ,  a r e v e r s e  
t r a n s i t i o n  t o  t h e  c h a r g e  c y c l e  w i l l  n o t  t a k e  p l a c e  u n t i l  t h e  bus  v o l t a g e  has 
been l o w e r e d  t o  56 VDC (2.33 V p e r  c e l l ) .  A t  t h i s  t r a n s i t i o n  p o i n t ,  t h e  f l o a t  
c o m p a r a t o r  a g a i n  changes s t a t e s  and s t a r t s  c h a r g i n g .  The c h a r g e - t a p e r  
comparator behaves s i m i l a r l y ,  except through a l o w e r  v o l t a g e  window. The s t a t u s  
of  t h e  c o n t r o l  e l e m e n t s  f o r  b o t h  o f  t h e s e  c h a r g e - r e g u l a t i n g  f u n c t i o n s  a r e  
i nc luded  as Tables 2-1 and 2-2. 
I n  t h e  e v e n t  o f  an open c i r c u i t  f a i l u r e  i n  e i t h e r  o f  t h e s e  c h a r g e  r e g u l a t i n g  
c o m p a r a t o r s ,  t h e  s y s t e m  w i l l  c o n t i n u e  t o  o p e r a t e ,  b u t  a t  r e d u c e d  power.  The 
impacts o f  t h e  va r ious  f a i l u r e  combinat ions i n  t h e  PV r e g u l a t o r  a r e  summarized 
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Table 2-1. F loat  Charge Comparator (VSHS-A) Truth Table 
Control Function 
C r i t i c a l  Bat tery  
Voltage 
Comp. A Input  (Neg) 
Comp. A Output 
S t a t i c  Switch 
Coi l  KC-A 
K C A - 1  NO * 
K C A - 1  NC ** 
KcA-2 NO * 
KCA-2 NC ** 
Status Lamp 
Kpsm-A Coi l  
Kpsm-A No Contact 
Array Power 
F loat  Charging Cycle 












Power on "GO" 
( charging ) 
* (NO) Normally Open 
** (NC) Normally Closed 
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Control State 
" O f f "  Mode A f t e r  
Array Power i s  
Turned O f f  
> 57.5 VDC 














i n t  e r  r upt ed ) 
Voltage a t  Which 
Array Power i s  
Turned Back On 
< 57.5 VDC 









Amber t o  green 
a f t e r  t r a n s i t i o n  
De-energi zed 
Open 
No power u n t i l  























Table 2-2.  Charge Tape Comparator (VSHS-B) Truth Table 
Control Function 
C r i t i c a l  Bat tery  
Vol tage 
Comp. B Input (Neg) 
Comp. A Output 
S t a t i c  Switch 
Coi l  Kc-B 
KCB-1 NO * 
KCB-1 NC ** 
KCB-E NO * 
KCB-E NC ** 
Status Lamp 
Kpsm-6 Coi l  
Kpsm-A No Contact 
Array Power 
Taper Charging Cycle 
(Array Power On) 









Green 'I 0 N" 
Energized 
C1 osed 
Power On "GO" 
(charging) 
* (NO) Normally 





" O f f "  Mode A f t e r  
Array Power i s  
Turned O f f  
> 5 6 . 4  VDC 














in ter rupted)  
Voltage a t  Which 
Array Power i s  
Turned Back On 
< 53.52 VDC 









Amber t Gree 
a f t e r  t r a n s i t i o n  
De-energi zed 
Open 
No power u n t i l  
t r a n s i t i o n  occurs 
f a i  1 ure 
Table 2-3. Impact o f . P V  Regulator Fai lures 
Dominant Secondary 
F a i l u r e  Mode F a i l  ure Mode 
Sympathetic 
F a i l u r e  Mode 
~~ 
1. VSHS A/KpSM-A 
2. VSHS A/KpSM-A 
3.  Cmp. B/KpSM-B 
4. Comp. B/KpSM-B 
5. Both Mode (1) & 
( 3 )  above occur 
6. Both Mode (2)  
& ( 4 )  above 
occur 
7. Mode (1) & ( 4 )  
simultaneously 
8. Mode ( 2 )  i3 ( 3 )  
simultaneously 
Short. 1/2 (50%) o f  array 
always ON. 
Open. 1/2 (50%) o f  Array 
power Only avai lable.  
Short. 1/2 (50%) array 
power a1 ways ON. 
Open. Loss o f  1/2 (50%) 
o f  ava i l ab le  PV power. 
Array power f u l l  ON 
and cont ro l  1 ed . 
No PV power avai lable.  
Continuous (unregulated) 
PV power a t  1/2 (50%) o f  
peak ava i l ab le  l e v e l  . 
Same as No. 7. 
Bat tery  w i  11 probably 
'overcharge. 
Without some load 
shedding, ba t te ry  may 
gradual ly  run down. 
Bat te ry  may overcharge. 
Same as No. 2. 
Bat te ry  w i  11 overcharge 
dur ing h igh  i nsol a t i o n  
periods. 
Load w i  11 be supported 
by storage on ly  u n t i l  
GENSET s ta r t s .  
Appears l i k e  a smaller 
unregulated array; s t a t e  
i s  a func t ion  o f  inso la -  
t i o n  and load. 





















2.7.3 Temperature Compensation o f  t h e  Charging Reference 
The charg ing c o n t r o l  a l g o r i t h m  f o r  lead a c i d  b a t t e r i e s  i s  temperature dependent. 
The f l o a t  v o l t a g e  f o r  lead ca l c ium c e l l s  must decrease w i t h  r i s i n g  e l e c t r o l y t e  
t e m p e r a t u r e ,  a t  a r a t e  o f  5 m i l l i v o l t s  p e r  OC p e r  c e l l ,  f r o m  t h e  77OF (25OC) 
va lue .  T h i s  p r o t e c t s  t h e  b a t t e r y  a g a i n s t  o v e r c h a r g i n g  damage a t  h i g h  
temperatures.  B a t t e r y  c o n d u c t i v i t y  decreases w i t h  decreasing temperature.  The 
f l o a t  p o t e n t i a l  m u s t  i n c r e a s e  ( a t  5 m i l l i v o l t s  p e r  OC p e r  c e l l )  b e l o w  an 
e l e c t r o l y t e  t e m p e r a t u r e  o f  77OF (25OC). A p o t e n t i a l  o f  2.45 t o  2.50 v o l t s  p e r  
c e l l  i s  n e c e s s a r y  f o r  f l o a t  c h a r g i n g  b a t t e r i e s  w i t h  1.300 s p e c i f i c  g r a v i t y  
e l e c t r o l y t e .  For  t h e  24 c e l l  complement, t h e  charg ing v o l t a g e  i s  t h e r e f o r e  se t  
f o r  a f l o a t  v o l t a g e  o f  60 V D C  a t  77OF (25OC). T h i s  v o l t a g e  a u t o m a t i c a l l y  
r e d u c e s  a t  a r a t e  o f  300 m i l l i v o l t s  f o r  each O C  r i s e  and c o r r e s p o n d i n g l y  
increases a t  t h e  same r a t e  fo r  each OC f a l l .  Th i s  temperature compensation o f  
b o t h  t h e  f l o a t  c h a r g e  c o m p a r a t o r  (VSHS-A), and t h e  c h a r g e  t a p e r  c o m p a r a t o r  
(VSHS-B), i s  accomplished by s h i f t i n g  t h e  reference v o l t a g e  a p p l i e d  t o  t h e  non- 
i n v e r t i n g  i n p u t  o f  each comparator. The a c t u a l  probe i s  mounted on t h e  nega t i ve  
c e l l  s t u d  o f  a b a t t e r y  s t r i n g .  T h i s  t e m p e r a t u r e  i s  e s s e n t i a l l y  t h a t  o f  t h e  
e l e c t r o l y t e  o f  t h e  sample c e l l .  
2.7.4 Undervol  t a g e  T r i p  
The undervol tage t r i p  c i r c u i t  a u t o m a t i c a l l y  removes a l l  loads when a c r i t i c a l  
b a t t e r y  undervol tage i s  reached. I t w i l l - b e  reached when t h e  GENSET has f a i l e d  
t o  s t a r t ,  o r  t h e  B a t t e r y  C h a r g e r  has f a u l t e d .  If t h e  GENSET a n d / o r  B a t t e r y  
Charger a re  n o t  operat ing,  t h i s  emergency mode shutdown can a l s o  be t r i g g e r e d  
f rom any o f  t h e  causes l i s t e d  be low,  o r  a c o m b i n a t i o n  o f  them. F i g u r e  2.7-5 
shows t h e  undervol  t age  VSHS Func t iona l  Diagram. 
a. A r e g u l a t o r  f a i l u r e  of t h e  open c i r c u i t  type.  
b. F a i l u r e  o f  t h e  PV A r r a y  t o  d e l i v e r  power due t o  loss o f  s u n l i g h t ,  o r  g r o s s  
ma l func t i ons .  
c. Sustained load ove rcu r ren t  f a i l i n g  t o  t r i p  t h e  c i r c u i t  breakers.  
I f  t h i s  p r o t e c t i v e  f u n c t i o n  i s  bypassed or f a i l s ,  and the GENSET i s  not started,  
t h e  b a t t e r y  w i l l  con t i nue  t o  d i scha rge  u n t i l  no energy remains. Undervol tage 
t r i p  i s  a l o c k o u t  f u n c t i o n .  T a b l e  2-4  summar i zes  t h e  c o n t r o l  s t a t e s  of  t h e  
va r ious  undervol tage c o n t r o l .  
2.7 .5 Emergency Overvol tage T r i p  
T h i s  c o n t r o l  p r o t e c t s  t h e  system and t h e  l oad  f rom overvo l tages on t h e  bus. I t  
prov ides s a f e t y  back-up t o  t h e  f l o a t  charge VSHS-A. The h i g h e s t  s a f e  v o l t a g e  i s  
t h e  p r e s e t  f l o a t  v o l t a g e .  T h i s  v o l t a g e  i s  a p p r o x i m a t e l y  60 VDC, o r  2.50 V p e r  
c e l l  a t  77OF (25OC). Any s u s t a i n e d  v o l t a g e  i n  excess o f  t h i s  v a l u e  i s  a 
p o s i t i v e  i n d i c a t i o n  o f  s o m e t h i n g  s i g n i f i c a n t l y  w rong  i n  t h e  e l e c t r i c a l  
subsystems.  The p r e s e t  t r i p  (62  VDC) d i s c o n n e c t s  t h e  PV s o u r c e  c i r c u i t s  and 
shuts  down t h e  GENSET. 
2-19 
+4 8 V  + I O V  
S€NSE HE GU L ATE 0 t20v REG t 33v 

































~ ~~~~~ ~ ~~~~~~ ~ _ _ _ _ ~  ~ 
Tab le 2-4. Undervoltage ( U V )  T r i p  T r u t h  Table 
Cont ro l  Func t i on  
~~~ ~~~ 
B a t t e r y  Vol tage 
C r i t i c a l  Vol tage 
Cornp C (+ )  I n p u t  
Cornp C ( - )  I n p u t  
Cornp C Output 
SSW Sta tus  
KC C o i l  
NO K C - 1  
NC K C - 1  
Load Relay Coil 
A l l  POP l oad  
re1  ay con tac ts  
Aura l  / v i  sua1 a1 a n  
i n t e r  1 oc k 
(V B a t t  Normal) 
Reset Not Yet 
Made 
Greater  
Vuv ( t r i p )  
Greater  than 










Deact iva ted  when 
V bus has re -  
covered t o  normal 
1 i r n i t  
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Cont ro l  S ta tus  
I n  Tolerance 
Opera t i  on 
(V B a t t  Normal) 
Greater  t han  
Vuv ( t r i p )  
Greater  than 
43.2 V o l t s  







Energ i zed 
C1 osed 
Deact iva ted  
P r o t e c t i v e  
UV T r i p  
Less than 
Vuv ( t r i p )  
Less than 










Closed; a l a r m  
a c t i v a t e d  
An overvo l tage i s  t r a c e a b l e  t o  seve ra l  causes: 
a. Main bus p o t e n t i a l  r i s e s  t o  t h e  open c i r c u i t  v o l t a g e  o f  t h e  PV Array F i e l d .  
Th is  i n d i c a t e s  t h a t  t h e  b a t t e r i e s  were disconnected f rom t h e  bus, e i t h e r  by 
blown fuses o r  as t h e  r e s u l t  o f  manual i n t e r v e n t i o n .  E r r a t i c  c y c l i n g  would 
be observed; p o t e n t i a l l y  d e s t r u c t u v e  t r a n s i e n t s  and s u s t a i n e d  o v e r v o l t a g e  
cou ld  be present  on t h e  ou tpu t  bus. 
b. T e r m i n a l  v o l t a g e s  above 62 V D C  and h i g h  l e v e l s  o f  b a t t e r y  o v e r c h a r g i n g  
( g a s s i n g ,  etc.).  T h i s  i n d i c a t e s  t h a t  t h e  PV c h a r g e r  r e g u l a t o r  c i r c u i t s  or  
t h e  B a t t e r y  Charge r  has m a l f u n c t i o n e d .  A c t i o n  mus t  be  t a k e n  a t  once t o  
avoid b a t t e r y  d e s t r u c t i o n .  
c .  F a u l t e d  GENSET V o l t a g e  R e g u l a t o r .  T h i s  m a l f u n c t i o n  may ha rm t h e  B a t t e r y  
Charger and may c r e a t e  t h e  a d d i t i o n a l  problem o f  dangerous AC vo l tages .  
Manual r e s e t  i s  always r e q u i r e d  t o  c l e a r  an ove rvo l tage  t r i p ;  t h e  f a u l t  must be 
c lea red  p r i o r  t o  r e a c t i v a t i o n  o f  t h e  system. The c o n t r o l  responses i s  shown i n  
t h e  Table 2-5. 
2.7.6 GENSET Demand Control Function 
The GENSET must be s t a r t e d ,  brought  on - l i ne ,  and t h e  b a t t e r y  recharged whenever 
t h e  b a t t e r y  s ta te -o f - cha rge  i s  dep le ted  below a s a f e  l e v e l .  E i t h e r  manual o r  
a u t o m a t i c  s t a r t  up  may b e  s e l e c t e d  on t h e  Power C o n t r o l  Panel .  T a b l e  2-6 
i d e n t i f i e s  t h e  c o n t r o l  s t a t e s  f o r  va r ious  c o n t r o l  f unc t i ons .  F i g u r e  2.7-6 i s  a 
schematic o f  t h e  GENSET Demand func t i on .  A t e r m i n a l  v o l t a g e  o f  46.8 VDC i s  used 
as t h e  t r a n s i t i o n  p o i n t  a t  w h i c h  t h e n  b a t t e r y  m u s t  b e  r e c h a r g e d  and t h e  l o a d  
supported by t h e  GENSET. Automat ic  s t a r t - u p  o f  t h e  GENSET and B a t t e r y  Charger 
occur when t h e  b a t t e r y  s t a t e  o f  charge drops t o  t h i s  vo l tage.  Wi th t h e  GENSET 
and B a t t e r y  Charger operat ing,  t h e  v o l t a g e  r i s e s  s u b s t a n t i a l l y  above t h e  1.95 V 
p e r  c e l l  ( o r  48.6 VDC) a t  77OF (25%) t h r e s h o l d .  The c i r c u i t  t u r n - o n  i s  
t h e r e f o r e  l a t c h e d  t o  avo id  r e c y c l i n g .  T h i s  l a t c h  i s  re leased by an i n t e r l o c k  i n  
t h e  o u t p u t  c o n t r o l  c i r c u i t  o f  t h e  end-of-charge comparator VSHS-F. 
I f  t h e  GENSET f a i l s  t o  s t a r t ,  t h e  b a t t e r y  w i l l  s i m p l y  c o n t i n u e  t o  d i s c h a r g e  
u n t i l  t h e  undervol tage comparator i n  VSHS-C i s  t r i p p e d .  
An a u d i b l e  warning i s  sounded t o  i n d i c a t e  t h a t  t h e  GENSET f a i l e d  t o  s t a r t .  The 
GENSET may b e  m a n u a l l y  s t a r t e d  a t  any t i m e  b y  s w i t c h i n g  t o  t h a t  o p e r a t i o n a l  
mode. 
2.7.7 End-of-Charge Function 
The GENSET m u s t  b e  s h u t  o f f  i n  o r d e r  t o  s t o p  r e c h a r g i n g  t h e  B a t t e r y  and 
suppor t i ng  t h e  E a r t h  S t a t i o n  and classroom loads when t h e  p rese t  s ta te -o f - cha rge  
has been r e s t o r e d  t o  t h e  B a t t e r y .  T h i s  p o i n t  w i l l  b e  d e t e r m i n e d  b y  t h e  on- 
charge b a t t e r y  vol tage. When t h i s  p o t e n t i a l  reaches 55 VDC (2.29 V per c e l l )  a t  
7 7 O F  (25OC), t h e  GENSET w i l l  shutdown.  A u t o m a t i c  shu tdown  t a k e s  p l a c e  as t h e  
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Table 2-5. Emergency Overvol tage (OV) T r i p  T r u t h  Table 
Contro l  Func t i on  
I n p u t  (+ )  L i n e  
C r i t i c a l  B a t t e r y  
Vol tage 
Comp D I n p u t  
Comp D Output 
SSW-D S t a t u s  
KCD C o i l  
KCD-1 NO Contact  * 
KCD-1 NC Contact  ** 
KCD-2 NO Contact  * 
KCD-2 NC Contact  ** 
Warning I n d i c a t o r  
K (UV) Coil 
I I n v  ( I n v  Load) 
K ESL (DC Load) 
KpsmA, KpsmB 
DC t o  I n v e r t e r  
(OV 1 
* (NO) Normally 
** (NC) Normall) 
Emergency State;  
B a t t e r y  Vol tage 
Greater  Than OV T r i p  
L i m i t  
B a t t e r y  Vol tage ex- 
ceeded t r i p  l i m i t  









On [ O V I  
O f f  
Open 
Open 
O f f  




Con t ro l  S t a t e  
B a t t e r y  Vol tage 
Noma1 ; O V  T r i p  t 
L i m i t  Not Exceeded 
B a t t e r y  Vol tage i n  
t o 1  erance 















B a t t e r y  Vol tage 
i n  Tolerance; 
P r i o r  t o  Over- 
v o l t a g e  Reset 
B a t t e r y  Vol tage i n  
t o 1  erance 









On [ O V J  
O f f  
Open 
Open 
O f f  
O f f  
Table 2.5. Emergency Overvol tage ( O V )  T r i p  T r u t h  Table (Continued) 
B a t t e r y  Vol tage 
Con t ro l  Func t i on  
B a t t e r y  Vol tage 
GENSET Fuel  Valve 
Solenoid and S t a r t  
C i  r c u i  t Open 
GENSET 
Emergency S ta te ;  
B a t t e r y  Vol tage 
Greater  Than O V  T r i p  
L i m i t  
O f f  
STOPPED 
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Con t ro l  S t a t e  
On O f f  r 
I 
Running 


















Table 2.6. GENSET Demand T r u t h  Table 




C r i t i c a l  B a t t e r y  
Vol tage 
Comp-E I n p u t  (Neg) 
Comp-E Output 
T r a n s i s t o r  
C o i l  KCE 
KCE-1 NO * 
KCE-1 NO * 
KCE-2 NO * 
KCE-E NO * 
Sta tus  Lamp 
So leno id  GENSET 
GENSET Shut O f f  
Aud i b l  e /Vi  sua1 
S t a r t  
A1 arms 
More than 46.8V and 
l e s s  than 55 VCD 
Cont ro l  S t a t e  
More than 46.8 VDC 
I 
H igh  
Low 






GENSET O f f  
O f f  
Deac t iva ted  










None O f f  
De-energi zed 
Solenoid 
I n  Force 
Deact iva ted  
I 
I 
GENSET S t a r t  
Comnand A f t e r  
T r a n s i t i o n  











momentar i ly  
Open 
Deact iva ted  
except i f 
s t a r t - u p  
f a i l u r e  
'i' 
€3 I Yf-I k f - 2  +48 -1 
Figure 2.7-6. GENSET S t a r t  and End o f  Charge C i r c u i t  
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The GENSET c h a r g e  c y c l e  s t a r t s  when t h e  b a t t e r y  d i s c h a r g e s  t o  46.8 V D C .  The 
b a t t e r y  w i l l  a l s o  accept c u r r e n t  f rom P V  source c i r c u i t s  i f  t h e  sun i s  shining. 
I f  t h e  GENSET shutdown vo l tage  i s  t o o  high, t h e  GENSET cont inues t o  r u n  even if 
P V  s o u r c e  c i r c u i - t  power i s  a v a i l a b l e .  F a i l u r e  o f  t h e  shu tdown  c i r c u i t  can 
r e s u l t  i n  i d l i n g  of t h e  generator,  m a t e r i a l l y  degrading GENSET performance, and 
l e a d s  t o  f o u l e d  j e t s  and unwanted d e p o s i t i o n s  i n  t h e  c o m b u s t i o n  chambers. 
P rob lems  i n  t h e  shu t -down  c i r c u i t s  mus t  be s o l v e d  i m m e d i a t e l y !  T a b l e  2-7  
summar i zes  t h e  e n d - o f - c h a r g e  c o n t r o l  s t a t e s .  F i g u r e  2.7-6 i s  a s i m p 1  i f i e d  
schematic o f  t h i s  funct ion.  
2.7.8 
F i g u r e  2.7-7 i s  a f u n c t i o n a l  s c h e m a t i c  o f  t h e  D C  ground  f a u l t  p r o t e c t i o n  
c i r c u i t s  and t h e  crowbar funct ions.  The ground f a u l t  d e t e c t i o n  r e l a y  i s  KGFS. 
When a p o s i t i v e  ground r e t u r n  c u r r e n t  occurs i n  excess o f  12 MADC f r o m  e a r t h  t o  
n e u t r a l ,  KGFS closes. This  i n d i c a t e s  t h a t  a conduct ion path, p o s s i b l y  through a 
pe rson ,  has been e s t a b l i s h e d  f rom a p o s i t i v e  s o u r c e  c i r c u i t  v o l t a g e  p o i n t  
through ground and t h e  n e u t r a l  r e t u r n .  
DC Ground Faul t  Protection and Crowbarring 
The c r o w b a r  f u n c t i o n  i s  t e s t e d  by a p p l y i n g  an e q u i v i l a n t  c u r r e n t  t h r o u g h  t h e  
crowbar t e s t  switch.  The s e n s i t i v i t y  o f  t h e  ground f a u l t  sense c i r c u i t s  may be 
adjusted by changing t h e  s e t t i n g  o f  t h e  po ten t i omete r  Rs. 
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Table 2-7. End-of-Charge T ru th  Table 
A t /Dur i  ng 
ON-OFF T r a n s i t i o n  
Cont ro l  Poi n t  
(or  f u n c t i o n )  E N S E T  OFF Cycle 
B a t t e r y  Vol tage 
Comp F I n p u t  (Pos.) 
Comp F Output 
T r a n s i s t o r  
KCF C o i l  S ta tus  
KCF-1 NO S t a t e  * 
KCF-1 NC S t a t e  ** 
KCF-2 NO S t a t e  * 
KCF-E NC S t a t e  ** 
GENSET S t a r t  L i n e  
Sol enoi d 
GENSET Fuel Pump 
Cont ro l  Mode and Sta tus  














More than  55 VDC 
High 
Low 







O f f  
* (NO) Normally Open 
** (NC) Normal ly  Closed 
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I More than 46.8 VDC I b u t  below 55 VDC 
High or Low; a 
f u n c t i o n  o f  PV 
i n p u t  
High o r  Low; a 
Open/Cl ose 
(Same as above) 
Open 






















Figure  2.7-7. Ground F a u l t  Crowbar Log ic  
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3.0 SYSTEM DESIGN DESCRIPTION 
Figure 3.0-1 i d e n t i f i e s  major elements of the power system. The energy 
producers a re  the PV array f i e l d  a n d  the  GENSET. The-PV a r r a y  f i e l d  i s  the 
preferred power source. The GENSET provides b a c k - u p  or stand-by power; i t  i s  
considered as the  a l t e r n a t e  source. This sect ion descr ibes  the  various 
functional subsystems and elements t h a t  generate, control, condition the system 
power, or store the energy produced. 
3.1 PHOTOVOLTAIC POWER 6ENERATOR 
The l a t i t u d e  of Wawatobi  i s  approximately three  degrees S o u t h .  The long 
horizontal  axis  of the photovoltaic a r r a y  f i e l d  i s  s i t e d  E-W.  The panels a re  
inclined abou t  twelve degrees nor th ,  principally t o  ensure adequate water run- 
off. The northerly t i l t  also modestly increases the ambient insolation in the 
months immediately preceeding and following the winter sols t ice  in the southern 
hemisphere, b u t  a t  the expense of their  summertime levels. 
The PV array f ie ld  wiring topology i s  depicted in Figure 3.1-1. Prefabricated 
jumper cables are used t o  interconnect the PV modules in the requisite series 
s t r i n g s  t h a t  form the basic source c i r c u i t s .  These outputs a re  routed in 
buried conduit t o  the  power con t ro l l e r ,  where they a re  summed in each of t w o  
identical power control channels. The array o u t p u t  comprises the sum of these 
channels. Figure 3.1-2 depict  the standard connector assemblies. The upper 
plug receptacle pair is  used in the panel jumpers. The hybrid female receptacle 
i s  integral with the panel assembly. The lower "SUPERCON" connection system i s  
used for terminating the battery conductors. 
The PV Array Field consists o f  24 PV modules, each 2 f t  by 4 f t  which house the 
so l a r  ce l l s .  Four PV modules a r e  wired in s e r i e s  t o  produce 60  V D C .  This i s  
ca l led  a source c i r c u i t ;  s i x  source c i r c u i t s ,  wired i n  p a r a l l e l ,  generate the 
system power, a b o u t  1584 watts. The s ix  source c i r c u i t s  a r e  divided in to  t w o  
groups of three source circui ts  t o  form two power generating Channels, A and B, 
each producing one half  the PV power. These t w o  channels a re  control led by 
c i rcui t  breakers mounted on the Power Switching Module in the Power Controller. 
Four PV modules a re  physically assembled together t o  form a panel. Each  PV 
panel  i n  t h e  PV Array F i e l d  cons is t s  o f  t w o  ve r t i ca l  s ide  support channel 
members 10 ft. (3.0 m )  long, joined by the h o r i z o n t a l l y  mounted PV modules. The  
channel members a r e  3 inches ( 7 5  m m )  deep and  have 2 inch (50 m m )  f langes.  
Adjacent panels share common front mounting posts and rear support legs. 
The panel area i s  4 f t  (1.21 m )  by 8 f t  (2.42 m )  cons is t ing  of 4 PV modules. 
The 1 0  f t  (3.0 m )  channel members provide the addi t ional  length needed for  
module ground clearance. The channels are made from galvanized sheet steel. 
3.2 MODULES AND PANELS 
The o u t p u t  power of a PV cell i s  proportional t o  the intensity of the incident 
solar radiation. The PV cel ls  are e lectr ical ly  wired together and physically 
encapsulated into modules wired and grouped together t o  form the assembled PV 
array,  the power generator. The o u t p u t  voltages add when modules are connected 
i n  s e r i e s .  Within d i e l e c t r i c  1 imi t s ,  . i t  i s  possible  t o  produce almost any 
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WYER COWTRWLE R 
( Inc luding INVERTER) 
sam ARRAY FIELD 
BATTERY SAFETY SWITCH 
IMTERFACE WX 
CEWSET BATTERIES 
F i g u r e  3.0-1 PV Power Systems Components 
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"SOLARLOK" PV MODULE CONNECTORS 
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F i g u r e  3.1-2 Connector Assemblies 
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combination of voltage and current output by selective series/parallel 
interconnect topologies. The photovoltaic cell is a quasi-constant current 
device. The voltampere characteristics of the assembled field, based upon those 
of individual modules, is approximated in Figure 3.2-1. Refering to this 
figure, it may be seen that the open circuit voltage is not inordinately greater 
than the voltage at maximum power. The design intent is to operate the 
photovoltaic array as close to the maximum power point as possible. Operation 
at the MPOP (MAXIMUM POWER OPERATING POINT) for all ambient insolation levels 
minimizes the cost of the array for any required power level. The wide 
variation of battery bus voltage with on-charge voltage and battery state-of- 
charge, in general, precludes continuous operation at MPOP. 
PV modules from Soltec International Inc. of Hawthorne, CA were selected for 
this project. These modules are rated at 15.6 VDC and 4.23 ADC at 28 degrees 
Celsius when exposed to solar insolation of 1 0 0 0  watts per square meter. The 
basic source circuit is a four module series string, rated 63 volts peak at 4.23 
amps (peak). This voltage is compatible with the efficient charging of a 24 
cell, ( 4 8  VDC nominal) Lead Calcium battery employing 1.300 specific gravity 
electrolyte. (nominal cell potential of two volts). Sizing calculations 
indicated that a PV array output of approximately 1 6 0 0  watts (peak) would be 
developed from six paralled strings of the four series wired modules. A nominal 
output current of 25 ADC would be thus available for recharging the battery 
and/or supporting the station/classroom load. These levels again would be 
available at a solar insolation of 1000 watts per square meter, and at a cell 
junction temperature of 28 degrees Celsius. At the expected 48 degrees cell 
ambient, the field would generate approximately 1400 watts peak. 
Referring again to Figure 3.2-1 the I-V characteristics vary linearly with 
changing cell irradiance or illumination level. The current and voltage 
characteristics are both temperature dependent. The short-circuit current of 
the array is directly proportional to the irradiance level, and the open circuit 
voltage is a linear inverse function of the cell temperature. The latter 
decreases about 0.5% of its 25 degree C value for each 1 degree of increasing 
cell temperature. This sensitivity to ambient cell temperature dictate that 
design means be sought to keep the array as cool and as well ventilated as 
possible, consistant with maximizing the annual incident energy available for 
conversion. It may be expected that the array at Wawatobi would generate 
maximum power on a c o o l  bright spring or autumn day, shortly after a cooling 
rainstorm had passed. Adjacent clouds, not obscuring direct insolation falling 
upon the array, may enhance the incident flux. Irradiance in the range of 1100 
watts per square meter might well be observed. 
3.3 PV FIELD ARRAY STRUCTURES 
The array structure is a simple, above-ground assembly composed of foundation 
tubs, upright supports and cross straps. The tubs are filled with ballast 
material, such as rocks or earth, obtained from the installation site. The 
system batteries are mounted on the top of the tubs to add additional ballast 
weight to the structure. Details may be seen in Figure 3.3-1 following, a 
photograph of the Wawatobi Array field Installation. System transportability, 
or ease of relocation was given as one of the design guidance criteria. The 
design is compatible with this requirement. In routine installation all 
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h a r d w a r e  i s  c o m p l e t e l y  r e c o v e r a b l e  s i n c e  e a r t h  a n c h o r s  and s u b - s u r f a c e  
founda t ions  a r e  not used. I t  was known t h a t  t he  Wawatobi i n s t a l l a t i o n  would be 
used f o r  both t r a i n i n g  and f e a s i b i l i t y  demons t r a t ion .  S ince  the system would be 
e s s e n t i a l l y  "showcased" i t  was decided t o  i n s t a l l  the s t r u c t u r e s  on a uniform 
c o n c r e t e  pad, and a t  the  same time r e t a i n  the t u b s  t o  demons t r a t e  p o r t a b i l i t y .  
3.4 POWER CONTROLLER 
The power c o n t r o l l e r  d e p i c t e d  i n  Figures 3.4-1 and 3.4-2 h o u s e s  a power 
s w i t c h i n g  module, power c o n t r o l  panel ,  power o u t p u t  panel , inverter, instrument 
p a n e l  , and b a t t e r y  c h a r g e r .  A 1  1 m a j o r  c i r c u i t s  w i t h i n  the  power s y s t e m  p a s s  
through the power c o n t r o l l e r .  
M e t a l l i c  ox ide  v a r i s t o r s  (MOVs)  a r e  used a t  the  i n p u t / o u t p u t  t e r m i n a l s  of the 
power c o n t r o l l e r  t o  1 imit momentary surge vo l t ages .  
A ground wire, c o n s i s t i n g  of  ga lvan ized  wire, is  buried i n  c a b l e  t r e n c h  about 18 
i n c h  (450 m m )  deep. These wires a r e  s e c u r e d  t o  o n e  p o i n t  on e a c h  p a r t  o f  t he  
perimeter f e n c e ,  a t  b o t h  ends o f  e a c h  row o f  PV p a n e l s ,  and t o  t h e  power 
c o n t r o l l e r .  A s o l i d  low r e s i s t a n c e  ground from the power c o n t r o l l e r  t o  o u t l e t  
boxes a s s u r e s  e l e c t r i c a l  s a f e t y .  The ground wires a r e  connected t o  the water 
t a b l e  w i t h  ground rods.  
3.4.1 Power Switching Module (PSM) 
T h e  power s w i t c h i n g  m o d u l e  shown i n  F i g u r e s  3.4-3 has t w o  c h a n n e l s ;  e a c h  
c o n t r o l s  50 percent o f  t h e  a r r a y  power.  The s ix  s o u r c e  c i r c u i t  i n p u t s  a r e  
e q u a l l y  d i v i d e d  and r o u t e d  t o  c h a n n e l  A and B f o r  c o n t r o l  p r i o r  t o  m e r g i n g  on 
t h e  b a t t e r y  bus. The main c o n t r o l  elements on t he  power  c o n t r o l  c i r c u i t r y  o f  
each PSM channel are: 
a. The i n p u t  c i r c u i t  b reake r .  
b. The c o n t r o l  c o n t a c t o r .  
c.  An a r r a y  s h o r t i n g  o r  c r o w b a r  c o n t a c t o r .  
a r r e s t o r s  are a1 so included.  
Power b l o c k i n g  d i o d e s  and surge 
Referring t o  F i g u r e  3.4-2 ,  the  PSM f r o n t  p a n e l  i s  l o c a t e d  just  b e l o w  t h e  
uppermost one, the I n s t r u m e n t a t i o n  Panel. 
3.4.2 Power Control Panel (PCP) 
The power c o n t r o l  pane l s  c o n t a i n s  the fol lowing:  
a. System status d i s p l a y s  and i n d i c a t o r s .  
b. A z e r o  cen te red  b a t t e r y  c u r r e n t  ( b i p o l a r )  meter. 
c. A ground f a u l t  r e l a y .  
d .  A master  pr inted c i r c u i t  card termed the c o n t r o l  "motherboard". 
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I T E M  -
VOLTAGE HEASUREMENT, 0-1OOVOC SCALE 
CURRENT MEASUREMENT, 0-10 ADC SCALE 
VOLTAGE MEASIJREMENT. 0-100 VDC SCALE 
CURRENT MEASUREMENT. 0-10 AOC SCALE 
VOLTAGE MEASUHEMENT. 0-100 VOC SCALE 
CURRENT MEASUHEMENT. 0-10 A M :  SCALE 
VOLTAGE MEASUREMENT, 0-100 VOC SCALE 
LEGEND: 
I TEM -NUMBER 
47. CURRENT MEASUREMENT, 0-10 AnC SCALE 
48. VOLTAGE MEASUREMENT. 0-100 VDC SCALE 
49. CURRENT MEASUREMENT. 0-10 AOC SCALE 
50. VOLTAGE MEASUREMENT, 0-100 V D C  SCALE 
si. CURRENT MEASUREMENT. 0-10 ADC scaLE 
52. C l R C U l T  BREAKER CHANNEL A 
53. C I R C U I T  BREAKER CHANNEL R 
Figure  3.4-3.  Power Switching Modules 
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The PCP i s  d e p i c t e d  i n  F i g u r e  3.4-4; r e f e r r i n g  t o  F i g u r e  3.4-2, i t  i s  l o c a t e d  
between t h e  PSM and t h e  Power Output panel. 
3.4.3 Power Output Panel (POP1 
The power  o u t p u t  p a n e l  c o n t r o l s  t h e  f l o w  o f  a l l  power  t o  t h e  s a t e l l i t e  e a r t h  
s t a t i o n  and c l a s s r o o m  loads.  The b a t t e r i e s  a r e  c o n n e c t e d  t o  t h e  DC bus v i a  
p o l a r i z e d  supercon connectors. The DC a r ray  power f r o m  t h e  PSM i s  f e d  t o  t h e  DC 
bus. The i s o l a t i n g  c i r c u i t  b r e a k e r s  f o r  t h e  DC o u t p u t  power and t h e  i n v e r t e r  
i n p u t  a r e  on t h e  pane l .  AC power  f r o m  e i t h e r  t h e  I n v e r t e r  o r  t h e  GENSET i s  
s e l e c t e d  on t h i s  panel .  The AC power i s  m o n i t o r e d  by t h e  t h r e e  p a n e l  m e t e r s  
(VRMS, I R M S ,  and FREQUENCY). The AC c i r c u i t  b r e a k e r s  f o r  t h e  c l a s s r o o m  l o a d s  
and t h e  m a i n t e n a n c e  power a r e  a l s o  l o c a t e d  on ( r e f e r  t o  F i g u r e s  
3.4-7 and 3.4-2). 
t h e  p a n e l ,  
The cont inuous c a r r y  c u r r e n t  and f a u l t  c i r c u i t  c u r r e n t  r a t i n g s  o f  t h e  DC c i r c u i t  
b r e a k e r s  a r e  ma tched  w i t h  t h e  b a t t e r y  f u s e s ,  Each m e r c u r y  d i s p l a c e m e n t  
con tac to r  and c i r c u i t  breaker  p a i r  a r e  s e r i e s  connected. Both a r e  dedicated t o  
a p a r t i c u l a r  d i s t r i b u t i o n  feeder. The load  buses, as w e l l  as t h e  p o s i t i v e  (+) 
and nega t i ve  (-)  b a t t e r y  connections, use t h e  supercon connector system. A s  a 
s a f e t y  fea tu re ,  i n d i v i d u a l  p l u g / r e c e p t a c l e  p a i r s  a re  non-interchangeable. 
3.4.4 800 Watt Inverter 
The D C I A C  i n v e r t e r  conver ts  48 Y dc i n t o  240 Vac 50 HZ, s i n g l e  phase as a means 
o f  c o n t i n u o u s l y  p o w e r i n g  t h e  c l a s s r o o m  and E a r t h  S t a t i o n  AC l o a d s  f r o m  t h e  
r e n e w a b l e  PV e n e r g y  source.  F i g u r e  3.4-6 shows t h e  o u t l i n e  and g e n e r a l  
arrangement o f  t h i s  module. 
The i n v e r t e r  i s  housed i n  a s t e e l - w r a p  a r o u n d  e n c l o s u r e ;  i t  i s  mounted on an 
i n t e r i o r  w a l l  o f  t h e  power c o n t r o l l e r  compartment. The s w i t c h i n g  t r a n s i s t o r s  
a re  mounted upon a massive f i n n e d  heat  s i n k  t h a t  a l s o  serves as t h e  basep la te  
f o r  e l e c t r o n i c  assembly. The i n v e r t e r  envelope i s  dep ic ted  i n  F i g u r e  3.4-6. 
The i n v e r t e r  i s  o f  t h e  synthes ized sinewave type, f e a t u r i n g  accu ra te  v o l t a g e  and 
f r e q u e n c y  r e g u l a t i o n  under  a l l  c o n d i t i o n s  o f  l i n e ,  l o a d ,  a n d  a m b i e n t  
t e m p e r a t u r e .  T a b l e  3.4-6 s u m m a r i z e s  i t s  p h y s i c a l  and  f u n c t i o n a l  
c h a r a c t e r i s t i c s .  
3.4.5 Instrument Panel 
The I n s t r u m e n t a t i o n  Pane l  i s  shown i n  F i g u r e  3.4-7. I t  c o n s i s t s  o f  s e l e c t e d  
vo l tme te rs  shunt-dr iven ammeters, and amp-hour meter counters. These meters and 
counters  p r o v i d e  a v i s u a l  d i s p l a y  o f  t h e  i n d i v i d u a l  s t a t u s  o f  t h e  power sources, 
t h e  s y s t e m  b a t t e r y ,  and t h e  l oads .  The c u r r e n t  m e t e r s  a r e  d r i v e n  by v e r y  l o w  
r e s i s t a n c e  c u r r e n t  v i e w i n g  r e s i s t o r s  o r  shunts; t h e  a t tendan t  v o l t a g e  drops i n  
t h e  s u p p l y  buses a r e  i n  t h e  m i l l i v o l t  range. The c o u n t e r s  keep a c o u l o m b i c  
reco rd  o f  t h e  t o t a l  c u r r e n t  f l o w i n g  ou t  o f  t h e  a r rays  o r  b a t t e r y  charger, i n  and 
o u t  o f  t h e  b a t t e r y ,  o r  i n t o  t h e  e a r t h  s t a t i o n  and c l a s s r o o m  loads .  These 
c u r r e n t  i n t e g r a l s  a re  d i sp layed  on t o t a l i z i n g  counters o f  t h e  Veeder-Root type. 
The power c o n t r o l l e r  photograph, F i g u r e  3.4-2 shows t h e  i n s t r u m e n t a t i o n  panel. 
3-12 

















STATUS LAMP: PV CHARGER CHANNEL A-STANDBY 
STATUS LAMP: PV CHARGER CHANNEL A-GO 
STATUS LAMP: PV CHARGER CHANNEL B-STANDBY 
STATUS LAMP: PV CHARGER CHANNEL 9-GO 
CROWBAR C I R C U I T S  ACTIVATED INDICATOR 
UNDERVOLTAGE STATUS INDICATOR 
OVERVOLTAGE STATUS INDICATOR 
GENSET FA I L -TO-START INDICATOR 
PV ARRAY DC POWER INDICATOR 
AC/DC CHARGER DC lNOlCATOR 
AC W U E R  INDICATOR 
GENSET AC POWER INDICATOR 
RESET PUSHBUTTON (CROWBAR) 
RESET PUSHBUTTON (UNDERVOLTAGE/OVERVDLTAN 
BATTERY CURRENT METER (CENTER 0) 
AC SOURCE SELECTION W I T C H  
LEGEND: 
I TEM -NUWER -
















CONTROL POWER FUSES 
CHANNEL A TEST 
CHANNEL R TEST 
UNDERVOLTAGE TEST 
OVERVOLTAGE TEST 
GENSET STARTING TEST 
CROWBAR TEST 
GENSET END-OF-CHARGE SELECT: 
F I C U R E  3 . 4 - 4  T H E  POWER C O N T R O L  P A N E L  
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CHANNEL A MODE SELECT 
CHANNEL B MODE SELECT 
IJNDERVOLTAGE PROTECT1 VE MODE SELECT 
OVERVOLTAGE PROTECTIVE MODE SELECT 
GENSET OEMAND POWER SELECT 
CROWBAR MODE CONTROL 
CONTROL POWER EMERGENCY SHUTDOWN 




I T E M  -NUMBER 
54. AC BUS VOLTAGE, 230V VAC NOMINAL 
55. TOTAL AC OUTPUT M P E R S  
56. FREQUENCY OF AC SOURCE ON BUS 
57. INVERTER ON/OFF SWITCH 
58. DC POUER TO EARTH STATION DC BUS 
59. DC POWER TO INVERTER 










GROUND FAULT INTERRUPTOR 
(+)  BATTERY STRING 11 
( + )  BATTERY STRING 12 
(+) BATTERY STRING 1 3  
( - 1  COHMON BATTERY STRING 11 
( - )  COWON BATTERY STRING 1 2  
( - )  COHHON BATTERY STRING 1 3  





















O U T L I N E  D R A W I N G ,  
S H O W I N G  C O N T I G U O U S  
H E A T  S I N K  O N  T O P  
S U R F A C E  
t 1 
I N S T A L L A T I O N  D R A W I N G  A N D  
O C E A N  M A R I N E  I N V E R T E R  
lk.25. M O U N T I N G  D I M E N S I O N S  F O R  




F I G U R E  3.4-6 O U T L I N E  D R A W I N G  O F  T H E  800 W A T T  S Y N T H E S I Z E D  S I N E W A V E  
O C E A N  M A R I N E  S O L I D - S T A T E  I N V E R T E R  
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I T E M  -NUMBER 
80. PV GENERATED AMPS 
81 . BATTERY CHARGER AMPS 
82 . DC LOAD AMPS 
83. BATTERY VOLTS 
a4 . PV ARRAY A-H COUNTER 
NUMBER I T E M  -
85 . BATTER CHARGE A-H COUNTER 
86 . BATTER DISCHARGE A-H COUNTER 
87 . CHARGER OUTPUT A-H COUNTER 
88 . INVERTER I N P U T  A-H COUNTER 
89 . EARTH STATION A-H COUNTER 
I 
F I G U R E  3 . 4 - 7  D E P I C T I O N  OF I N S T R U M E N T A T I O N  P A N E L  
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TABLE 3.4-6 SUMMARY PERFORMANCE A N D D E S I G N  S P E C I F  I C A T I O N S F O R  THE 




V o l t a g e  R e g u l a t i o n :  
Frequency Accurracy: 
Wav e f  orm : 
B a t t e r y  Current:  P r o p o r t i o n a l  t o  l oad  
Standby Current :  
240vac, 50 Hz., S i n g l e  Phase 
2.4 KW/2.4KVA a t  U n i t y  Power Fac to r  
P l u s / M i n u s  2%, n o - l o a d  t o  f u l l  l o a d  a t  b a t t e r y  bus 
vo l tages 48VDC-to 64VDC. 
50 Hz. plus/minus 0.1% 
Step approximated sinewave, f o u r  steps. 
A p p r o x i m a t e l y  0.2% o f  r a t e d  c u r r e n t  w i t h  l o a d  demand 
c i r c u i t  a c t i v a t e d .  
E f f i c i e n c y :  Approximately 90% a t  f u l l  load 
Overload P r o t e c t i o n :  Automatic Current  L i m i t i n g  
Undervol tage Cutout:  
Mechanica l lPhys ica l  C h a r a c t e r i s t i c s  
Cool ing:  Na tu ra l  A i r  Flow 
Weight: 40 lbs.  
Mounting : Any p o s i t i o n ;  v e r t i c a l  p r e f e r r e d  f o r  c o o l i n g  
Connect ion:  1 /4 "  Bfass studs 
U n i t  shuts down when bus v o l t a g e  f a l l s  below 40 v o l t s  
Size: 10" x 14" X, 7-1/2" 
3.4.6 Battery Charger 
The b a t t e r y  charger i s  an i n d u s t r i a l  q u a l i t y  S i1  i c o n  C o n t r o l l e d  R e c t i f i e r  Power 
Supply produced by E l e c t r o n i c  Measurements Inc. It fea tu res  p r e c i s e  e l e c t r o n i c  
v o l t a g e  r e g u l a t i o n  and dynamic c u r r e n t  1 i m i t i n g .  I t s  maximum charg ing v o l t a g e  
i s  60 Vdc; t h e  c u r r e n t  l i m i t e r  may be  s e t  t o  pass c h a r g i n g  c u r r e n t s  as h i g h  as 
30 amperes. 
The b a t t e r y  c h a r g e r  w i l l  c h a r g e  t h e  b a t t e r i e s  and s i m u l t a n e o u s l y  s u p p o r t  t h e  
power systems load. P r e c i s e  v o l t a g e  r e g u l a t i o n  over a temperature range o f  OOC 
(32OF) t o  50OC (122OF) i s  p r o v i d e d .  The d e v i c e  i s  d e p i c t e d  i n  F i g u r e  3.4-8 
f o l l o w i n g ,  and i n  F i g u r e  3.4-2 preceeding. 
3.5 ENERGY STORAGE (BATTERY) SUBSYSTEM 
3.5.1 Battery Complement 
The PV energy s to rage  o r  b a t t e r y  subsystems c o n s i s t s  o f  t h r e e  s e r i e s  s t r i n g s  of  
C and D 3KCPS5A b a t t e r y  modules p a r a l l e l e d  on t h e  DC bus. Each C &  D b a t t e r y  
m o d u l e  c o n t a i n s  t h r e e  s e r i e s  l e a d - a c i d  r a t e d  225 Ah, (8  h r  r a t e ) .  T h e r e  a r e  
e i g h t  b a t t e r y  modul'es i n  each s e r i e s  s t r i n g  o r  a t o t a l  o f  24 s e r i e s  c e l l s .  
Under t h e  PV f l o a t  c y c l e  c h a r g i n g  r e g i m e ,  backed up b y  p e r i o d i c  on-demand 
replen ishment  by  t h e '  GENSETKHARGER, t h e  b a t t e r i e s  should l a s t  a t  l e a s t  seven 
yea rs .  The b a t t e r i e s  a r e  i n s t a l l e d  under  t h e  PV a r r a y s  on f i b e r g l a s s  b a t t e r y  
p l a t f o r m s  t h a t  a r e  b o l t e d  a c r o s s  t h e  b a l l a s t e d  p l a n t e r ' s  t o p  f l a n g e s .  The 













I T E M  -
ON/OFF RESETTABLE CIRCUIT BREAKER 
VOLTMETER (OUTPUT READINGzO-ADC) 
VOLTAGE ADJUST KNOB 
AMMETER (OUTPUT READING: 0-ADC) 
CURRENT L I M I T  ADJUSTMENT POTENTIOMETER 
POWER ON L I G H T  (RED)  
C I R C U I T  BREAKER 
VOLTAGE L I M I T  INDICATOR 
CURRENT L I M I T  INDICATOR 





















The b a t t e r y  t e r m i n a l s  a re  p r o t e c t e d  by removable p l a s t i c  s a f e t y  covers. These 
c o v e r s  a l s o  p r o v i d e  p r o t e c t i o n  f r o m  danger  due t o  c o n t a c t  w i t h  dangerous 
vol tages. 
The b a t t e r y  c a b l e s  a r e  r o u t e d  t o  t h e  power  c o n t r o l l e r  v i a  t h e  b a t t e r y  s a f e t y  
s w i t c h e s  w h i c h  p r o t e c t  each s t r i n g ,  as w e l l  as t h e  end usage d e v i c e s ,  f r o m  
damaging currents .  
F i g u r e  3.5-1 i s  a photograph taken l a t e  i n  t h e  i n s t a l l a t i o n  phase. I t  shows t h e  
m a j o r  s y s t e m  e l e m e n t s ,  i n c l u d i n g  t h e  a r r a y  f i e l d ,  t h e  s t r u c t u r e s ,  t h e  
c o n t r o l l e r ,  and t h e  b a t t e r i e s .  Since i t  i s  a r e a r  view, cons ide rab le  d e t a i l  i s  
e v i d e n t  on t h e  s a f e t y  s w i t c h  i n s t a l l a t i o n ,  t h e  c o n d u i t  t e r m i n a t i o n s ,  and t h e  
general  b a t t e r y  topology. The a la rm box may a l s o  be seen i n  t h e  background, on 
t h e  l e f t  upper corner  o f  t h e  p r o t e c t i v e  enclosure. 
P e r t i n e n t  d e s i g n  and p e r f o r m a n c e  d a t a  c o n c e r n i n g  t h e  s e l e c t e d  C & D  b a t t e r y  
modules summar i zed  i n  T a b l e  3.5-1 f o l l o w i n g .  Subsequent  c u r v e s  more  f u l l y  
c h a r a c t e r i z e  t h i s  p a r t i c u l a r  l e a d - c a l c i u m  c e l l .  I t  s h o u l d  be  n o t e d  t h a t  t h e  
s t a t e d  v o l t a g e  c h a r a c t e r i s t i c s ,  g iven on a per c e l l  basis,  must be m u l t i p l i e d  by 
60X t o  y i e l d  t h e  bus v o l t a g e .  S i m i l a r l y ,  t h e  s t a t e d  c u r r e n t l a m p e r e - h o u r  
c a p a c i t y  m u s t  be  m u l t i p l i e d  by s i x  t o  o b t a i n  t h e  c o u l o m b i c  o r  c u r r e n t  
performance of t h e  s i x  p a r a l l e l e d  s t r i n g  o f  which e n t i r e  b a t t e r y  i s  comprised. 
3.5.2 Battery Safety Switches 
The b a t t e r y  s w i t c h e s  c o n t a i n  b a t t e r y , f u s e s  and a s a f e t y  s w i t c h .  The power  
s y s t e m  use  t h r e e  s a f e t y  s w i t c h e s ,  one f o r  each b a t t e r y  s t r i n g .  Each b a t t e r y  
s t r i n g  c o n t a i n s  e i g h t  b a t t e r i e s  w i r e d  i n  s e r i e s .  T h i s  f u s e d  s w i t c h g e a r  w i l l  
c l e a r  t h e  b a t t e r y  source c i r c u i t s  o r  p e r m i t  r a p i d  manual d isconnect  i n  t h e  event 
of ove rcu r ren t  and/or f a u l t  c o n d i t i o n s  on t h e  system DC bus. I n  a d d i t i o n ,  one 
o f  t h e  fuses i n  one o f  t h e  b a t t e r y  s a f e t y  s w i t c h  boxes i s  p laced i n  s e r i e s  w i t h  
t h e  emergency shutdown s w i t c h  on t h e  power c o n t r o l l e r .  Th i s  s w i t c h  a l l o w s  t h e  
l o a d  t o  be s e p a r a t e d  f r o m  t h e  s o u r c e  when i t  i s  pressed.  The s w i t c h g e a r  
assembly i s  shown i n  F i g u r e  3.5-10 f o l l o w i n g .  
3.5.3 Batterv Other Power Interfaces 
Interface Box 
The i n t e r f a c e  box c o n s i s t s  o f  a t e r m i n a l  b lock  and suppor t i ng  hardware enclose 
i n  a meta l  box. This  i n t e r f a c e  box connects 48 VDC f rom t h e  b a t t e r i e s  and 220 




Table 3.5-1: Summary o f  C h a r a c t e r i s t i c s  o f  t h e  3KCPSA--5 B a t t e r y  C e l l  
FIGURE NUMBER 
3.5-2 CHARACTERISTICS OF C&D 3KCPSA-5 SHALLOW DISCHARGE BATTERY 
3.5-3 APPROXIMATE OPEN CIRCUIT VOLTAGE OF A SHALLOW CYCLE C&D LEAD 
A C I D  BATTERY CELL AT VARIOUS DEPTHS-OF-DISCHARGE 
3.5-4 RECOMMENDED FLOAT VOLTAGE RANGE FOR SHALLOW CYCLE TYPE C&D. 
CELLS AT VARIOUS TEMPERATURES 
3.5-5 APPROXIMATE AMP-HOUR RATED CAPACITY R E M A I N I N G  AS A FUNCTION 
OF SPECIFIC GRAVITY (AT 77 DEGREES F) 
3.5-6 AMPERE-HOUR CAPACITY OF A TYPICAL SHALLOW CYCLE C & D  CELL 
FUNCTION OF ELECTROLYTE TEMPERATURE. 
3.5-7 REPETITIVE CYCLE L IFE  AS A FUNCTION OF THE DEPTH-OF- 
DISCHARGE 
3.5-8 FREEZING POINT OF H2SO4 ELECTROLYTE CONCENTRATION 
3.6 THE ONAN GENSET 
The back-up f o s s i l  f u e l  f i r e d  power p l a n t  f o r  sub jec t  system i s  Model 2.5 DJA- 
53CR a i r  c o o l e d  d i e s e l  e n g i n e  g e n e r a t o r .  I t  d e v e l o p s  2.5KW, 230 Vac a t  u n i t y  
power  f a c t o r ,  a t  a s h a f t  speed o f  1500 RPM. A t  240 Vac o u t p u t ,  i t  w i l l  s u p p l y  
approx imate ly  10 amps o f  s i n g l e  phase load current .  
Standard fea tu res  and accessor ies i n c l u d e  t h e  f o l l o w i n g  l i s t i n g ,  taken from t h e  
ONAN DJA Technica l  B u l l e t i n .  
o V i b r a t i o n  I s o l a t o r s  o O i l  Pressure Gauge 
o M u f f l e r  o Removable L i f t i n g  Eye 
o Dual Fue l  F i l t e r  o Mounted Con t ro l  Box w i t h  Charge Rate 
o A i r  Cleaner w i t h  reusab le  
Ammeter, S tar t -S top  Switch, Preheat Swi tch 
(Man i fo ld  Heater and Glow P lug) ,  Fuse DC 
C i r c u i t r y ,  Remote Con t ro l  Terminals  Polyrethane ( o i l  wet ted)  
Element 
o Spin-on F u l l  Flow Lube O i l  
o Ba t te ry  Cables 
F i l t e r  
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Figure 3.5-3 .  Approximate Open Circuit Voltage o f  a Shallow 
Cycle C & D Battery Cell a t  Various Depths o f  
Discharge 
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D E P T H - O F - D I S C H A R G E ( A S  A P E R C E N T A G E  O F  F U L L  C H A R G E )  
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F I G U R E  3 . 5 - 8  FREEZING POINT OF H2SOq ELECTROLYTE 
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I -  
The I n t e r f a c e  Box (Pane l )  
o 
o 
o Inc ludes remote c o n t r o l  sw i t ch  1 i n e  f o r  ' i nve r te r .  
Provides a remote e l e c r i c a l  t i e  between t h e  power system and t h e  E a r t h  
S t a t i o n / c l  assroan loads. 
Inc ludes 60 Vdc, as we l l  3s 50 Hz 230 V a  f o r  classroom- and maintenance. 
FIGURE 3 . 5 - 9  THE INTERFACE B O X  
; 3-29 
LE GEND : 












I I T E M  -NUMBER 
73. FUSE FOR POWER CONTROL EMERGENCY SWITCH 77. SAFETY SWITCH FOR BATTERY #1 
74. FUSES FOR BATTERY #1 78. SAFETY SWITCH FOR BATTERY #2 
75. FUSES FOR BATTERY #2 . 79. SAFETY SWITCH FOR BATTERY #3 
76. FUSES FOR BATTERY #3 
1 
I 




, I  T a b l e  3.6-1 f o l l o w i n g  s u m m a r i z e s  t h e  s a l i e n t  d e s i g n  and p e r f o r m a n c e  c h a r a c t e r i s t i c s  o f  t h e  GENSET. F i g u r e  3.6-1 i s  a p h o t o  o f  t h e  e q u i p m e n t  w i t h  t h e  enc losure removed; F i g u r e  3.6-2 i s  an o u t l i n e  drawing i d e n t i f y i n g  t h e  major  
components, w h i l e  F i g u r e  3.6-3 i s  a photograph o f  t h e  GENSET ( w i t h  weatherproof 
enclosure),  i n s t a l l e d  i n  t h e  Wawatobi equipment bay. 
F i g u r e  3.6-4 i s  a s c h e m a t i c  o f  t h e  r e m o t e ,  a u t o m a t i c  s t a r t - u p  c i r c u i t r y  
i n s t a l l e d  i n  t h e  GENSET. These r e l a y  c i r c u i t s  pe r fo rm t h e  f o l l o w i n g  func t i ons :  
1. 
2. 
Accept t h e  automat ic  " s t a r t "  s i g n a l  f rom t h e  power c o n t r o l l e r ,  t u r n i n g  on 
t h e  i n t a k e  m a n i f o l d  preheaters.  
Time-out t h e  preheat t i m e  r e q u i r e d  t o  ensure r e l i a b l e  " f i r s t - s t a r t " .  
3. A t  t h e  end o f  t h e  p r e s c r i b e d  p r e - h e a t  p e r i o d ,  c l o s e  t h e  f u e l  pump and 
s t a r t i n g  so lono id  c i r c u i t s .  
I n  t h e  e v e n t  o f  f a i l u r e  t o  s t a r t  t h e  c o n t r o l s ,  a f t e r  a d e s c r i b e d  d e l a y ,  t h e  
GENSET automat ic  c o n t r o l s  w i l l  shut  down, and reset ,  a w a i t i n g  another s t a r t i n g  
event. The power c o n t r o l l e r  c i r c u i t s  a re  n o t  however programmed f o r  more than 
one s u c c e s s i v e  s t a r t - u p  a t t e m p t .  A f t e r  one s t a r t - u p  f a i l u r e  t h e  s y s t e m  w i l l  
con t i nue  t o  operate on ba t te ry .  
3.7 The Alarm Box 
The a la rm box c o n s i s t s  o f  a r e d  dome f l a s h e r  and a weather r e s i s t a n t  p u l s a t i n g  
s i ren.  The 
p u l s a t i n g  s i r e n  operates on t h e  same vo l tage  passed through a 60 ohm r e s i s t o r  t o  
p r o v i d e  a 12 VDC source. The a l a r m  box t u r n s  on a u t o m a t i c a l l y  under  t w o  
c o n d i t i o n s .  The f i r s t  i s  d u r i n g  a l o w  l e v e l  o f  c h a r g e  on t h e  b a t t e r i e s  and a 
f a i l u r e  o f  t h e  GENSET t o  s t a r t .  The second i s  when an o v e r  v o l t a g e  (62.5 VDC) 
e x i s t s  on t h e  power bus. F i g u r e  3.7-1 d e p i c t s  t h e  apparatus. 





Operating Data 3.0 DJA 
Piston - o m ( a  Ez AumwFd- 
yln.bhp y E 2  n7EF z 2  lODYOPh(L/h)MlOld-  
grr) (mml.) (Ilrlmin) Wlmh (W/,'lnh) '.' E 2 
50(1500r/min) 4.5 906 367 13.3 63 0.17 ~ 0.24 0.29 
(3.36) (4601) 11038) (0 38) (1 78) (064) ( 1 (0.91) ( 1 (1.10) 
--- null 
60 (1800 rlmin) 5.7 1087 440 16 75 011 023 0.26 0.29 0.34 
(4.25) 15522) (13.591 (0 45) (2 12) (0.64) ( I (0.98) ( ) (1.29) 
~~ . ~ ~ ~ . -~ -. - -. _ _  
Design: Onan AC revolving armature, 4-pole, se l f  
excited, inherent voltage regulation 
Permanently aligned to engine through rigid 
coupling 
BaHety Charging: 12V fused DC starting battery 
charging circuit with adjustable charge rate 2 to 5 
amp 
Negative ground only Balanced 
Frequency Regulation: 342 ,ti%) no load to rated 
load 
Insubtion: Class 8 per NEMA MG1-1 .a, insulating 
varnish conforms to MIL-1-24092 
Temperaturn R i f e  Within NEMA MG1-22.40 at 
rated load 
Model: Onan DJA Diesel 
Design: 4-cycle, single cylinder, vertical 
Displacement: 30 in3 (491.6 cm3) 
Bore: 3.25 in (82.55 mm) 
Stroke: 3.625 (92.08 mm) 
Compresion Ratio: 19 to 1 
coding: Pressure air cnoled. Direct drive 
centrifugal flywheel blower 
Fuel: Diaphragm transfer pump with hand primer 
Fuel lift 6 ft (1.83 m) 
Primary and secondary fuel filters mounted on 
engine 
coding: Direct drive centrifugal blower 
oectromagne#c Interlercmce Level: Attenuation 
commercial applications 
Capacitors on all ungrounded brushes 
Armature: Laminated electric steel stack, keyed and 
press fitted to shaft 
Heavy insulated copper wire windings 
Staler: Laminated electrical steel pole shoes 
mounted in rolled sted frame 
Machine form wound and taped field coils 
Bearing: Double sealed, prelubricated ball bearing 
Generator 
Detai I Drip-proof construction exceeds requirements for most civilian and 
Lukicabjon: Positive displacement lube oil pump. 
Full pressure lubrication to main and connecting 
rod bearings 
Oil capacity 3 qt (2.84 L) including filter 
Starling: Remote, 12V 3-wire, negative ground 
Bearings: Two main are steel backed bronze 
sleeves: replaceable precision inserts 
Vahrar): Overhead, free to rotate 
Engine 
Detail 
T A B L E  3.6-1 S A L I E N T  D E S I G N  A N D  P E R F O R M A N C E  C H A R A C T E R I S T I C S  
O F  O N A N  D J A  D I E S E L  G E N S E T  
3-32 
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Figure  3.6-1. ONAN Technical B u l l e t i n :  











I T E M  -
w 
LE GEND : 
NUMBER 
A I R  CLEANER 97 a 
SPEED GOVERNOR 98 l 
S E N S I T I V I T Y  AD3 99 e 
O I L  F I L T E R  100. 
O I L  DRAIN 101 e 
FUEL F I L T E R S  102. 
O I L  PRESSURE GAUGE 103. 
Figure  3.6-2. GENSET 
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I T E M  -
O I L  F I L L E D  TUBE 
AC GENERATOR 
FUSE 
CHARGE RATE AMMETER 
START/STOP SWITCH 
PREHEAT SWITCH 
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Table 3.6-5 below identifies the control adapter kit electrical parts. 
Table 3.6-5. Parts List 
REF. DES. PART NO. QTY DESCRIPTION 
K1 320B104 1 RELAY-CRANKING LIMITER 
K2 307B1052 1 RELAY-START STOP 
K3 307-645 1 RELAY-T.D. PREHEAT 
K4 E520-258 1 RELAY 
304-580 2 INSULATOR 
R1 304A192 1 RESISTOR-352, 1OW 
R2 304A251 1 RESISTOR, 3052,5W 
51 308- 138 1 SWITCH, SELECTOR 
TB 1 332A609 1 BLOCK-TERMINAL 
Wll-W5 338A551 1 LEAD ASSY, 32"LG 
332A1003 1 STR I P - MA RKE R 












I T E M  -
RED LIGHT 
POWER ON/OFF 
TEST MUTE AUTO 
LAMP TEST 


































Th is  s e c t i o n  of t h e  Design D e s c r i p t i o n  Report covers mechanizat ion o f  t h e  power 
sys tem f rom t h e  p o i n t - o f - v i e w  o f  t h e  u s e r  o r  o p e r a t o r .  M a j o r  c o n t r o l s  and 
d i s p l a y s  a r e  f u r t h e r  i d e n t i f i e d  and t h e  i m p o r t a n c e  o f  p r o p e r  f u n c t i o n a l  
i n t e r p r e t a t i o n  and c o r r e c t  r e a c t i o n  by t h e  opera to r  i s  emphasized f o r  c l a r i t y .  
A number o f  t h e  i l l u s t r a t i o n s  p r e v i o u s l y  g i ven  a re  repeated o r  referenced. 
SYSTEM POWER CONTROL OPERATIONS 
4.1 OVERVIEW 
Under S e c t i o n  2.2, t h e  t h r e e  b a s i c  o p e r a t i o n a l  modes were  d e s c r i b e d :  MODE I - 
FULL AUTOMATIC, PHOTOVOLTAIC (PV) Array and GENSET power; MODE I 1  - AUTOMATIC/PV 
power  o n l y ;  MODE I 1 1  - GENSET power o n l y .  MODE I i s  t h e  p r e f e r r e d  mode o f  
operat ion,  t h e  P h o t o v o l t a i c  Power System operates comp le te l y  unattended. The PV 
A r r a y  g e n e r a t e s  e l e c t r i c  c u r r e n t  i n  p r o p o r t i o n  t o  t h e  amount o f  s u n l i g h t  
avai1,able; t h e  g r e a t e r  t h e  amount o f  s u n l i g h t  t h e  more  c u r r e n t  t h a t  i s  
generated. Shrubs, t rees ,  and o the r  f o l i a g e  s t r u c t u r e s  nus t  n o t  b l o c k  t h e  sun 
r a y s  f r o m  t h e  PV p a n e l s .  I f  t h i s  happens, o n l y  a l i m i t e d  amount o f  PV power 
w i l l  be generated and t h e  GENSET w i l l  r u n  a lmost  a l l  o f  t h e  t ime.  
Wi th t h e  except ion o f  t h e  manual ly operated c i r c u i t  breakers and switches, most 
o f  t h e  f u n c t i o n s  a r e  a u t o m a t i c .  The PV A r r a y  c u r r e n t  c h a r g i n g  t h e  B a t t e r y  i s  
c y c l e d  OFF/ON i n  a c c o r d a n c e  w i t h  t h e  B a t t e r y  v o l t a g e .  The GENSET comes ON 
au tomat i caJ l y  when t h e  B a t t e r y  v o l t a g e  has dropped below a p rese t  l e v e l .  The 
GENSET t u r n s  OFF a u t o m a t i c a l l y  when t h e  B a t t e r y  has recharged enough t o  cause 
t h e  B a t t e r y  v o l t a g e  t o  reach another p rese t  l i m i t .  Both t h e  GENSET and t h e  PV 
Array d isconnect  i f  t h e  B a t t e r y  v o l t a g e  c l i m b s  t o  dangerous l eve l s .  S i m i l a r l y  
a l l  l o a d s  a r e  a u t o m a t i c a l l y  shed when t h e  B a t t e r y  v o l t a g e  d r o p s  t o  l e v e l s  
i n d i c a t i n g  near t o t a l  d ischarge. 
MODE I 1  i s  an e x t e n s i o n  o f  MODE I ;  t h e  power i s  s u p p l i e d  o n l y  by  t h e  PV a r r a y ,  
and t h e  GENSET i s  n o t  a v a i l a b l e  t o  p r o v i d e  back-up power. The GENSET may be ou t  
o f  s e r v i c e  f o r  r e p a i r s  o r  p r e v e n t a t i v e  ma in tenance .  MODE I 1  o p e r a t i o n s  a r e  
a l s o  r e q u i r e d  i f  t h e  B a t t e r y  Charge r  has f a i l e d .  MODE I11  i s  t h e  l e a s t  
p r e f e r r e d  mode and i s  used o n l y  when t h e  PV array,  t h e  b a t t e r y  and most o f  power 
c o n t r o l l e r  c i r c u i t s  have  f a i l e d  o r  a r e  n o t  o p e r a t i n g .  A l l  power  i s  p r o v i d e d  
o n l y  by  t h e  GENSET. F i g u r e  4.1-1 f o l l o w i n g  i s  a l a d d e r  d i a g r a m  o f  t h e  power  
r e l a y i n g  f u n c t i o n s .  
4.2 CONTROLS AND DISPLAYS 
Sec t ion  4.2 f u r t h e r  i d e n t i f i e s  t h e  o p e r a t i o n a l  c o n t r o l s  and d i s p l a y  o f  t h e  power 
system. W i t h  t h e  e x c e p t i o n  o f  t h e  GENSET c o n t r o l s  ( w h i c h  a r e  e x c l u s i v e l y  
c o n c e r n e d  w i t h  manual  o p e r a t i o n  and m a i n t e n a n c e ) ,  and t h o s e  on t h e  a u x i l i a r y  
a larm and s a f e t y  sw i t chgear  enclosures, a1 1 e s s e n t i a l  o p e r a t i o n a l  c o n t r o l s  a re  
concentrated on t h e  seve ra l  panels o f  t h e  power c o n t r o l l e r .  These d i s p l a y  and 
c o n t r o l  p a n e l s  i n c l u d e  t h e  PCP (Power C o n t r o l  P a n e l ) ,  t h e  POP (Power O u t p u t  
Panel), t h e  I n s t r u m e n t a t i o n  and D iagnos t i cs  Panel, and those on t h e  DC B a t t e r y  
Charger. The t e s t  p o i n t s  on t h e  panel f o r  t h e  PSM (Power S w i t c h i n g  Module) a re  
i d e n t i f i e d .  The v o l t a g e  t h r e s h o l d s  c o r r e s p o n d i n g  t o  v a r i o u s  c o n t r o l  a c t i o n s  
were p r e v i o u s l y  g i v e n  i n  F i g u r e  2.2-1 preceeding. 
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4.2.1 Displays on t h e  Power Control Panel (PCP) (Figure 3.4-4 o f  Section 3.0) 
I t e m s  one (1) t h r o u g h  (12) o f  F i g u r e  3.4-4 a r e  s t a t u s  l i g h t s .  The f o l l o w i n g  
















L i g h t s  (1) (Amber) and (2) (Green) i n d i c a t e  t h a t  power  i s  b e i n g  d e l i v e r e d  
f rom one-ha l f  o f  t h e  PV Array, Channel "A". 
L i g h t s  (3) (Amber) and (4) (Green) i n d i c a t e  t h a t  power  i s  b e i n g  d e l i v e r e d  
f rom one-ha l f  o f  t h e  PV Array, Channel "B". 
L i g h t  (1) (Amber) i n d i c a t e s  t h a t  t h e  B a t t e r y  has been r e c h a r g i n g  n o r m a l l y  
and i s  now f u l l y  charged (has reached f l o a t  vo l tage ) .  
L i g h t  (2) g l o w s  Green when t h e  B a t t e r y  c a n / i s  r e c e i v i n g  power  t h r o u g h  
Channel "A" .  
L i g h t  (4) g l o w s  Green when t h e  B a t t e r y  c a n / i s  r e c e i v i n g  power t h r o u g h  
Channel llB1l. (The B a t t e r y  bus vo l tage  i s  below t h e  charge tape r  level . )  
(The B a t t e r y  bus vo l tage  i s  below t h e  f l o a t - c y c l e  l e v e l . )  
L i g h t  (5), a warning i n d i c a t o r ,  g lows r e d  when t h e  crowbar i s  c losed and t h e  
PV Array i s  shor ted out.  
L i g h t  (6), a warning i n d i c a t o r ,  glows r e d  when t h e  b a t t e r y  bus vo l tage  drops 
t o  a low l e v e l  (undervol tage) ,  c lose  t o  b a t t e r y  dep le t i on .  
L i g h t  (7), a w a r n i n g  i n d i c a t o r ,  g l o w s  r e d  i f  t h e  b a t t e r y  bus v o l t a g e  
reaches, a dangerously h i g h  l e v e l  (overvol tage).  
L i g h t  (8), warning i n d i c a t o r ,  glows red  and warns t h a t  t h e  GENSET has f a i l e d  
t o  s t a r t  upon command. The GENSET i s  locked ou t  and t h e  alarm i s  tu rned  on. 
L i g h t  (9), glows w h i t e  when t h e  PV Array c i r c u i t s  a re  genera t i ng  power. 
L i g h t  (10) glows w h i t e  when t h e  GENSET i s  powering t h e  B a t t e r y  Charger. 
L i g h t  (ll), g l o w s  w h i t e  when t h e  I n v e r t e r  i s  d e l i v e r i n g  AC 
classroom. L i g h t  (11) w i l l  never l i g h t  up i f  t h e  GENSET i s  on. 
L i g h t  (12) glows wh i te ,  i n d i c a t i n g  t h a t  t h e  GENSET i s  ON, d e l i v e r  
L i g h t  (31) i n  t h e  E m e r g e n c y / C o n t r o l  power push b u t t o n  s w i t c h  g 
when DC c o n t r o l  power i s  ON. 
power t h e  
ng power. 
ows w h i t e  
M e t e r  (15) i s  t h e  b i p o l a r  DC Ammeter. When i t s  p o i n t e r  i s  t o  t h e  l e f t  o f  
t h e  cen te r  i t  i n d i c a t e s  t h e  magnitude o f  t h e  b a t t e r y  d ischarge c u r r e n t ;  t o  
t h e  r i g h t  o f  c e n t e r  i t  i n d i c a t e s  c h a r g i n g  c u r r e n t .  When t h e  n e e d l e  i s  
centered, t h e r e  i s  no c u r r e n t  f l o w i n g ,  o r  t h e  charge c u r r e n t  i s  equal t o  t h e  
d ischarge c u r r e n t  demanded by t h e  load. 
4.2.2 Controls on the Power Control Panel (PCP) 
A l l  o f  these f u n c t i o n a l  c o n t r o l s  a re  d i r e c t l y  accessible. The r e f e r e n c e  numbers 
a r e  t h o s e  g i v e n  on F i g u r e  3.4-1, t h e  PCP f r o n t  p a n e l  l a y o u t .  Norma l  d a y t i m e  














S w i t c h  (13 )  i s  a m o n e n t a r y  c o n t a c t ,  p u s h - b u t t o n  s w i t c h  t h a t  r e s e t s  t h e  
crowbar [ i n d i c a t e d  by r e d  l i g h t  (5) ]  a f t e r  a ground f a u l t  has been cleared. 
S w i t c h  (14 )  i s  a push b u t t o n  s w i t c h  t h a t  r e s e t s  t h e  u n d e r v o l t a g e  o r  
o v e r v o l t a g e  c i r c u i t s  [ i n d i c a t e d  b y  r e d  l i g h t s  (6)  o r  ( 7 ) ]  when c o n d i t i o n s  
have been r e s t o r e d  t o  normal. 
Sw i t ch  (16) p e r m i t s  s e l e c t i o n  o f  t h e  AC power source f o r  t h e  Classoom load. 
The I n v e r t e r  w i l l  n o t  work however i f  t h e  GENSET i s  ON. 
Fuses (17) show t h e  l o c a t i o n  o f  t h e  c o n t r o l  power fuses. 
S w i t c h e s  (18(,  (19) ,  (ZO), (21),  (22) ,  (23) and (24) a r e  t e s t  s w i t c h e s .  
They a r e  momentary con tac t  t o g g l e  switches, w i t h  t h e  cen te r  p o s i t i o n  "OFF". 
I f  t h e  c o n t r o l  c i r c u i t s  a r e  w o r k i n g  p r o p e r l y ,  t h e  d i s p l a y  l i g h t s  s h o u l d  
respond as f o l l o w s :  
S w i t c h  ( 1 8 )  t e s t s  PV r e g u l a t o r  Channel I n  t h e  UP p o s i t i o n  L i g h t  ( 2 )  
should go OFF and L i g h t  (1) should come ON. I n  t h e  DOWN p o s i t i o n  (1) should 
go OFF and ( 2 )  ON. 
S w i t c h  ( 1 9 )  t e s t s  PV r e g u l a t o r  Channel I n  t h e  UP p o s i t i o n ,  L i g h t  ( 4 )  
goes OFF, and ( 3 )  ON. I n  DOWN p o s i t i o n ,  (3)  goes OFF and (4)  goes ON. 
"A". 
"B". 
S w i t c h  (20 )  checks t h e  UNDERVOLTAGE p r o t e c t i v e  t r i p .  The UP p o s i t i o n  
s i m u l a t e s  an u n d e r v o l t a g e  c o n d i t i o n ;  L i g h t  (6)  ( r e d )  goes on i f  t r i p  i s  
successful.  Reset o f  (14) requi red.  
S w i t c h  (21 )  i s  f o r  t h e  OVERVOLTAGE p r o t e c t i v e  t r i p .  The UP p o s i t i o n  w i l l  
s i m u l a t e  an o v e r v o l t a g e  c o n d i t i o n .  L i g h t  (7 )  ( r e d )  goes on i f  t r i p  i s  
successfu l .  Reset o f  (14)  requ i red .  
Sw i t ch  (22) i n  t h e  UP p o s i t i o n  w i l l  t e s t  t h e  GENSET s t a r t i n g  system. L i g h t  
(10) ( w h i t e )  w i l l  t u r n  on i f  t h e  system i s  okay. 
S w i t c h  (23 )  t e l l s  t h e  c o n t r o l s  t o  s h u t  OFF t h e  GENSET and l e t s  t h e  s y s t e m  
r e t u r n  t o  normal dayt ime opera t  ion. 
S w i t c h  ( 2 4 )  i n  t h e  UP p o s i t i o n  s i m u l a t e s  an a r r a y  g r o u n d  f a u l t  t h a t  t r i p s  
t h e  CROWBAR. L i g h t  ( 5 )  ( r e d )  goes on and t h e  c r o w b a r  m u s t  b e  r e s e t  by  
d e p r e s s i n g  pushbutton (13). 
The b a l a n c e  o f  t h e  c o n t r o l s  o f  t h e  PCP a r e  concerned  w i t h  Mode C o n t r o l .  The 
Mode Contro l  s w i t c h  p o s i t i o n s  a re  t h e  same f o r  (25, 26, 27, 28, 29, 30) pushing 
each t o g g l e  s w i t c h  UP d isconnects  t h e  func t i on .  Pushing each t o g g l e  s w i t c h  DOWN 
by-passes t h e  au tomat i c  c o n t r o l  and p laces t h e  f u n c t i o n  i n  an energized s t a t e  as 
f o l  1 ows : 
(25 )  UP s t o p s  c h a r g i n g  f r o m  PV c i r c u i t  channe l  A. L i g h t  ( 1 )  may g o  OFF and 
l i g h t  ( 2 )  ON. 
(25)  DOWN keeps f l o a t  charg ing PV c u r r e n t  f l o w i n g  even when n o t  needed. 
(26) DOWN keeps tape r  charg ing c u r r e n t  f l o w i n g  even i f  n o t  needed. 
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(26) UP s t o p s  c h a r g i n g  f r o m  PV c i r c u i t  channe l  B. L i g h t  (3) may go OFF and 
l i g h t  ( 4 )  may g o  ON. 
(27) UP d isconnects  undervol tage s a f e t y  t r i p .  
(27) DOWN s i m u l a t e s  an u n d e r v o l t a g e  c o n d i t i o n ;  r e d  l i g h t  ( 6 )  s h o u l d  g l o w  and 
t h e  b a t t e r y  should be disconnected from t h e  bus. 
(28)  UP keeps a s a f e t y  ove rvo l tage  t r i p  f rom t a k i n g  place. 
(28) DOWN d isconnects  bo th  power sources and w i l l  n o t  l e t  e i t h e r  d e l i v e r  power. 
(29) UP w i l l  p revent  t h e  GENSET from s t a r t i n g .  
(29) DOWN s t a r t s  t h e  GENSET and keeps i t  ON. 
(30) UP w i l l  p revent  t h e  crowbar* f rom t r i p p i n g .  
(30) DOWN energizes t h e  crowbar and keeps i t  closed. 
* The crowbar i s  a r e l a y  which s h o r t  c i r c u i t s  t h e  PV a r ray .  
4.2.3 
F i g u r e  3.4-5 f o l l o w i n g  i d e n t i f i e s  t h e  c o n t r o l s ,  d i s p l a y s  s t a t u s  i n d i c a t o r s  on 
t h e  Power Output Panel (POP). Key numbers a re  used t o  i d e n t i f y  POP f u n c t i o n s  i n  
t h e  d e s c r i p t i o n s  f o l l o w i n g .  
Displays on the Power Output Panel (POP) (Figure 3.4-5 o f  Section 3.0) 
M e t e r  Vrms ( 5 4 )  i s  a v o l t m e t e r  t h a t  d i s p l a y s  t h e  l e v e l  o f  t h e  v o l t a g e  on t h e  
ou tpu t  AC bus. It should read between 225 and 240 VAC. 
Meter I rms (55)  d i s p l a y s  t h e  AC c u r r e n t  drawn by t h e  classroom load. 
Meter (56) i n d i c a t e s  t h e  frequency o f  t h e  AC power i n  h e r t z .  
CBs (58) and (59) a re  c i r c u i t  breakers which d isconnect  DC t o  t h e  s t a t i o n  and DC 
f r o m  t h e  i n v e r t e r ,  r e s p e c t i v e l y .  They a r e  t o  b e  r e t u r n e d  t o  t h e ' u p  p o s i t i o n  
when t h e  f a u l t  i s  cleared. 
CBs (60) and (61), t h e  AC Ground F a u l t  I n t e r r u p t e r s ,  s i g n a l  a AC ground f a u l t  by 
r e l e a s i n g  o f  a t r i p - i n d i c a t i n g  f l a g  which opens t h e  load c i r c u i t .  
4.2.4 Controls on the Power Output Panel (POP) 
S w i t c h  (57)  p e r m i t s  t h e  i n v e r t e r  A C  t o  be  t u r n e d  ON and OFF. The Ground F a u l t  
I n t e r r u p t e r s  (60) and (61) t r i p  open when an o b j e c t  o r  person a c c i d e n t l y  f o r m  a 
c i r c u i t  between t h e  AC l i n e  and ground. 
R e c e p t a c l e s  (62 )  (63 )  and (67 )  a r e  t h e  p l u s  s a f e t y  d i s c o n n e c t s  f o r  t h e  t h r e e  
B a t t e r y  s t r i ngs .  The n e g a t i v e  disconnects,  (64), (65) and (66) are t h e  s m a l l e r  
one 1 o c a t e d  b e l  ow t h e  1 a r g e r  c o n n e c t o r - p l  ug c o m b i n a t  i ons .  They a r e  c a l l  ed 
"SUPERCONS" which i s  t h e  manufacturers way o f  i d e n t i f y i n g  them. 
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4.2.5 Power-Switching Module (PSM) (Figure 3.4-3 o f  Section 3.0) 
F i g u r e  shows t h e  f r o n t  panel l a y o u t  o f  t h e  Power S w i t c h i n g  Module. There a re  no 
d i s p l a y s  on t h i s  panel. Key des igna t ions  (40) through (51) a re  d i a g n o s t i c  t e s t  
p o i n t s  f o r  use by t r o u b l e s h o o t i n g  and r e p a i r  personnel. These should be ignored 
s i n c e  they a re  n o t  i n v o l v e d  i n  r o u t i n e  operat ions.  
(52)  i s  a c i r c u i t  b r e a k e r  i n  t h e  channe l  A PV A r r a y  c i r c u i t s  t h a t  f e e d  t h e  " A "  
r e g u l a t o r  channel. 
(53)  i s  an i d e n t i c a l  c i r c u i t  b r e a k e r  i n  t h e  channe l  B PV A r r a y  c i r c u i t s  t h a t  
feed t h e  "B" r e g u l a t o r  channels. 
4.2.6 Instrumentation Panel 
The I n s t r u m e n t a t i o n  Pane l ,  shown i n  F i g u r e  3.4-7, does n o t  have  any c o n t r o l s  
except f o r  t h e  r e s e t  bu t tons  on each o f  t h e  s i x  ampere-hour accumulators, (84) 
(85)  (86)  (87)  (88)  (89). The d i s p l a y s  a r e  a l l  e i t h e r  D C  ammeters (80)  (81)  
(82)  o r  a v o l t m e t e r  (83). One DC ammeter  (80)  i n d i c a t e s  t h e  t o t a l  c u r r e n t  
ou tpu t  o f  a l l  o f  t h e  PV source c i r c u i t s .  Meter (81) d i s p l a y s  t h e  i ns tan tan tous  
c u r r e n t  d e l i v e r e d  by t h e  B a t t e r y  Charger. T o t a l  DC load c u r r e n t  i s  measured by 
r e a d i n g  (82). The b a t t e r y  bus v o l t a g e  i s  i n d i c a t e d  on a DC v o l t m e t e r  (83).  
Counter (84) d i s p l a y s  t h e  cumu la t i ve  ampere-hours d e l i v e r e d  t o  t h e  Bat tery .  
The cumu la t i ve  ampere-hour taken o u t  of t h e  b a t t e r y  may be read on counter  (86). 
The t o t a l  ampere-hours o f  e l e c t r i c i t y  p roduced  by t h e  B a t t e r y  Charge r  a r e  
d i s p l a y e d  on c o u n t e r  (87). The ampere -hours  a c c u m u l a t e d  i n  p o w e r i n g  t h e  
I n v e r t e r  a re  d i sp layed  on counter  (88), and t h e  t o t a l  ampere-hours consumed by 
t h e  E a r t h  S t a t i o n  DC l oad  a re  d i sp layed  on counter  (89) .  
4.2.7 
The B a t t e r y  Charger i s  powered by t h e  GENSET. I t operates o n l y  when t h e  GENSET 
i s  ON. I t  has severa l  c o n t r o l s  and d i s p l a y s  on t h e  f r o n t  panel. Meter  (32) i s  
a v o l t m e t e r  t h a t  reads t h e  v o l t a g e  produced by t h e  charger. I t  w i l l  be a l i t t l e  
h ighe r  than t h e  b a t t e r y  bus voltage. Meter  (34) ' i s  t h e  b u i l t - i n  DC ammeter i n  
t h e  c h a r g e r .  I t  w i l l  r e a d  t h e  same as ammeter (82)  on t h e  I n s t r u m e n t a t i o n  
Panel. 
Battery Charger (Figure 3.4-8 o f  Section 3.0) 
4.2.8 
The Back-up GENSET i s  very impor tant .  I t  powers t h e  DC E a r t h  S t a t i o n  l oad  and 
p r o v i d e s  230 V A C  50 HZ power t o  t h e  c l a s s r o o m  when t h e  s y s t e m  b a t t e r y  has n o t  
been r e c h a r g e d  by s o l a r  PV power. I t  i s  t h e  o n l y  s o u r c e  o f  A C  m a i n t e n a n c e  
power. The n o r m a l  mode o f  o p e r a t i o n  i s  e i t h e r  A U T O M A T I C  o r  MANUAL. I n  t h e  
even t  o f  a s e r i o u s  p r o b l e m  o r  an emergency, t h e  s e r v i c e  t e c h n i c i a n  m u s t  be 
c a l l e d  immediate1 The GENSET i s  shown i n  F i g u r e  4.2-7. I t e m  (90) i s  t h e  a i r  
c l e a n e r ;  *a speed g o v e r n o r  t h a t  c o n t r o l s  e n g i n e  RPM and t h u s  A C  
f r e q u e n c y ;  (92)  i s  an a d j u s t m e n t  t h a t  o n l y  s h o u l d  be t o u c h e d  by  a m a i n t e n a n c e  
person;  (93),  (94) ,  (95),  and (97)  a r e  p a r t  o f  t h e  o i l  and and f u e l  systems;  
(96)  i s  an o i l  p r e s s u r e  gauge; (99)  i s  a f u s e  i n  t h e  GENSET b a t t e r y  c i r c u i t ;  
(100) t h e  GENSET b a t t e r y  c h a r g e r  r a t e  ammeter. S w i t c h  (101)  i s  t h e  manual 





















s t a r t - s t o p  switch and  ( 1 0 2 )  the  preheat switch. These t w o  local cont ro ls  
by-passed (Locked-Out) in normal automatic mode operation. Switch (103) i s  
running-time meter on the diesel engine which indicates engine operation, 
generator power del ivery. 
a re  
the 
not 
4.2.9 Alarm Box (Figure 3.7-1 o f  Section 3.0) 
The Alarm Box shown in Figure 3.7-1 i s  a separate  waterproof enclosure t h a t  
houses the audio alarm and red warning  light. The l ight,  ( l l O A )  i s  installed in 
a waterlight transparent housing. The electr ic  horn,  
i s  mounted on the  s ide  of the enclosure. (112) i s  a 
horn testing. (113) i s  the lamp t e s t  pushbutton. The 
lock-out type. After an emergency t r ip ,  the ci rcui ts  
reset pushbutton (114). The system i s  fused by (115) 
4.2.10 Battery Safety Switches 
The Battery Safety Switches, ( 7 7 ) ,  (78) ,  ( 7 9 )  as 
a solid s t a t e  siren (117) 
muting switch t o  permit 
alarm circui ts  are of the 
are reset by pushing the 
and (116). 
shown in Figure 3.5-10, 
a re  very important. Inside of these boxes a re  the fuses for  each of the  three  
Battery s t r i n g s ,  ( 7 4 ) ,  ( 7 5 ) ,  and  (76 ) .  The operators  wi l l  n o t  be ca l led  u p o n ,  
however, t o  t e s t  or replace these fuses. These circui ts  are very hazardous and 
may only be worked on by troubleshooting and repair personnel. A separate l ine 
pair takes off from the f i r s t  of the three Battery strings. The positive l ine 
i s  fused by (73). The l i n e  pa i r  provides protected D C  power fo r  the control 
circuits. They will have power even i f  fuses (74),  (75),  and (76) clear. 
4.3 OPERATIONAL STATUS ASSESSMENT 
The power system operator has ava i lab le  s u f f i c i e n t  d i sp lays ,  readouts a n d  
ind ica tors  t o  assess  the s t a t u s  of the power system in a l l  s t a t i c  a n d  
t r a n s i t i o n a l  s t a t e s .  The User/Operator Volume of the Technical Manual 
completely describes the status of a l l  displays and indicators a t  a l l  points in 
the complete cycle of t u r n i n g  on the system, operations under b o t h  normal and 
abnormal condi t ions,  and  during orderly shutdown. Please r e f e r  t o  subject  
manuals for detailed procedures. 
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5 .O PROJECT DOCUMNTATION 
P r o j e c t  documentat ion f a l l s  under one o f  t h e  f o u r  f o l l o w i n g  ca tegor ies :  
o Design Drawings - i n c l u d i n g  mechanical,  s t r u c t u r a l  and e l e c t r i c a l  
o S p e c i f i c a t i o n  C o n t r o l  D r a w i n g s  - documents c o n t r o l l i n g ,  t h e  m a n u f a c t u r e  
and lo r  procurement o f  hardware. 
o I n d u s t r i a l  Manua ls  - vendor  d o c u m e n t a t i o n  i n  being, c o v e r i n g  performance, 
o O p e r a t i o n s  and M a i n t e n a n c e  D a t a  - i n c l u d i n g  Operat ing and S e r v i c e  Manuals, 
design and s e r v i c e  aspects. 
P r o v i s i o n i n g  I n f o r m a t i o n .  
The s t a t u s  o f  each o f  these ca tegor ies  i s  summarized i n  Table 5 -1  f o l l o w i n g .  
5-1 
Documentation Category 
Final Design Drawings 
Table 5-1  
Status o f  Documentation 
Status 
Mechanical and Structural 
Or aw i ngs 
Schematics and Wiring Diagrams 
Facility Drawings 
Site Pictorial Documentation 
Specification Control Drawings 
Module Procurement Specifications 
Battery Procurement Data 
Battery Charger Procurement Data 







Operations & Maintenance (O&M) 
Documentation 
User/Operator Manual 
Operations and Maintenance Manual 
Troubleshooting and Repair Manual 
Other Operating Procedures 
Post-installation and commissioning 
u p d a t e d  p a c k a g e  h a s  been 
sent to NASA and the customer. 
Module procurement specifications 
have remained substantially 
unaltered since hardware procured. 
This specification is part o f  the 
design documentation package. 
Industrial Manuals and Applications 
data provided by the manufacturer 
have been incorporated into Volume 
IV o f  the Operating and Service 
Manuals. 
A complete set o f  manuals covering 
operation, maintenance, troubleshoot- 
ing and repair have been completed 
and delivered to both NASA and the 
customer. These manuals have been 
updated to reflect several modifica- 











6.1 S W R Y  
PROOF -OF-DES I6N TEST RESULTS 
P r o o f - o f - D e s i g n  T e s t s  were  conduc ted  a t  HughesILong Beach i n  September, 1984. 
They were witnessed by a t e c h n i c a l  r e p r e s e n t a t i v e  f r o m  t h e  NASA/Lewis S o l a r  
P r o j e c t s  O f f i ce .  The t e s t s  were successfu l ,  and t h e  equipment, based upon t h e  
approved design, was re leased f o r  shipment t o  Indonesia. 
6.2 TEST SET-UP PROCEDURES 
The t e s t  apparatus i n s t r u m e n t a t i o n  and procedure employed i n  t h e  Proof-of-Design 
T e s t s  a r e  s e t  f o r t h  i n  t h e  T e s t  P lan,  No. SEP 11624, w h i c h  i s  i n c l u d e d  as 
Appendix A t o  s u b j e c t  r e p o r t .  F i g u r e  6-1 f o l l o w i n g  d e p i c t s  t h e  t e s t  setup. 
6.3 S W A R Y  OF RESULTS 
Using t h e  i n d i c a t e d  NASA approved s i m u l a t i o n  power sources i n  l i e u  o f  t h e  ac tua l  
a r r a y  as we1 1 as t h e  d e l  i v e r a b l e  b a t t e r y  complement ,  t h e  B a l  a n c e - o f - S y s t e m  
f u n c t i o n a l  elements performed i n  f u l l  accordance w i t h  t h e  requi rements o f  t h e  







7.0 POUER SYSTEM INSTALLATION AT UAUATOBI, SOLAUGSI TANGGARA 
The power system was i n s t a l l e d  a t  t h e  se lec ted  s i t e  across t h e  roadway from t h e  
A g r i c u l t u r a l  Schoo l  i n  t h e  o u t s k i r t s  o f  t h e  v i l l a g e  o f  Wawatobi ,  some 50 
k i l o m e t e r s  w e s t  o f  t h e  c o a s t a l  t o w n  o f  K e n d a r i  i n  S o u t h e a s t  S u l a w e s i  o f  t h e  
Republ ic o f  Indonesia. 
I n s t a l l a t i o n  commenced on May 11, 1985; f i n a l  c h e c k o u t  was c o m p l e t e d  June 6, 
1985. An o v e r v i e w  o f  t h e  i n s t a l l a t i o n  a c t i v i t i e s  i s  g i v e n  i n  t h e  p a r a g r a p h s  
f o l l o w i n g .  P i c t o r i a l  da ta  i s  i nc luded  as approp r ia te .  
7.1 LEADIN6 PARTICULARS 
The i n s t a l l a t i o n  team o n - s i t e  a t  Wawatobi cons i s ted  o f  t h e  NASA Solar  P r o j e c t  
O f f i c e  rep resen ta t i ve ,  t h e  Hughes F i e l d  Engineer, and t h e  I n s t a l  l a t i o n  team f rom 
P.T. E l e k t r i n d o  Nusan ta ra ,  o f  J a k a r t a ,  I n d o n e s i a .  The l a t t e r  i s  a l a r g e  
t e l  ecommun i c a t  ions t ransm i s s  i o n  systems engineer ing and manu f ac t u r  i ng c onc e r n  
r e t a i n e d  by Hughes t o  i n s t a l l  t h e  PV/Diesel Power System. T h i s  E l e k t r i n d o  group 
i n d e p e n d e n t l y  i n s t a l l e d  t h e  e a r t h  s t a t i o n  under  s e p a r a t e  c o n t r a c t  w i t h  A E D  
(Academy f o r  Educat ional  Development). 
7.2 SITE PREPARATION 
The s e l e c t e d  s i t e  i s  a t  t h e  end o f  an unpaved road approx ima te l y  200 y a r d  n o r t h  
o f  t h e  main road t o  Wawatobi and Kendari. The a c t u a l  i n s t a l l a t i o n  complex i s  
l o c a t e d  i n  w h a t  was o f  o r i g i n a l l y  a r i c e  paddy; i n i t i a l  s i t e  p r e p a r a t i o n  
i n v o l v e d  making a f i l l ,  c r e a t i n g  a crushed rock  ( r i p - r a p )  pad, o f  an e l e v a t i o n  
approx ima te l y  one -ha l f  meter above t h e  water  tab le.  I t  i s  es t ima ted  t h a t  about 
t h r e e  t o  f o u r  m e t e r s  o f  r i p - r a p  had t o  be  h a u l e d  i n  and compac ted  b e f o r e  
s t a b l i z a t i o n .  The r e s u l t s  o f  t h i s  c i v i l  work were e x c e l l e n t ;  t h e  s i t e  d ra ined  
w e l l  under t o r r e n t i a l  r a i n f a l l .  The pad area, exc lud ing  l a t e r  p repara t i ons  f o r  
t h e  c l a s s r o o m ,  was a p p r o x i m a t e l y  f o r t y  b y  f i f t e e n  m e t e r s .  T h i s  i n c l u d e d  t h e  
e a r t h  s t a t i o n  s i t e  as w e l l .  The s u r f a c e  was compacted and g r a d e d  smooth;  t h e  
crushed rock  was vo l can ic  i n  o r i g i n ,  no chemical  s t e r i l a n t s  were needed. The 
r e q u i r e d  a r e a  f o r  t h e  P V  i n s t a l l a t i o n  and t h e  s e c u r i t y  f e n c e  a r e  shown i n  
D r a w i n g  No. SEP-11507. F i g u r e s  7.2-1 i s  a p h o t o g r a p h  o f  t h e  a r r a y  f i e l d  t a k e n  
d u r i n g  w i r i n g  of t h e  b a t t e r y  c i r c u i t s .  The boundary o f  t h e  f i l l  area w i t h  t h e  
o r i g i n a l  paddy maybe seen i n  t h e  l e f t  f r o n t .  F i g u r e  7.2-2 i s  a n o t h e r  v i e w  o f  
t h e  f i l l e d  area, t h e  o r i g i n a l  r i c e  paddy, and t h e  access road. 
7.3 FOUNDATION INSTALLATION 
Two types o f  foundat ions a re  i n s t a l l e d  a t  t h e  PV systems s i t e .  An above grade 
c o n c r e t e  s l a b  p r o v i d e s  t h e  f o u n d a t i o n  f o r  t h e  e q u i p m e n t  s h e l t e r s .  I n  t h e  
o r i g i n a l  Hughes i n s t a l l a t i o n  plan, t h e  assembled me ta l  t roughs a lone were t o  
have p rov ided  an i n t e g r a l  f ounda t ion  f o r  t h e  e n t i r e  a r r a y  assembly. 
The t r o u g h s  were  t o  have  been i n s t a l l e d  d i r e c t l y  on t h e  f i l l .  The l o n g - t e r m  
s t a b i l i t y  o f  t h e  f i l l  was however suspect because o f  t h e  unknown na tu re  o f  t h e  
underground s o i l  s t r u c t u r e .  As an example a s i n g l e  workman was a b l e  t o  " s l u i c e "  
a s t e e l / c o p p e r  g round  r o d  t o  a d e p t h  o f  a b o u t  t h r e e  m e t e r s  a t  a p o i n t  o n l y  
s e v e r a l  m e t e r s  beyond t h e  p e r i p h e r y  o f  t h e  f i l l .  A t  t h e  t i m e  o f  e q u i p m e n t  
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presumed l o s t  i n  t r a n s i t .  F i g u r e  7.3-1 shows t h i s ;  replacement caps of l o c a l  
manufacture a r r i v e d  s h o r t l y  t h e r e  a f t e r  were i n s t a l l e d  as shown i n  F i g u r e  7.3-2 
f o l l  owing. 
A 15 c e n t i m e t e r  t h i c k  s l a b  was t h e r e f o r e  p o u r e d  as a f o u n d a t i o n  f o r  t h e  
cont iguous panel assembly; t h e  t roughs were arranged i n  t h e  proper  o r i e n t a t i o n  
b e f o r e  e r e c t i o n  o f  t h e  p a n e l s  was s t a r t e d .  The a v a i l a b i l i t y  o f  a s l a b  c o u l d  
have o f  c o u r s e  made t h e  b a l l a s t e d  t r o u g h s  ( p l a n t e r s )  redundan t .  I t  was 
understood t h a t  a t  some l a t e r  d a t e  t h i s  demonstrat ion system migh t  be mov,ed t o  a 
second remote s i t e  and r e i n s t a l l e d .  We e l e c t e d  t o  r e t a i n  t h e  p l a n t e r s  so t h a t  
t hey  would never be separated f rom t h e  balance o f  t h e  assembly, and p e r f o r c e  t h e  
p o s s i b i l t y  should t h e  move need t o  be made. As a demonstrat ion system, t h e  n e t  
e f f e c t  o f  t h e  i n s t a l l a t i o n  on a smooth, r e c t a n g u l a r  su r face  was exce l l en t .  The 
r a t i o n a l e  f o r  t h e  a p p a r e n t  redundancy  became q u i t e  u n d e r s t a n d a b l e ,  once t h e  
requi rement  f o r  u l t i m a t e  p o r t a b i l i t y  was evident.  See F igures 7.3-1 shows t h e  
demonstrat ion i n s t a l l a t i o n ;  c o n s t r u c t i o n  o f  t h e  c l a s s  room i s  proceeding i n  t h e  
background. The a u d i t o r i u m  o f  t h e  A g r i c u l t u r a l  School  i s  shown i n  t h e  f a r  
background. 
Equipment She1 ter Foundation 
As shown i n  F i g u r e s  7.3-1 t h e  e q u i p m e n t  s h e l t e r  s l a b  was p o u r e d  i n  an a r e a  o f  
abou t  f o u r  b y  seven m e t e r s  square.  The f o u n d a t i o n  was a p p r o x i m a t e l y  2 0  
cen t ime te rs  t h i c k ,  p r o v i d i n g  t o t a l  p r o t e c t i o n  f rom f l ood ing .  Except f o r  r a i s e d  
pad, the installation conformed t o  Drawing No. SEP 115-1. 
Solar Panel Structures 
So la r  panel s t r u c t u r a l  elements were assembled i n  accordance w i t h  Drawing No. 
SEP 11307. The t r o u g h  components,  I t e m s  1, 2, 3, 4 on t h e  r e f e r e n c e  d r a w i n g  
were assembled as shown, w i t h  t h e  approved fasteners.  The t rough  foundat ions 
were  a l i g n e d  on t h e  c o n c r e t e  s l a b ,  w h i c h  was o r i e n t a t e d  p r e c i s e l y  i n  and 
eas t /wes t  d i r e c t i o n  Drawing SEP-11501 p rov ided  t h e  r e q u i s i t e  guidance data. The 
a l ignment  angles ( I t e m  2 )  across t h e  f r o n t  stanchions, and t h e  b a t t e r y  suppor ts  
( I t e m  3 )  a c r o s s  t h e  r e a r  o f  t h e  t r o u g h  a s s e m b l y  ( I t e m  1 )  t o p s  w e r e  p r o p e r l y  
i n s t a l  l ed  f o r  t h e  complete complement. 
A f t e r  comp le t i on  o f  t h e  mechanical assembly o f  t h e  foundat ion,  t h e  t roughs were 
b a l l a s t e d  w i t h  t h e  l o c a l  r e d  r i p - r a p ,  hauled i n  f rom t h e  quarry. The b a t t e r i e s  
were then i n s t a l l e d  upon t h e i r  t rough  mounted racks,  as shown i n  Drawing SEP- 
11389. 
7.4 SOLAR PANEL INSTALLATION 
The s o l a r  panel components and fas tene rs  were assembled as dep ic ted  on Drawing 
No. SEP-11318. The p h o t o v o l t a i c  modu les  ( I t e m  1 )  were p l a c e d  f a c e  down on a 
smooth assembly t a b l e ;  t h e  l e f t  and r i g h t  suppor t  channels: ( I t e m  2 and 3 )  were 
t h e n  a t t a c h e d  b y  u s i n g  t h e  f a s t e n e r s  ( I t e m s  4-7).  The p a n e l s  were  t h e n  
i n s t a l l e d  upon t h e  t rough  founda t ion  per Drawing No. SEP-11389, sheets one and 
two. The assembly method maybe seen i n  F i g u r e  7.2-1 and 7.3-1 preceeding F i g u r e  
7.3-2 i s  t h a t  o f  t h e  completed a r r a y  f i e l d  i n s t a l l a t i o n .  
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ORIGINAL PAGE IS 
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F I G U R E  7 . 3 - 1  I N S T A L L A T I O N  O F  B A L L A S T E D  P L A N T E R S  ON P A D  
FOR D E M O N S T R A T I O N  S E T - U P  ( C L A S S R O O M  U N D E R  
C O N S T R U C T I O N  SHOWN I N  B A C K G R O U N D )  
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7.5 EQUIPMENT ENCLOSURE/SHELTER 
A p a r t i t i o n e d  equ ipmen t  she1 t e r  con fo rm ing  t h e  c o n f i g u r a t i o n  and i n s t a l l a t i o n  
c r i t e r i a  g i v e n  i n  D r a w i n g  No. SEP-11516 was c o n s t r u c t e d .  I t  was b u i l t  f r o m  
l o c a l  c i n d e r  b l o c k  m a t e r i a l  and c o n c r e t e ,  as d e p i c t e d  i n  t h e  p h o t o g r a p h s ,  o f  
F i g u r e s  7.5-1 f o l l o w i n g .  The r o o f  i s  m e t a l  sheathed;  t h e  s t r u c t u r e  i s  v e r y  
rugged and su rv i ved  g a l e  fo rce  winds from l o c a l  storms w i t h o u t  i n c i d e n t .  
7.6 EQUIPMENT INSTALLATION 
The i n s t a l l a t i o n  o f  t h e  Power C o n t r o l l e r  u n i t s  equipment bay may a l s o  be seen i n  
t h e  backg round  o f  t h e  p h o t o g r a p h s  o f  f i g u r e  7.5-1 p r e c e e d i n g .  The p r e v i o u s l y  
c a s t - i n - p l a c e  m o u n t i n g  s t u d s  were  u t i l i z e d .  The GENSET i n s t a l l a t i o n  i nc luded  
t h e  f u e l  tanks, t h e  m u f f l e r  assembl ly and pene t ra t i on ,  t h e  f l a p p e r  va l ve  and t h e  
support. The PV s h e l t e r  lamps were i n s t a l l e d ,  as were t h e  a larm and i n t e r f a c e  
boxes, and t h e  s a f e t y  s w i t c h  enclosure. The s e c u r i t y  fence and l o c k a b l e  access 
g a t e s  w e r e  e r e c t e d ;  t h e  g a t e  a s s e m b l i e s  were  f a b r i c a t e d  on s i t e  b y  a l o c a l  
we lde r .  F i g u r e  7.5-1 a l s o  shows t h e  b a t t e r i e s  and s a f e t y  s w i t c h  a s s e m b l i e s  
( c e n t e r  and c e n t e r  l e f t )  t h e  a l a r m  box t o  t h e  l e f t  o f  t h e  power c o n t r o l l e r ,  as 
w e l l  as t h e  power c o n t r o l l e r  i t s e l f .  
7.7 WIRING, INTERCONNECTION, AND HOOK-UP 
Cab les  o f  t h e  p r o p e r  s i z e  were p u l l e d  t h r o u g h  t h e  c o n d u i t s  f o r  a l l  o f  t h e  
subsystems.  The 800 w a t t  E a r t h  S t a t i o n  I n v e r t e r  was s u b s t i t u t e d  f o r  t h e  500 
w a t t  dev i ce  supp l i ed  w i t h  t h e  Power Con t ro l l e r .  The 500 w a t t  i n v e r t e r  has been 
rep laced by an 800 w a t t  device. The 800 w a t t  dev i ce  was i n s t a l l e d  i n  the  Power 
C o n t r o l l e r  Cabinet and w i r e d  i n  place. I t  i s  t h e  o n l y  s o l i d  s t a t e  AC source i n  
t h e  system. 
The l o n g  A M P  ha rnesses ,  I t e m s  4, 5, and 6, on D r a w i n g  No. SEP-11501, w e r e  
a t t a c h e d  t o  t h e  p a n e l s ,  and t h e  l e a d s  p u l l e d  t h r o u g h  t h e  c o n d u i t  t o  t h e  Power 
C o n t r o l l e r .  They were then tr immed the  des i red  l e n g t h  a t  t h e  power c o n t r o l l e r  
cab ine t  and connected t o  t h e  proper t e r m i n a l s  as shown on Drawing No. SEP-11547. 
The s t a n d b y  g e n e r a t o r  c a b l i n g  as a l s o  connec ted  t o  t h e  power  c o n t r o l l e r  
t e r m i n a l s  as shown on Drawing No. SEP-11547. 
The PV p a n e l s  w e r e  w i r e d  as shown on D r a w i n g  No. SEP-11501 w i t h  s h o r t  A M P  
harnesses (Item No. 3) .  
A l l  r ema in ing  system c a b l i n g  was w i red  i n  accordance w i t h  schematic Drawing No. 
SEP-11547. When connect ing power cables and jumpers t o  t h e  b a t t e r i e s ,  t h e  panel 
suppor t  l e g s  were unbol ted f rom the  panels, and t h e  panels r a i s e d  and propped up 
w i t h  lumber t o  f a c i l i t a t e  easy and sa fe  b a t t e r y  w i r i n g  and serv ice.  
The #6 AWG b a t t e r y  cables were a l s o  pu l l ed ,  and at tached t o  t h e  b a t t e r y  s a f e t y  
f u s e  box per Drawings SEP-11498 and SEP-11547. For s a f e t y  purposes, t h e  b a t t e r y  
jumpers, I t e m  #2, were l e f t  unattached. 
C o n t i n u i t y ,  " s m o k e "  and m e g g e r  t e s t s  w e r e  p e r f o r m e d  on a l l  c a b l i n g .  
Terminat ions and in te rconnec t ions  were made b e f o r e  t h e  a p p l i c a t i o n  o f  any power 
f o r  t e s t  purposes. A ve ry  r i g o r o u s  i n s p e c t i o n  o f  t h e  connect ions f o r  accuracy 
was a l s o  made. 
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PV Equipment Shelter 
in right background 
Figure 7.’5-1. Views o f  the Installation Shelters and Equipment Bays 
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7.8 POWER SYSTEM ACTIVATION AND START-UP 
The subsystems were c a r e f u l l y  brought on l i n e  i n  a sequen t ia l  manner p r i o r  t o  
s t a r t  o f  any f u n c t i o n a l  t e s t i n g  a t  t h e  systems l e v e l .  The l o g i c  of t h e  c o n t r o l  
system was m o d i f i e d  t o  meet t h e  requi rements o f  t h e  e a r t h  s t a t i o n  w i t h  regard t o  
u n i n t e r r u p t e d  (no-break) AC power. The d i e s e l  generator  (GENSET) was se rv i ced  
and s a t i s f a c t o r i l y  brought  on l i n e .  The i n v e r t e r  was a c t i v a t e d  and e l e c t r o n i c  
A C  power was s u p p l i e d  t o  t h e  e a r t h  s t a t i o n .  GENSET power was s u b s e q u e n t l y  
s u p p l i e d  t o  t h e  E a r t h  S t a t i o n .  The p h o t o v o l t a i c  c h a r g i n g  c i r c u i t s  and t h e  
ba t te ry -cha rge r  c o n t r o l l e r  were checked-out and d e t e r m i n e d  t o  b e  f u n c t i o n a l l y  
c o r r e c t .  I n  s h o r t  t h e  e n t i r e  power  s y s t e m  was f o u n d  t o  be  f u l l y  o p e r a b l e  and 
pe r fo rm ing  w i t h i n  s p e c i f i c a t i o n s .  The remain ing tasks were t h e r e f o r e  those of 
t r a i n i n g  and f i n a l  system acceptance by t h e  u l t i m a t e  customer, Perumtel .  
7-9 
8.0 TRAINING OF P E R M E L  PERSONNEL 
Approx imate ly  15 members o f  t h e  Perumtel t e c h n i c a l  s t a f f  at tended t h e  t r a i n i n g  
sessions. Classes were convened i n  an A g r i c u l t u r a l  School classroom; t h e  p e r i o d  
o f  at tendance was one week. 
Personnel cons i s ted  p r i n c i p a l l y  o f  young Perumtel t e c h n i c a l  people, p r i n c i p a l l y  
e l e c t r i c a l  engineers o r  ope ra t i ng  p e r s o n n e l  w i t h  advanced t e c h n i c a l  t r a i n i n g .  
The f o u r  vo lumes o f  t h e  S e r v i c e  and O p e r a t i n g  i n s t r u c t i o n s  s e r v e d  as t h e  
p r i n c i p a l  i n s t r u c t i o n a l  media. Course out1 ines were prepared and submi t ted  t o  
NASA f o r  r e v i e w  and a p p r o v a l  i n  advance o f  t h e  c o n d u c t  o f  t h e  a c t u a l  f i e l d  
t r a i n i n g  sessions. The course o u t l i n e  f o l l o w e d  t h e  progress ion i m p l i c i t  i n  t h e  
se t  o f  manuals. 
The i n i t i a l  p r e s e n t a t i o n s  c o v e r e d  p r i n c i p l e s  o f  o p e r a t i o n  and f u n c t i o n a l  
d e s c r i p t i o n  o f  t h e  major  subsystems, and t h e i r  i n te r faces .  D e t a i l e d  d i scuss ions  
o f  system operat ion,  c o n t r o l ,  and s a f e t y  fo l l owed ,  w i t h  emphasis upon t h e  major  
o p e r a t i n g  modes. The c o n t r o l  and p r o t e c t i v e  c i r c u i t s  were  t h e n  e x p l o r e d  i n  
d e t a i l ;  ques t i on  and answer sessions were h e l d  on both t h e  d e t a i l e d  f u n c t i o n  as 
w e l l  as f a u l t  d i a g n o s i s  and t r o u b l e s h o o t i n g  on each o f  t h e  subsystems.  The 
v u l n e r a b i l i t y  o f  t h e  b a t t e r y  and GENSET subsystems t o  i m p r o p e r  usage and 
inadequate maintenance were h igh l i gh ted .  
I t  was o r i g i n a l l y  planned t o  p a r t i t i o n  t h e  c l a s s  i n t o  t w o  groups. One group was 
presumed t o  be  o p e r a t i o n s  o r i e n t e d ,  t h e  o t h e r  w o u l d  c o n s i s t  o f  advanced 
t e c h n i c a l  p e r s o n n e l  more s k i l l e d  i n  d i a g n o s t i c s  and mair i tenance.  The e n t i r e  
c l a s s  t u r n e d  o u t  t o  be  r e l a t i v e l y  u n i f o r m i l y  q u a l i f i e d  as w e l l  as somewhat 
modest i n  size. I n s t r u c t i o n  t o  t h e  e n t i r e  group w i t h  a s i n g l e  s e t  o f  o u t l i n e s ,  
b l a c k b o a r d  a i d s ,  and i n s t r u c t i o n a l  m a t e r i a l  p r o v e d  e m i n e n t l y  s a t i s f a c t o r y .  

























9.0 SYSTEM ACCEPTANCE AND COMMISSIONING 
F i n a l  t e s t i n g  began i n  t h e  l a s t  week o f  May 1985, and was s a t i s f a c t o r i l y  
c o m p l e t e d  on June 2, 1985. T h i s  span i n c l u d e d  t h e  s u c c e s s f u l  t r a i n i n g  o f  
Perumtel personnel, through t h e  medium o f  both t h e  f o r m a l  c lassroom and hands-on 
f i e l d  i n s t r u c t i o n .  The complete h y b r i d  system was bough t -o f f  on 3 June 1984. 
P r i o r  t o  f u n c t i o n a l  t e s t i n g  a walk- through rev iew  as w e l l  as i n s p e c t i o n  o f  both 
h a r d w a r e  and d o c u m e n t a t i o n  was conducted.  T h i s  i n c l u d e d  a l l  a s p e c t s  of  
p r o v i s i o n i n g ,  as w e l l  as t h e  1986 p lans f o r  unscheduled maintenance. 
F i n a l  Acceptance Tes t i ng  i nvo l ved  f u n c t i o n a l  t e s t i n g  o f  system performance t o  
spec i f i ca t i on .  I n s p e c t i o n  had been completed; a condensed buy -o f f  procedure was 
p r o m u l g a t e d  j o i n t l y  by NASA and P e r u m t e l ,  and a c c e p t e d  by  Hughes. T h i s  f i n a l  
version, as executed on 3 June, 1985, i s  i nc luded  as Appendix B. 
Several d i sc repanc ies  were i d e n t i f i e d  f o l l o w i n g  t h e  commissioning tests .  These 
d i sc repanc ies  p r i n c i p a l l y  r e s u l t e d  f rom minor p a r t s  f a i l u r e ,  and t h e  m a l f u n c t i o n  
of  t h e  s p a r e  i n v e r t e r .  A s t r i n g  o f  b a t t e r i e s  had o f  c o u r s e  a l r e a d y  been 
d e s t r o y e d  by u p - e n d i n g  d u r i n g  s h i p m e n t  ( o r  s t o r a g e ) ;  t h e s e  were  n e c e s s a r i l y  
i n c l u d e d  on t h e  l i s t .  Pa rag raph  9.1 f o l l o w i n g  i s  an e x e r t  f r o m  t h e  Hughes 
l e t t e r  o f  25 June summarizing t h e  s i t u a t i o n .  As o f  t h i s  s u b m i t t a l  app rop r ia te  
c o r r e c t i v e  a c t i o n  ha5 been taken on e s s e n t i a l l y  a l l  t h e  problems. 
Cond i t i ona l  acceptance o f  t h e  PV Power System, i n s t a l l e d  a t  Wawatobi, Indonesia,  
was rece ived  by NASA f r o m  Perumtel. T r a i n i n g  was f u l l y  accepted; a copy o f  t h e  
Perumtel s igned document i s  i nc luded  i n  t h i s  r e p o r t .  
9.1 SUMMARY OF EVENTWACTION I T E M S  
Dur ing  i n s t a l l a t i o n  and t e s t ,  a number o f  events occurred and were recorded 







A. Marsha l l ,  our o n s i t e  Hughes i n s t a l l a t i o n  supervisor.  They are: 
The 500 w a t t  i n v e r t e r  was inoperable,  and t h e  u n i t  remains a t  t h e  s 
i n  t h i s  cond i t i on .  
t e  
Several b a t t e r i e s  were unusable due t o  be ing turned over d u r i n g  t r a  s -  
s h i p m e n t  f r o m  p o r t  o f  e n t r y ,  J a k a r t a ,  t o  f i n a l  s i t e  d e s t i n a t i o n ,  
Wawatobi. 
C o n t r o l  r e l a y s  ( 2  each),  and a g round  f a u l t  i n t e r r u p t e r ,  p a r t s  f a i l e d  
d u r i n g  checkout.  
A new, a d d i t i o n a l ,  sma l l ,  DC Power Supply (DCPS), assoc iated c i r c u i t r y ,  
and c i r c u i t  changes t o  accommodate t h e  DCPS were  added t o  t h e  Power 
C o n t r o l  l e r  Cabinet. 
The 800 w a t t  i n v e r t e r  f rom t h e  Ear th  S t a t i o n  was r e l o c a t e d  t o  t h e  Power 
C o n t r o l l e r  Cabinet, r e p l a c i n g  t h e  500 w a t t  i n v e r t e r ;  a new hook-up was 
made f o r  t h i s  f i e l d  m o d i f i c a t i o n .  
The b a t t e r y  m e t e r  on t h e  power  c o n t r o l  p a n e l  r e a d s  i n c o r r e c t l y ;  t h i s  












The c u s t o m e r  has s u b m i t t e d  a l i s t  o f  m o d i f i c a t i o n s  and i m p r o v e m e n t s  
t h a t  they wished t o  have incorporated;  t h e  s u b j e c t  l i s t  was t r a n s m i t t e d  
t o  NASA. 
INTERIM RECOWENDATIONS 
i tems above and i n  t h e  same sequence, t h e  f o l l o w i n g  a re  recommended: 
Replace t h e  i noperab le  500 w a t t  i n v e r t e r  w i t h  a new 800 w a t t  i n v e r t e r  
t o  be used as a spare f o r  t h e  one c u r r e n t l y  i n s t a l l e d .  (Completed) 
Replace t h e  
Replace f a u  
damaged b a t t e r i e s .  (Compl eted) 
t e d  r e l a y s  and con tac to rs  w i t h  new un i t s .  (Completed) 
Purchase a second, smal l ,  power supply  (DCPS) and send t o  t h e  s i t e  as a 
spare. (Completed) 
The 800 w a t t  i n v e r t e r  i s  d i s c u s s e d  under  I t e m s  9.1.5, and 9.2.1 
preceed i ng . (Compl e ted ) 
Replace t h e  b a t t e r y  meter and shunt. 
NASA w i l l  be a s k e d  by P e r u r n t e l  t o  r e v i e w  t h e  P e r u m t e l  r e q u e s t e d  
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Proof-of-Design Acceptance Tests on the 
Remote Earth Terminal, Indonesia 
OVERVIEW 
A Proof-of-Design (POD) Aceptance Test Plan, Hughes document SEP 11624, was 
submi t ted  t o  NASA e a r l y  i n  September 1984, approved and r e t u r n e d  t o  Hughes. 
A t  t h e  f a c t o r y  system t e s t  s i t e ,  f u n c t i o n a l  acceptance t e s t i n g  o f  PV module 
s t r i n g s  a t  t h e  assembled (o r  w i red )  l e v e l  was considered excess i ve l y  c o s t l y  
and m a r g i n a l l y  c o n t r i b u t o r y  t o  e v a l u a t i o n  o f  f u n c t i o n a l  adequacy. Damage 
and a p o s s i b l e  warranty  v i o l a t i o n  a l s o  could be i nvo l ved  i n  t h e  unpacking, 
assembl ing and packaging o f  b a t t e r i e s  as w e l l  as PV modules. 
The p i v o t a l  element o f  t h e  above approved p l a n  f o r  POD t e s t i n g  was t h a t  o f  
p r e c i s e l y  s i m u l a t i n g  t h e  dynamic c h a r a c t e r i s t i c s  o f  both t h e  PV power source 
and t h e  b a t t e r y  subsystem. The m a j o r  t e s t  a r t i c l e s  t h e r e f o r e  became t h e  
c e n t r a l  power c o n t r o l l e r ,  t h e  d i e s e l  GENSET, t h e  p e r i p h e r a l  i n s t r u m e n t a t i o n  
and t h e  i n t e g r a t e d  c o n t r o l  system and sensors. Th is  t e s t  c o n f i g u r a t i o n  i s  
d e p i c t e d  i n  t h e  b l o c k  d i a g r a m  o f  t h e  t e s t  bay. A POD Accep tance  T e s t  P l a n  
based upon t h e  above cons ide ra t i ons  was submi t ted  t o  NASA on 6 September, 
1984 and approved and r e t u r n e d  by NASA s h o r t l y  t h e r e a f t e r .  
The t e s t  s e t  up and t h e  d e l i v e r a b l e  hardware were i n s t a l l e d  and hooked-up 
d u r i n g  t h e  week o f  19 September, 1984. System checkout was s t a r t e d ;  w i r i n g  
e r r o r s  i n  t h e  power c i r c u c i t s  t e m p o r a r i l y  i n t e r r u p t e d  t h e  t e s t i n g ;  i t  was 
ng was witnessed 
d e s c r i b e d  were  
however .resumed on t h e  26th o f  September. The f i n a  
by  M r .  R a t a j c z a k  o f  NASA, and t h e  b u l k  o f  t h e  
successfu l  l y  completed. 
t e s t  
t e s t s  
APPENDIX A 
(Cont  ' d )  
The inver te r  was tes ted  t o w a r d  the end of  t he  routine.  Unfortunately, a 
previously undiscovered vendorfactory e r ro r  i n  the  generator g r o u n d i n g  
system produced an AC ground faul t  i n  the inverter bridges; the tes t s  had t o  
be stopped and the inverter was temporarily returned t o  the f a c t o r y  for the 
necessary repairs. Tests were successfully completed by 3 October; af ter  
several days a d d i t i o n a l  b u r n - i n ,  the subsystems were disconnected, packed, 
and prepared for shipment on 13 October. The changes i n  schedule, as well 
as the ac tua l  t e s t  procedures and results were provisionally approved by the 





1.1 Saape of Test Plan 
1.2 Deliverables to be Tested in P.O.D. 
1.3 Related Tests of Deliverables 
1.4 Inspection of Design -figuration 
Test Set-Up 
2.1 Sumnary Description 
2.2 SuFport b e r  Apparatus 
2 3 Test Instrunentation 
m e r  control & Activation 
3.1 Bringing the System Cn-Une 
3.2 C/O Mode Controls and Displays 
3.3 C/O Test and Reset Functions 
3 4 C/O b e r  &itches/Interrupters 
3.5 CiENStT Fhctions 
3.6 Oprability of "Built-in" Instrurtlentation 
3.7 C/O Crawbar Functions 
3.8 C/O Alarms c W a r n i n g  Indicators 
3.9 C/O Inverter Operability 
3.16 X €her Transfer Functions 
Verification of Pwer Generation and Control Capabilities 
4.1 Rupose (ref: Appendix A. Para 1.1; Para 4.d - ( 1 ) , ( 2 ) , ( 3 ) :  4.1 
4.2 Stand-Alone Pbtmltaic Operation 
4.3 Back-up Pwer fran -ET 
4.4 Stand-alme G W E T  Operation 
Verification of Fault Protection & Fail-Safe Functions 
5.1 Purpose: (ref: Appendix A. Para 1.1; Para 4.0 - (21, Para 4.2 - 
(a), (b), (c); Para 4.3 
5.2 Over and U n J e r  Voltage Protection 
5.3 Out-Of-Limit (Over Current) Protection 
5.4 Bnergency State Protection 
5.5 Dc Grwnd Fault Relaying 
5.6 230 VAc/!j0Hz Ground Fault Interrupters 
Verification of Instmtatim Capabilities 
6.1 Purpose (Appendix A Para 5.0) 
6.2 Anpere Hour Meter.C/O 
6-3  Checks of Other Analog Meters 
6.4 System Ala- (Para 5.3)  
2 
1 0  
Per Para 2.3 of Exhibit A (RFP 1409503): 
'R Proof-f-Design (P.O.D.) Test is required to determine whether 
or not the individual subsystems and major assemblies meet the 
manufacturers' specifications within the limits of intended use, 
and, whether or not they perform as designed 80 (sic) as to pro- 
duce the required integrated system perfarmance." 
Hughes is required to design and conduct subject verification tests. 
aU additiunal respmsibility is to specify and ensure the c a d u c t  of 
suitable acceptance and qualification tests on other BOS elements, 
principally the PV mcdules, the batteries and the GENSET. POL, Testins 
at the system level is herein described. Other factory acceptance ard 
subsystem testing is referenced as appropriate. 
1.2 - m BE - m n i ~  P.O.D. m 
?he Test Set-up and its electrical configuration is described in Sec- 
tion 2.0, per previous agreement with NASA, two deliverables were neces- 
sarily deleted from the test article complement, and functionally 
replicated. These substitutions atxnae the following signal aavantages 
in both oost effectivity and reliability: 
a. The battery complement, after being subjected to full factory 
acceptance testing at the manufacturer, C6D, can be shipped di- 
rectly overseas in their original factory shipping crates. The 
risk of local repackaging damage (or errors) is precluded; the 
test use of an equivalent PgCa facility battery of lower capacity 
will in no manner compromise the test results. 
b. Assembling of the structures, W modules and panels into the 
installed mfigurations proves very little; The p e r  generating 
proprties of the PV modules will have been fully characterized by 
factory qualification/acceptance tests: the structures are known, 
workable kits. M e r ,  this costly exercise exposes the modules 
to additional handling risks: these can be easily avoided by 
synthesizing the electrical characteristics of the array with 
agpmpriate regulated p e r  supplies and impedances. 
The balance of the deliverable subsystems a d  assemblies involved as 
test articles are as follows: 
a) The Pwer Controller 
b) TheAlarmAssembly 
c) TheGDJSm 
d) The Instrumentation Cabinet (and sensors) 
As will be shown, the test elements will permit full functional verifi- 
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The -voltaic nodules w i l l  be factoq tes ted  in accordance with the 
This req&ements of the maiule pmwrement specificatim SEP 11 - 396. 
data w i l l  be made available to NASA. 
Batteries 
Certified copies of the factory acceptance tests M the C&D btteries 
w i l l  be made avai lable  to NRSA. 
GENS33 
Copies of factory run-in test data on the GENSET w i l l  be made availa- 
ble 
Other 
As appropriate, CERTs and c a l i b r a t i o n  data on system instrumentation 
a d  other significant promremen- w i l l  be available for inspection. 
ICsPEmxm OF m DesIcH aNFxaJl?mXm 
The d e t a i l e d  s p e c i f i c a t i o n s  of Appendix A of  RFP 3-409503, (Cont rac t  
NAS3-23862) include a number of anc i l la ry  requirements. The m a p r i t y  
of these i t e m s  are r e t a i n e d  on a "need to include" basis. As such, 
t h e i r  a c c e p t a b i l i t y  requires a c o n f i g u r a t i o n  i n s p e c t i o n  ana not & 
demonstratim of func t ima l  adequacy. 
t h e  premise tha t  the des ign  conf igura t ion  has been inspected earlier 
and both the design package and the hardware found to be canpliant. 
This test plan is advanced upon ' 
Figure  2-1 d e p i c t s  the P.O.D. the p o w e r  f l o w  and t h e  f a c i l i t y  i n s t r u -  
mentation. The diagnostic interfaces and essential i n t r a  system con- 
trol lines are also shorn. 
The ou tpu t  of the PV a r r a y  e lements  w i l l  be syn thes i zed  by employing 
t w o  r e g u l a t e d  SCR phase angle c o n t r o l l e d  p o w e r  supp l i e s ,  each de- 
livering the simulated aatpt to one of the t w o  r q u l a t i n g  channels of 
the bi-level series regulator. 
The system batteries w i l l  be replicated by employing t h r e e  48 V m  
parallel strings of 2000 bat ter ies :  each of the s t r ings  consists 
of fou r  series 12 v o l t  batteries, or 24 series lead ca lc ium cells per 
string. The ampere hour capacity of these cells is aproximately 4b'b 
of that  of  the d e l i v e r a b l e  C&D units. Both are moderate d ischerge  
devices:  the d i s p a r i t y  i n  A-H c a p a c i t y  is not  d e t r i m e n t a l  to  test 
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The earth station DC load will be simulated by switchable load banks 
capable of dissipating in excess of 2 kW in free air. The actual loads 
are assumed to be resistive: the low output impedance of the station 
battery, hElwever, permits dlmost any axlceivable tvpe of Dc load (with- 
in ratings) to be started and supported. 
'he Ac loads are substantially resistive, except for TR/VCR/VC drivFs. 
Adjustable resistive loads will be satisfactory. 






'Ihe principal items of power apparatus used in the test set-up are the 
Cmputer Measurements Power Swlies used to replicate the array out- 
puts. ?he current limits of each of these supplies will be set at the 
summed short circuit limit of three source-circuits, an Isc of about 
15-16 Adc. The voltage limits will be set to yield an open circuit 
voltage of 71-73 Vdc, which approximates the Voc of four series m d -  
ules. Fine tuning of the curent and voltage controls in oxhnation 
with the fixed 10W milliohm resistance should provide all of the 
essential simulation characteristics. Crowbarring may be done with no 
risk of damage. 
The major items of test instrumentation will be the Gould Model 222 
Recorders. These precision analog devices have sufficient chart paper 
(275 feet) for many hours of continuous recording. They operate on DC 
voltage and will cwer the full parametric ranges of AC and Dc voltages 
(1 millivolt/div to 10 volts/div) with a RSS accuracy of better than 
1/28. Four event markers are available, two per recorder. These will 
be used to oorrelate the occurance of critical switching events with 
the analog levels at that time then extant. Common mode problems will 
not be present due to the Dc s w l y  isolation. 
Supplemental portable test instrumentation, --held DMMs, Hall probes, 
and psibly scopes will be used from time--time at various pints on 








This group of tests verifies: 
a) that the system can be safely and srroothly brought on-line. 
b) that all mcde aOntrOls, test arrd switchurg functions are operating 
to specification and the system responds prwrly to both manual 
and automatic ccmmards. 
c) that all protective, alarm, and instrumentation functions are 
properly operating. 
With all circuit breakers open, mode control switches in "AUTO" and 
the battery axmected, activate the control system by operation of the 
emergency power pushbutton. The application of central power will 
energize the green "GO" displays for Channels "A" and "Boo, signifying 
readiness for coupling the loads and the alternative power sources. 
DID THIS ACl'NATICN OOCUR? ; YTS; No; - - 
C/O K X X  ooNIR(ps AM) DISPLAYS 
With the mde control switches initially in the "AWlD'* position, p r p  
mode. 
gressively place each function into the "MANU& D I S c O " D 3  ** and 'BYPASS" 
The corresponding status lights should activate or extingush. 
Sequentially place each test function in the "HI" or "Lx)" mode. This 
action will manually override the corresponding display and control 
mode when momentarily placed in the opposite "HI" or "Ix)" states. No 
change will occur if the function is already in the particular test 
status selected. Repeat as required. 
EKwm-AmImmmmms 
Open the six circuit breakers breakers ( C B l ,  CB2, CB3, CB4, CBA, C&); 
this will interdict all PV p e r  sources to the loads, the Lx: power to 
,the inverter and the Earth Station 48  Vdc bus. Move the "GENStl 
DEMAND" mode switch to "MANUAL DISCONNECT", this will complete the 
termination of all power flaw, "I"' and 'W" of the power controllex. 
Now apply representative loads, typically Id Adc and 1 A (rms) respec- 
tively, to the corresponding system output feeders. Place the AC 
source select on the internal to the " X " T E R "  male. as the particular 
functim is reactivatcd. 
3.5 c/o a? amTIxx# H" 
With PV a r r a y  inpu t s  switched off and W/OV i n  "AUTC)" mode,  go to 
"BYPASS" a~ G E W 3  DEMAND. hbw 
return that function to automatic mode. Switch the Ixx: test but ton to 
t h e  "HI" state: t h e  G E N S E T  should go off. Now hold the G E N S E T  T e s t  
kttta~ in the "Lie" state; the GEZSEX' should restart. 




The operability of the &toring instruments ard other diagnos- 
tics should be &e&&. Place a l l  control functions to the aut- 
mat ic  mode .  The batteries must be discharged to  approximately 
85%. 
A nrninal Dc load of 1L3 Adc is applied. 
A nCminal AC load of 1 A ( m )  Q 230 Vac is aFplied. 
Close the  W a r ray  channel "A" and "B" c i r c u i t  breakers,  observe 
Pv chaqing current. 
C o m p a r e  the observed PV amps, DC load amps, and b a t t e r y  amps 
(charge or discharge)  with t h e  cu r ren t  channel l e v e l s  of the 
reaxder 
Compare  t h e  var ious recorded AH readings with average cu r ren t  
readings over  a one hour period (amps x t i m e ) ;  t h i s  v e r i f i e s  t he  
operability of the readouts. 
R e p e a t  steps d )  and g) s u b s t i t u t i n g  the ac t iva t ed  GENSFI' for the 
PV array. The PV and the GENSET DEMAND must  be switched to 
ngypASs'' for this test. A moderately discharged battery (W - 85% 
E) is required for t h i s  test. 
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3.7 
This test  is requi red  on ly  if the crowbar func t ions  have not  been 
previously evaluated under para 3.3 preceding. Place  t h e  momentary 
a c t i o n  test switch l abe led  "CROWBAR" i n  the "HI" pos i t i on ;  a t r i p  
should occur. The red "CROWBAR" l i gh t  should go on, s i g n a l l i n g  a 
c'.=ure. 'Ihe crowbar anmctor w i l l  release w i t h  as the reset button 
when depressed. 
3.8 OPERABILITY cx AxAms Iw) lamING IHllcAlIwzs 
Verify the q e r a b i l i t y  of alarms and warning indicators. The crowbar 
and W/W failure warnings can a l l  be simulated from the test p e l  by 
switching to the respansive test p s i t i o n .  GE%tl STAKT FXURE can be 
tested by d e l i b e r a t e l y  in t roducing  a staged f u e l  s h u t  o f f  i n  the 
-ET. The external aural and visual warning devices are energized by 
an undervolt&se f a u l t  and/or G E S T  WFAlLURE 'lU sTAKL*' signal. 
3.9 Iuvmwm- 
W i t h  the 'GENSFT DEMAND" oartrol in the '"UAL DI!XO"UX" mode, turn 
the I n v e r t e r  switch "ON" and place the AC select swi t ch  i n  t h e  
"-I' p i t i o n .  ?he AC loads should remain the same as previously 
stated, approximately 1 A ms a t  230 Vac, 50 Hz. 
The presence of AC p o w e r  may be observed on the POP panel  meters: 
c u r r e n t  flow w i l l  t a k e  place when the AC i n t e r r u p t o r  CB-3 is  closed. 
The voltage under load should be 236 Vac - +5%; the  frequency should be 
50 Hz - +1%. 
Turn the Inverter switch to "ON". Fieturn the GENSET DEMAM) the  
"BYPASS" (ON) m o d e ;  t h e  GENSET should crank, start and d e l i v e r  power. 
Place the Ac Source Select S w i t &  i n  the "AUIU" position; mw place the 
CENSFT c o n t r o l  i n  t h e  "AVK)" m o d e  and hold the ECC test s w i t c h  i n  
"HlGH". The GENSET should t u r n  o f f ,  r e t u r n i n g  the classroom bus to  
Inverter p e r .  Observe Inverter m e r  quality. 
Now place Source Select Switch i n  " Inver te r"  pos i t i on .  N o  change 
should be observed. R e s t a r t  G E E T  as previously outlined. Now move 
Source Select S w i t c h  to 'GENSET". A slight interrupt ion w i l l  occur at 
transfer. Obsenre differences i n  power quality,  i f  any. 
DID THE MANUAL TRANSFER OF THE AC KMER SOURCES OCCUR AS SPEXIFIED? 
I ,  ._ YES ; No; A(xEpTED ' . '  . - .  




The purpose of  t h i s  test is to v e r i f y  compliance of  t h e  des ign  w i t h  
specific requirements of the governing contract s p e c i f i c a t i a  abstrac- 
ted as follows: 
PARA 1.1 
o Nom1 node of operation shall be W . . . 
o GENSET charges  the battery t h r u  t h e  charger  du r ing  i n s o l a t i o n  
s h o r t f a l l  or failure of array to del iver  the requis i te  power. 
o GELSET avai lable  a t  a l l  times to m e r  load d i r ec t ly  i n  the event 
a€ bat tery or other I S 6  element fa i lure .  
PARA 4.U (1): "provides system voltage control. . ." 
PARA 4.1 SY!3EM WLTALE CCMI'ROL: " . provide o p e r a t i o n a l  vo l t age  
control w i t h i n  manufacturers  stated wltage limits ( f l o a t  and charge 
voltage mtml); es tab l i sh  proper l i m i t s  fo r  other subsystems. 
I 4.2 - - C m m  
4.2.1 r -  
' Ih is test is designed to verify the  capabi l i ty  of the system to safe ly  
and r e l i a b l y  operate i n  t h e  stand-alone p h o t o v o l t a i c  m o d e .  
ditim include the following: 
Precon- 
o A f u l l y  operable p o w e r  c o n t r o l l e r ,  w i t h  b o t h  PV charge c o n t r o l  
channels properly calibrated. 
Sta t ion  battery strings a t  least charged to 85%. 
Calibrated System Instrumentation and Mer Apparatus. 
o 
o 
Each PV simulation p e r  suFply should be set to de l iver  approximately 
15 Adc a t  60 Vdc per previous instructians. The V o c  should be about 72 
Vdc. Two o f  the  three b a t t e r y  s t r i n g s  (four series Delco 26uu bat- 
teries) 24 series cells a t  2 VPC or 48 V d c  nominal. The dummy load 
should be wit- off  during this init ial  *se. 
4.2.2 GENERAL 
'he approximate C/5 recharge rate should r e s u l t  in a terminal bat tery 
p o t e n t i a l  of less than  2.38 VPC i f  t h e  t w o  battery s t r i n g s  have been 
( t w o  of  three s t r i n g s )  d i scharged  t o  80% of  8 hr .  capac i ty .  For t h e  
200 AH parallel  strings, t h e  30 Adc charge ra te  should restore t h e  
electrolyte to near 13M within several  hours. 
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Connect up the Gould 222 Recorders as directed by t h e  t es t  set-up 
drawing, F igu re  2.1. A c t i v a t e  both analog and event  channels  of t h e  
t w o  Gould 222 Recorders, us ing  chart speeds of 5 mm per second; t h i s  
w i l l  r e s u l t  i n  the d a t a  occupying a r e l a t i v e l y  s h o r t  c h a r t  paper 
length.  The even t  channels  on the I 2  Gould Recorder track t h e  states 
of the Channel "A" (float charge) and the Channel "Boo (charge tape) 
comparators. The bus  v o l t a g e  corresponding to  the p a r t i c u l a r  state 
(-/-" OR "or;lF/mm') of each channel may be read d i rec t ly  dff 
of the precision analog trace. The simulated PV a u r e n t  is recorded on 
the second analog trace: the f o u r  d a t a  i n p u t s  w i l l  characterize t h e  
performance of the s y s t e m  in the normal PV mode. 
S t a r t  a charge cycle in the absence of a diversionary load. Manually 
activate the load bank a f t e r  f l o a t  channel turn-ff. This w i l l  y ie ld  a 
rapid charge /d ischarge  sequence and forces t h e  system through t h e  
charge voltage regulation cycle. Following completion of this init ial  
phase, f u l l  automatic operaticn wit-  manual i n t e n e n t i a n  for load 
swi t ch ing  shall  be i n s t i t u t e d .  Depending upon the t i m e  a v a i l a b l e ,  
several  other canbinations of simulated FV input, and load demand can 
be later set up by a d j u s t i n g  the p o w e r  s u p p l i e s  and t h e  va lue  of  t h e  
dummy loads, am3 shedding me of the t w o  bat tery strings. 
4.3 BM(-up-F€ul- 
=ARxltxY 
The s y s t e m  is presumed to have successfully operated and m e t  the essen- 
t i a l  performance requirements of PARA 4.2 preceding. I t  is m neces- 
s a q  to determine the a b i l i t y  of the G E N S 3  to both manually and aut- 
m a t i c a l l y  t a k e  over  the battery charg ing  and load suppor t  funct ion.  
The following test sequence applies. 
a) The '%=ET LEMAND" mcde control swi td - i  is returned to "AUID". 
b) I t  w i l l  be v e r i f i e d  from c a l i b r a t i o n  records tha t  the "GENSET 
DEMAND" channel  w i l l  go "HI" (latch the GENSET S t a r t  l i n e  "ON") 
when the bus mltage sags to 1.95 V p c  (46.8 Vdc),  and that the i3.X 
channel releases the GENSET Sta r t  l i n e  when the bus p o t e n t i a l  
rises to 2.33 V p c  (55.92 Vdc) .  
c) This transfer test is amducted under the premise that only prob- 
l e m  i n  operat- as a stardal- PV system is lnsuf f ic ien t  sola 
insolation to autonomously  sup^ the s t a t ion  load; otherwise the 
array is completely functimal. 
d )  The b u i l t - i n  b a t t e r y  cha rge r  w i l l  have been set a t  6L3 Vdc and 
current l i m i t e d  a t  28 Adc. Sl ight ly  aver 2 harrs operatian will 
restore the charge  to  the t w o  18(6 AH s t r i n g s  t h a t  have been 



























Manually intervene, ampling on the dummy loads a f t e r  automatic GENSET 
s h u m  a t  "end-of-charge". After autanat ic  GENSET START UP the  dummy 
loads should be shed to divert all amilable &gins GENSEX power to 
t h e  batteries, t h u s  compressing t h e  tes t  cycle.  For t h e  purpose of 
this test, the DC dummy load should demand l0 Adc @ €d Vdct  the  2343 Vac 
AC load should be set a t  1 A ( r m s ) *  The str ip charge recorder  should 
be a c t i v a t e d  wi th  t h e  DC charger  and load c u r r e n t s  recorded on Gould 
X2, along t h e  events  dep ic t ing  t h e  state changes i n  t h e  Load Demand 
channel comparator, and the E)3c Channel. Proceed on this accelerated 
test r o u t i n e ,  a l t e r n a t i n g  between manual pick-up and r e l e a s e  of t h e  
dummy load a t  the proper time in the cycle, Record results.  
~ ~ ( m i m ? A L P R a x D u F t E s  
Adjust  the value of the dummy load u n t i l  a convenient cycle length is 
established; both the inverter and the Dc earth statim load can be in- 
creased by a b u t  35% to accelerate recycling. Wing this cycle note 
the status l igh t s  depict% the several sources of p e r 8  thus ensurin5 
the t ransfer  has been made. The float cycle/&arge taper characteris-  
tics of t h e  PV charging subsystem w i l l  have been w e l l  documented at 
t h i s  pint. 
S h i f t  Analog Channel #1 (DC W load amps) of Gould 222 $1 to  AC volts 
(500 V a c  pk scale) to  measure t h e  magnitude of t h e  AC p o w e r  output .  
This w i l l  provide a direct record of the  o u t p t  AC power magnitude and 
its' s t a b i l i t y  as it is supplied by e i the r  scurce. 
EQuJLpu.-m 
Repeat 4.3.1 and 4.3.2 by going to  t h e  manual ope ra t ing  m o d e  a t  pre- 
determined times i n  the charge/discharge sequence. 
DOES ?HE OPERATION OF THE GENSET IN TmEM BKK-W Nu" THE SA"2 
PV SYSTEM (AUTOMATIC AND MANUAL TRANSFER MODE) MEET STATED 
REUJI- aF 4.3.1, 4.3.2, 4.3.33 i YES: No: P C C E P T ~  
RIZIPIIGE 
The Frrpose of t h i s  test is to verify that the (;ELrsET can provide power 
d i rec t ly  to the earth statim in the event of a catastrophic failure of 
the b a t t e r y  or an i nve r t e r .  This is the requirement  of PARA 1-1, 
"Systems Operation", of t h e  governing s p e c i f i c a t i o n ,  which f u r t h e r  
st ipulates t h a t  t h e  GENSET m u s t  be d i r e c t l y  a v a i l a b l e  t o  preclude 
interruption of power to the Earth statim. 
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This  emergency state cond i t ion  of s tand-alone ope ra t ion  on GENSET is 
predicated upon t h e  following: 
a )  
b) 
The control circuits interact ing w i t h  the GENSET are fu l ly  operable 
The i n t e g r a l  AC/DC Power Supply conver t ing  GENSET 230 Vac 516 Hz 
p e r  to 60 Vdc is f u l l y  functianal 
4.402 GmmAL HlDcaulRE 
Shut the system down completely, including t r ipping the emergency 
"SHUTDOWN" pushbutton. This  la t ter  a c t i o n  s h u t s  off c o n t r o l  
P= 
Ensure both PSP Channels "Ao0 and "Boo c i r c u i t  b reake r s  are open. 
Place Mode Control s w i t c h e s  A" d "CH Bo' in MANUAL DISCONTjm 
d e .  
With the loads discxxmected, place the A(= Source Select  Switch in 
the "GENSFT OPERABLE" mode. 
P r i o r  to c l o s i n g  t h e  load  c o n t r o l  con tac to r ,  make s u r e  t h e  fol- 
lowing dummy loads have been established: 
d-1: Earth Station 4&-5U Vdc W-15 Adc (90kJ watts DC nux.)  
d-2: Classrcxm load: 230 VAC @ 2 A (m (5m w a t t s  AC max. 
d-3: Supplemental  AC maintenance loa d 23fd V a c  a t  4 ARMS (9Cu 
w a t t s  AC max.) 
Now place t h e  GENSET mode c o n t r o l  s w i t c h  i n  t h e  "BYPASS" (ON) 
mode. The GENSET should crank, supply ing  AC p o w e r  ( v i a  the 
AC/DCS) i n d i r e c t l y  t o  the Ear th  s t a t i o n  DC load. Ac t iva t e  t he  
Control Pawer pushbutton switch to restore p e r  to the oontrol DC 
bus and p e r m i t  a l l  p r o t e c t i v e  c i r c u i t s  to  operate. This l a t te r  
step permits the load oontrol contactoas to be closed. 
W i t h  the ac t iva t ion  of the load control oontactors and closure of 
t h e  load c i r c u i t s  t h e  AC classroom, t h e  DC Ear th  s t a t ion  and the 
maintenance b u s  w i l l  now be a c t i v a t e d  and the p o w e r  i n t e r f a c e  
t e r m i n a l  boards i n  t h e  IPB ( I n t e r f a c e  Panel Board) should be 
energized. 
Once the p o w e r  h a s  been v e r i f i e d  to be i n  s p e c i f i c a t i o n ,  con- 
tinuous, a d  not producing any unexpected temperature rises, the 
tests may be terminated. 
DID THE GENSLT SUPPORT THE EAKTH STATlON UAII Obi IN AN ACCEPTABLE 























The Frrpose of this test W i n e  is as follws: 
5.1.1 Ensure that both the primary (photovoltaic) mer system ard the back- 
up system (GENSET) will not unfavorably interact in the event of a 
catastrophic failure of either. (IMPLICIT IN PARA 1.1) 
5.1.2 Ascertain that provisions have been made for positive control of system 
voltages to within safe operational limits specified by the manufac  
turer (all m i n g  oonditions, including initial, taper, float: PARA 
4.1). 
5.1.3 Ehsure that the system will shut down or otherwise automatically enter 
a fail-safe standby mode in the event of out-of-tolerance over and 
under-voltage conditions an the main system bus (PARA 4.2 (a)). 
5.1.4 Prevent battery depths-of-discharge greater than those specif led by 
design (PAEW 4.3). 
5.1.5 That the system, the load and cperating p e r m e l  are protected against 
potentially damaging out-of-limit battery and load currents. 
5.1.6 To verify that the Dc Ground fault relaying system operates as speci- 
fied. 
. . .  
5.1.7 'Ib make sure that the 230 Vac/50 Hz standard GFIs (GroUna Fault Inter- 
ruptors) work. 
Specific test requirements and procedural guidelines are included in 
PARA 5.2 through 5.6 following. 
502 a m t z W I l L t ! m m a L ~ ~ ~  
502.1 m R a L ; e  -m 
Place the W test switch in the 'ZD" psition; this presents the under- 
voltage canparator (Voltage Sensitive Hybrid Switch) with a voltage 
that simulates a DC bus voltage of 44.4 volts (1.85 VPC @ 77OF)* or 
less. Ncw under a combined 15 Adc 
and + load discharge the battery string with the least charge. 
projective trip should cxxur to below 44.4 volts (1.8 VFh Tfus test 
must be conducted with the GENSET DEMAND switch in the Manual Discon- 
nect Mode, and the array circuit breakers CB-A & CB-B 'Wk'F". 
This is only an operability check. 
A 
DOES "E SYm SAFELY ! 3 i u n x y , w H E N  THE SELECI'UL) w POINT IS REAQIED? , ,  : YES; No: ALICEPTED , -  - 
* The 1.85 VPC (volts per cell) end point is not necessarily "cast 
in concrete". %e value finally selected may depend u p  the load 
management strategy finally evolved as well as the prevailing 
carlitions at the Earth station. 
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5.2.2 MAIN SYSIEM HIS avER WLTAGE - 
B A c w ; m  
Atnormally high and probably destructive dc bus potentials would most 
likely result from a failed Dcps (battery &arger)# or a malfunctimed 
PV regulator. Either will form the batteries into gassing a d  a dap- 
gercus state fran the stardpoint of survivability. The GENS€", capable 
of delivering abart 2.4 Kh' to the load and/or the battery would be the 
wors t .  Maximum permissible bus voltage of 62.4 Vdc (2.6 VPC) has been 
selected. As in the case of the undervoltage set point, this is open 
.to review. 
PWXPXIRF. 
First place the OV test switch in a "HI" position. This presents the 
overvoltage canparator (VSHS) with a voltage simulating a bus of 62.4 
Vdc or greater. This is an operability check. Now ensure of the 
following: 
The the PV array shlators OFF C CBA/CBB are tripped. 
That the FV regulators CIIA and CXEi are in the manual disconnect. 
All three d e  battery strings are disaxnected. 
That the AC scurce select is in the "GENS€" SELDLT" position. 
The inverter witch is "OFF". 
Establish a nominal dummy DC load of 60 Vdc @ 5 Adc. An AC load 
is not required. Now activate the G E " T  CEMAND switch, leaving 
it in Manual Bypass ("ON"). The DCPS should support the UC bus 
after the c;ENsET has started up. Now adjust the voltage mtrol 
k m w  so that the bus voltage increases toward 62.4 Vdc. 
At the threshold, a protective trip should occur, shutting down 
the GEZSFT and disaxlnecting and lat&ing out all power generation 
circuits 
DOES THE SYSTEM PROPERLY SHUT DOWN AND ENTER A MODE WHERE ALL SUU- 
SysrZMs AND THE E s L / c I A S s r n  Lxw) ARE ISOLATED? 
YES: NO: ACCEPTED - 
Overcurrent protectim is provided by load and source circuit breakers 
in the Pee, by fuses in all battery loads, and by the overcurrent 
shutdown and protective devices incorporated at the factory in t l ie  
ONAN GE". Breakers can be t r i m  by 1%% wercurrent for several 
a s :  since they have an inverse time daaracteristic. The value of 
connecting overcurrent loads QI the GENSET is questionable, for they, 
like the battery, are either fused or (33 protected. A review of design 





















I . -  :- 
I 
E n E x Q c Y ~ P K n m x x a  
This requirement is covered by testing under PARA'S 4.4 and 5.2 pre- 
ceding. The system will of course self disconnect when the emergency 
buttan is pshed. 
HAVE AIL PRAClXAL EMERL;ENCY SlTUATloNs BEEN ADDRESSED? 
+ YES; NO; ACCEPTEU -
A fault anywhere in the Dc system involving inadvertant or accidental 
diversion of positive bus current to earth will trip the gr0u-d f a u l t  
relay and crowbar the array providing: 
a) 
b) 
the current exceeds 12 milliamperes. 
the ground return. path to neutral is established. 
At 60 volts DC the potential danger to personnel is reduced but not 
sufficiently to preclude testing; a secondary purpose of the test is to 




7 :  verify t h i s  capability, short the positive (+) b u s  tc t f i ~  tarti1 
reference (grounding m e )  a t  any point. 
LUES THE Dc GFR WQRK? ' YES; No; AM3EpTED - 
These are standard 230 VAC 50 Hz industrial  interruptors (UL recog- 
nized) manufactured by Square D. They have a t e s t  button, but should 
be further be tested by simulating a line-to-earth fault. Place a BLc/ 
Load t h t  
Repeat for 
u ~ e  watt insulated resistor in series with a "chicken stich" probe. 
Attach the grounding end t o  the local earth reference. 
isolated end t o  the 23G Vac "hot" l ine t o  the classrooni. 
the msintenance bus. 
6.2 
lrie p r p e  of this review is to ensure that the requirements of k m  
5.a "Instrumentation and Alarm" of RFP 3409!%33 have been met in design 
and implemented i n  hardware. For this proof-of-design phase the 
follawing premises have been adapted: 
6 )  That the detail f ina l  design review has resulteci i n  the acceptdice 
of the design and specified instrumentation hardware. 
k) That factory cer t i f ica t ions  ("CERTS") an6 calibration d a t a  tiss 
been forward& with each device. 
c )  That in-house quality control measures have controlled accsptmcc. 
APPENDIX B 
ACCEPTANCE TEST RESULTS 
I ’ .  
I .... 
APPENDIX B 
Final Test and Acceptance 
Stand-Alone Photovoltaic Power System 
w i t b  Engine Generator Back-up 
Yawatobi, Indonesia 
for  the 
This is t o  cer t i fy  that  the photovoltaic power system w i t h  engine gen- 
erator back-up was inspected and tested i n  accordance w i t h  the attached 
plan and the system met or exceeded the physical and performance parz- 
meters. 
n 
Hughes Aircraft Co. 
Accept an c e 
R. DeLombard 
NASA Le is Research Center Y 
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Subject  APPENDIX "B'l i s  an executed and witnessed f i n a l  t e s t  and acceptance 
c h e c k - l i s t ,  demonstrat ing t h a t  t h e  i n s t a l l e d  Stand-Alone PV Power System f o r  
t h e  Wawatobi Remote Sate1 1 i t e  Ea r th  S t a t i o n  d i d  indeed s a t i s f y  c o n t r a c t u a l  
performance and design requirements.  
As power system i n s t a l l a t i o n  neared complet ion,  i t  became apparent t h a t  t h e  
F i n a l  Test and Acceptance document generated a t  Hughes, Long Beach, and NASA 
L e w i s  was t o o  complex,  e s p e c i a l l y  i n  t h e  n o n - f u n c t i o n a l  a reas ,  such  as 
s t r u c t u r a l  appearance and r e l a t e d  d e t a i l s .  Perumtel a l s o  had a number o f  
g e n e r a l i z e d  c o m m e n t s  and  a c t i o n  r e q u e s t s  w i t h  r e g a r d  t o  p h y s i c a l  
arrangements t h a t  were beyond t h e  scope o f  t h e  s p e c i f i c a t i o n s .  
Accord ing ly ,  by mutual  agreement o f  t h e  Indonesia Perumtel S i t e  Manager, t h e  
c o g n i z a n t  NASA F i e l d  R e p r e s e n t a t i v e ,  and t h e  Hughes I n s t a l l a t i o n  Task 
Leader ,  a condensed f u n c t i o n a l  c h e c k - l i s t  was d e v e l o p e d  on s i t e .  T h i s  
document c o v e r e d  e v e r y  e s s e n t i a l  a s p e c t  o f  t h e  g o v e r n i n g  f u n c t i o n a l  
s p e c i f i c a t i o n ,  b u t  avoided d e t a i l e d  w r i t e - u p  o f  t e s t  events, sequences and 
r e s u l t s .  . The executed copy f o l l o w i n g  i s  t h a t  document. 
I t  s h o u l d  be n o t e d  t h a t  t h e  copy o f " t h e . c o m p l e t i o n  c e r t i f i c a t i o n  does n o t  
bear t h e  a u t h e n t i c a t i n g  s i g n a t u r e  o f  t h e  cognizant  NASA rep resen ta t i ve .  His  
t r a v e l  s c h e d u l e  was such t h a t  he w i t n e s s e d  t h e  s u c c e s s f u l  c o m p l e t i o n  o f  
t e s t i n g  o n l y  through f u n c t i o n a l  system evaluat ion.  Several days o f  t r a i n i n g  
y e t  had t o  be completed, and i n s t r u c t i o n s  on VSHS (Vol tage S e n s i t i v e  H y b r i d  
Sw i t ch )  c a l i b r a t i o n  procedures y e t  t o  be accomplished. 
APPENDIX B 
(Cont ' d) 
NASA project files should contain an earlier interim certification 
authenticated by all three signatories. T h e  final document, herein 
attached, reflects also t h e  completion of t h e  t w o  additional tasks, 





























I ,  
I 
I 
L, ' o Close t h e  B a t t e r y  Safety  Switches (77 ) ,  (78 ) ,  (79) .  
J - . '  o Test sw i t ches  (18)  through (24) on t h e  PCP should a l l  be i n  "OFF". 
v o Make sure a l l  Mode Con t ro l  sw i t ches  (25)  through (30)  on t h e  PCP a re  
i n  "AUTO" except (29), GENSET DEMAND; t h i s  s w i t c h  should be placed i n  
MANUAL D I S C .  
e o Go t o  PCP and push C o n t r o l  Power p u s h b u t t o n  s w i t c h  ( 3 1 ) .  The l i g h t  
Reset  U V / O V  and i n  c o n t r o l  power s w i t c h  ( 3 1 ) ,  s h o u l d  g l o w  orange. 
Crowbar w i t h  r e s e t  P.B. 
. o S ta tus  l i g h t s  CH-A ( 2 )  and CH-b ( 4 )  on t h e  PCP should glow. 
o Make sure AC Source Se lec t  Switch ( 1 6 )  on t h e  PCP i s  i n  AUTO. 
+ o A l l  m e t e r s  e x c e p t  t h e  b a t t e r y  m e t e r s  on t h e  I n s t r u m e n t  Panel  ( 8 0  
On t h e  PCP t h e  b a t t e r y  ammeter  ( 1 5 ) ,  
M e t e r s  ( 5 4 ) ,  ( 5 5 ) ,  5 6 ) ,  on POP s h o u l d  
t h r o u g h  8 3 )  s h o u l d  r e a d  zero.  
s h o u l d  be i n  t h e  z e r o  c e n t e r .  
a l s o  read zero. 
o Now c l o s e  CB-1  ( 5 8 )  and CB-2 ( 5 9 )  c i r c u i t  breakers on t h e  POP. 
o M e t e r s  on PCP ( 1 5 )  and ( 8 2 )  on I n s t r u m e n t  Panel  now s h o u l d  i n d i c a t e  
between 2 and 10 amperes discharge. 
o Now c l o s e  P V  A r r a y  C i r c u i t  b r e a k e r s  CB-A (52 )  and C B - B  ( 5 3 )  on t h e  
PSM . 
fl o U n l e s s  b a t t e r y  i s  a l m o s t  f u l l y  charged,  L i g h t s  ( 2 )  and p o s s i b l y  ( 4 )  
w i l l  s tay  ON (Green). 
o On t h e  POP, move CB-2 (60) t o  t h e  CLOSED p o s i t i o n .  
t o On t h e  POP, meter  Vrms (54) should i n d i c a t e  230 VAC; f requency meter  
( 5 6 )  s h o u l d  i n d i c a t e  50 Hz; ammeter I r m s  ( 5 5 )  depend ing  upon t h e  A C  
l oad  i t  may i n d i c a t e  i n  t h e  severa l  ampere range. 
i o Meter (80)  on t h e  Ins t rumen t  Panel should i n d i c a t e  PV a r r a y  c u r r e n t ,  
which m i g h t  be as h i g h  as 25 amperes. 
. o Ammeter (15)  on t h e  PCP should have moved t o  r i g h t ,  showing t h a t  some 
charg ing c u r r e n t  i s  a v a i l a b l e .  
o M e t e r  ( 8 2 )  on t h e  I n s t r u m e n t  Panel  i n d i c a t e s  t h e  DC l o a d  c u r r e n t .  
The sum o f  t h e  DC l oad  c u r r e n t  and t h e  b a t t e r y  charg ing (81) c u r r e n t  
should almost equal t h e  PV a r r a y  c u r r e n t  (80). 
o M e t e r  ( 8 3 )  on t h e  I n s t r u m e n t  Pane l  d i s p l a y s  DC bus  v o l t a g e ,  w h i c h  
s h o u l d  be  g r e a t e r  t h a n  52 v o l t s  i f  any s u n l i g h t  i s  f a l l i n g  upon t h e  
PV Array. 
! - '  
3 
I *  o Immed ia te l y  t u r n  on t h e  DC B a t t e r y  Charger by s e t t i n g  c i r c u i t  breaker 
(31A) t o  "UP". 
~ * o Now s e t  PCP GENSET DEMAND Mode C o n t r o l  S w i t c h  (29)  t o  Bypass (ON). 
A f t e r  about a one minute de lay  pe r iod ,  t h e  GENSET should s t a r t .  
' o Current  w i l l  now f l o w  f rom bo th  t h e  PV Array and t h e  B a t t e r y  Charger 
t o  t h e  load and t o  t h e  b a t t e r y .  
o The GENSET t o  power t h e  AC load, t u r n  t h e  AC Source Se lec t  Sw i t ch  t o  
" GE N SE T " . 
I -  . o GENSET o u t p u t  may now be r e a d  on m e t e r s  V r m s  ( 5 4 ) ,  m e t e r  I r m s  ( 5 5 ) ,  
and frequency meter (56) .  
o The Status L i g h t s  on t h e  PCP w i l l  now read as f o l l o w s :  ( l ) ,  (3) Amber 
ON; (21, ( 4 1 ,  ( 5 1 ,  (61, (71, (81, (111, ''OFF"; (9) ,  , ( l o ) ,  (12)  W h i t e  
ON. 
('. o On t h e  PCP, r e t u r n  t h e  GENSET DEMAND Mode Con t ro l  S w i t c h  (29) and t h e  
AC Source Se lec t  Sw i t ch  t o  AUTO. The GENSET should shut-down and t h e  
s y s t e m  s h o u l d  c o n t i n u e  t o  r u n  on PV A r r a y  a l o n e  i f  t h e  i n t e n s i t y  o f  
t h e  sun1 i g h t  i s  s u f f i c i e n t .  
. o Go t o  Alarm Box and t u r n  s w i t c h  (111) t o  On. Check f l u o r e s c e n t  l i g h t  
operab i 1 i t y  . 
! .  o System opera t i ons  can now be checked by observ ing t h e  meters on t h e  
I n s t r u m e n t a t i o n  Panel. 
> '  o Ammeter (80) on I n s t r u m e n t a t i o n  Panel, should be read ing  t h e  PV Array 
c u r r e n t  up t o  about 25 ADC. The B a t t e r y  Charger ammeter (81) i s  read 
when t h e  GENSET i s  ON and w i l l  r e a d  as h i g h  as 20 amps w i t h  a l o w  
b a t t e r y  s t a t e  o f  charge. 
* o Ammeter (82) on I n s t r u m e n t a t i o n  Panel reads DC l o a d  c u r r e n t  drawn by 
t h e  E a r t h  S t a t i o n .  
i '  o V o l t m e t e r  (83)  may r e a d  as h i g h  as 60 v o l t s  i f  t h e  B a t t e r y  i s  
I t  may r e a d  as l o w  as 46 v o l t s  i f  t h e  B a t t e r y  i s  h e a v i l y  c h a r g i n g .  
d i scha rg ing .  
SHUTDOWN 
A f t e r  p r o p e r l y  operat ing,  t h e  power system may be shut  down i n  t h e  
f o l l o w i n g  sequence: 
' o On t h e  PSM open CB-A and CB-B c i r c u i t  breakers,  (52) and (53 ) .  
' o On t h e  PCP p l a c e  t h e  GENSET DEMAND Mode C o n t r o l  S w i t c h  (29) i n  






































)-.- o Press to turn OFF CONTROL POWER Pushbutton Switch (31); all control 
power should be OFF. All panel display lights should be off except 
the PV power indicator. 
c, o On the POP open (place in the down position (CB-1 (58) ,  CB-2 ( 5 9 ) ,  
CB-3 (60) and CB-4 (61).  
o Turn Battery Safety Switches (77), (78) ,  (79), to OFF. 
EMERGENCY SHUTDOWN 
- o An EMERGENCY SHUT-DOWN SWITCH is prominently installed on the r igh t  
side of the Power Controller Cabinet. In the event of an emergency, 
quickly depress this large pushbutton switch and then open the three 
battery safety switches (77), (78) ,  (79). Call troubleshooting and 
repair personnel immediately . 
-. o Demonstrate proper operation of control system by use of testlmode 
control switches, and calibration of voltage sensitive switches. 
o Training activity successfully completed. 
EXCEPTIONS 
1. One string o f  8 three cell batteries were damaged beyond repair by 
electrolyte loss in shipping. These will be replaced by insurer. 
2. The 500 watt Freedom Inverter originally in the Hughes Power 
Controller does not work. It will be replaced under warrenty. 
3. Rep1 acement control relays and faulty Ground Fault Interruptor wi 1 1  
be provided. 
4. Hughes will instruct Silkar to review proposed remedial (corrective) 
action to re1 ieve horizontal driving rainfall problems and estimate 






GENSET ONLY Operat ion 
I n  t h e  event o f  a b a t t e r y  and/or a power c o n t r o l l e r  m a l f u n c t i o n  t h e  
GENSET may be used t o  d i r e c t l y  power t h e  E a r t h  S t a t i o n  loads. This  
accomplished by t a k i n g  the  f o l l o w i n g  steps: 
.*' o On t h e  PCP t u r n  o f f  c o n t r o l  power  by  p r e s s i n g  C o n t r o l  Power 
pushbutton sw i t ch  (31 ) .  
. ' o Open t h e  t h r e e  B a t t e r y  Safety  Switches (77) ,  (78) ,  (79 ) .  
On 
o On 
i n  
' o On 
o On 
(ON/DOWN) p o s i t i o n ,  thus s t a r t i n g  t h e  GENSET. 
t h e  PCP p l a c e  AC Source Se lec t  Switch (16 )  i n  "GENSET" mode. 
t h e  P C P  p l a c e  Mode C o n t r o l  S w i t c h e s  ( 2 5 ) ,  ( 2 6 ) ,  ( 2 7 ) ,  (28) ,  ( 3 0 ) ,  
MANUAL DISC. 
t h e  PSM t u r n  OFF CB's. 
t h e  PCP D l a c e  GENSET DEMAND Mode C o n t r o l  S w i t c h  f29) i n  B Y P A S S  
. I  
. o On t h e  POP c l o s e  c i r c u i t  b r e a k e r s  (CB-3 (60 ) ,  CB-4 (61).  The s y s t e m  
i s  now complete ly  on d i r e c t  GENSET power. 
